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Omaha Public Power Dstrict

444 South 16th Street Mall

Omaha NE 68102-2247

September 15, 2008
LIC-08-0102

U. S. Nuclear Regulatory Commission
ATTN.: Document Control Desk
Washington, DC 20555

Reference: Docket No. 50-285

SUBJECT: Fort Calhoun Station, Unit No. 1, 2008 Refueling Outage Inservice
Inspection Results and NIS-1 and NIS-2 Forms

Technical Specification Section 5.9.3a and the American Society of Mechanical
Engineers (ASME) Boiler and Pressure Vessel Code, Section XI, Subsection IWA-6230,
require that Omaha Public Power District (OPPD) submit the subject information for Fort
Calhoun Station, Unit No. 1 (FCS).

Form NIS-1 "Owner's Report for Inservice Inspections" is enclosed concerning the
Inservice Inspection (ISI) results for the FCS 2008 Refueling Outage (RFO). Also
enclosed is Form NIS-2 "Owner's Report for Repair/Replacement Activity" concerning
applicable repairs and replacements completed during Fuel Cycle No. 24, including
those completed during the 2008 RFO.

No commitments are made to the NRC in this letter. If you have any questions or
require additional information, please contact Mr. Bill R. Hansher at (402) 533-6894.

R. P.Clemens
Division Manager
Nuclear Engineering

RPC/mle

Attachments:

1.
2.

Form NIS-1, Owner's Report for Inservice Inspections
Form NIS-2, Owner's Report for Repair/Replacement Activity

V7

Employment with Equal Opportunity
4171



LIC-08-0102
Attachment 1

Form NIS-1
Owner's Report for Inservice Inspections



FORM NIS-1 OWNER'S REPORT FOR INSERVICE INSPECTIONS
As required by the Provisions of the ASME Code Rules

1. Owner Omaha Public Power District 444 S. 16th St. Mall, Omaha, NE 68102-2247 11 paaqes total(Name and Address of Owner)

2. Plant Fort Calhoun Station, P. 0. Box 550, For Calhoun, NE 68023
(Name and Address of Plant)

3. Plant Unit 1 4. Owner Certificate of Authorization (if required) N/A

5. Commercial Service Date 09/26/1973 6. National board Number for Unit N/A

7. Components Inspected

Manufacturer or
Installer Serial No.Component or Appurtenance Manufacturer or Installer State or Province No. National Board No.

RPV Head

Pressurizer

Steam Generator A

Steam Generator B

MHI

MHI

MHI

MHI

B-VH-N13

B-PR-NO1

B-SGP-97

B-SGP-98

N/A

20852

20879

20880

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided, (1) size is 8 ½ in. x 11 in.,
(2) Information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets
is recorded at the top of this form.

(12/88) This form (E00229) may be obtained from the Order Dept., ASME, 22 Law Drive, Box 2300, Fairfield, NJ 07007-2300.
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FORM NIS-1 (Back)

8. Examination Dates 04/01/08 to 06/14/08

9. Inspection Period Identification Second Period

10. Inspection Interval Identification Fourth Interval

11. Applicable Edition of Section XI 1998 Addenda 2000

12. Date/Revision of Inspection Plan 09/07/2007

13. Abstract of Examinations and Tests. Include a list of examinations and tests and a statement concerning status
of work required for the Inspection Plan.

See Attachments

14. Abstract of Results of Examinations and Tests.

See Attachments

15. Abstract of Corrective Measures.

See Attachments

We certify that a) the statements made in this report are correct, b) the examinations and tests meet the
Inspection Plan as required by the ASME Code, Section XI, and c) corrective measures taken conform to the rules of
the ASME Code, Section XI.

Certificate of Authorization No. (if applicable) N/A Expiration Date N/A

Date e f L. 2008 Signed -P-D

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors
and the State of Nebraska and employed by HSBCT of Hartford, CT have inspected the components
described in this Owner's Report during the period 04/01/08 to 06/14/08 , and state that to the best of my
knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the Inspection Plan and as required by the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning
the examinations and tests, and corrective measures described in this Owner's Report. Furthermore, neither the
Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of any kind
arising from or connected with this inspection.

__________________Co missionsA6/4 , &C1 5 C, IS c69rAIEj
VInspector's Signature National Board,'State, Province, and Endorsements

Date / ( , 2008
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Fort Calhoun Station
PO Box 550
Fort Calhoun, NE 68023

Fort Calhoun Station
Omaha Public Power District

444 S.1 16 Mall
Omaha, NE 68102

2008 Refueling Outage

Unit 1
Commercial Service 9/26/73

ASME CODE ASME CODE COMPONENT ITEM DESCRIPTION ISOMETRIC EXAM RESULTS

CATEGORY ITEM NUMBER NUMBER TYPE

INSIDE RADIUS
B-D B3.140 ISI SG-2-N-I-IR SECTION A-06 EVT Acceptable

INSIDE RADIUS
B-D B3.140 ISI SG-2-N-3-IR SECTION A-06 EVT Acceptable

B-G-1 B6.180 ISI RCP-MF-RC3C-1-01 RCP STUDS A-09B UT Acceptable

B-G-1 B6.180 ISI RCP-MF-RC3C-1-02 RCP STUDS A-09B UT Acceptable

B-G-1 B6.180 ISI RCP-MF-RC3C-1-03 RCP STUDS A-09B UT Acceptable

B-G-1 B6.180 ISI RCP-MF-RC3C-1-04 RCP STUDS A-09B UT Acceptable

B-G-1 B6.180 ISI RCP-MF-RC3C-1-05 RCP STUDS A-09B UT Acceptable

B-G-1 B6.180 ISI RCP-MF-RC3C-1-06 RCP STUDS A-09B UT Acceptable

B-G-1 B6.180 ISI RCP-MF-RC3C-1-07 RCP STUDS A-09B UT Acceptable

B-G-1 B6.180 ISI RCP-MF-RC3C-1-08 RCP STUDS A-09B UT Acceptable

B-G-1 B6.180 ISI RCP-MF-RC3C-1-09 RCP STUDS A-09B UT Acceptable

B-G-1 B6.180 ISI RCP-MF-RC3C-1-10 RCP STUDS A-09B UT Acceptable

B-G-1 B6.180 ISI RCP-MF-RC3C-1-11 RCP STUDS A-09B UT Acceptable

B-G-1 B6.180 ISI RCP-MF-RC3C-1-12 RCP STUDS A-09B UT Acceptable

B-G-1 B6.180 ISI RCP-MF-RC3C-1-13 RCP STUDS A-09B UT Acceptable

B-G-1 B6.180 ISI RCP-MF-RC3C-1-14 RCP STUDS A-09B UT Acceptable

B-G-1 B6.180 ISI RCP-MF-RC3C-1-15 RCP STUDS A-09B UT Acceptable

B-G-I B6.180 ISI RCP-MF-RC3C-1-16 RCP STUDS A-09B UT Acceptable

B-G-1 B6.200 ISI RCP-MF-RC3C-3-01 RCP NUTS A-09B VT1 Acceptable

B-G-1 B6.200 ISI RCP-MF-RC3C-3-02 RCP NUTS A-09B VT1 Acceptable

B-G-1 B6.200 ISI RCP-MF-RC3C-3-03 RCP NUTS A-09B VT1 Acceptable
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Fort Calhoun Station
PO Box 550
Fort Calhoun, NE 68023

Fort Calhoun Station
Omaha Public Power District

444S. 16th Mall
Omaha, NE 68102

2008 Refueling Outage

Unit 1
Commercial Service 9/26/73

B-G-1 B6.200 ISI RCP-MF-RC3C-3-04 RCP NUTS A-09B VTl Acceptable

B-G-1 B6.200 ISI RCP-MF-RC3C-3-05 RCP NUTS A-09B VTl Acceptable

B-G-1 B6.200 ISI RCP-MF-RC3C-3-06 RCP NUTS A-09B VT1 Acceptable

B-G-1 B6.200 ISI RCP-MF-RC3C-3-07 RCP NUTS A-09B VT1 Acceptable

B-G-1 B6.200 ISI RCP-MF-RC3C-3-08 RCP NUTS A-09B VT1 Acceptable

B-G-1 B6.200 ISI RCP-MF-RC3C-3-09 RCP NUTS A-09B VT1 Acceptable

B-G-1 B6.200 ISI RCP-MF-RC3C-3-10 RCP NUTS A-09B VT1 Acceptable

B-G-1 B6.200 ISI RCP-MF-RC3C-3-11 RCP NUTS A-09B VT1 Acceptable

B-G-1 B6.200 ISI RCP-MF-RC3C-3-12 RCP NUTS A-09B VT1 Acceptable

B-G-1 B6.200 ISI RCP-MF-RC3C-3-13 RCP NUTS A-09B VT1 Acceptable

B-G-1 B6.200 ISI RCP-MF-RC3C-3-14 RCP NUTS A-09B VT1 Acceptable

B-G-1 B6.200 ISI RCP-MF-RC3C-3-15 RCP NUTS A-09B VT1 Acceptable

B-G-1 B6.200 ISI RCP-MF-RC3C-3-16 RCP NUTS A-09B VT1 Acceptable
RPV CLOSURE HEAD

B-G-1 B6.30 ISI RPV-G1-S-01 STUD A-01A UT Acceptable
RPV CLOSURE HEAD

B-G-1 B6.30 ISI RPV-G1-S-02 STUD A-01A UT Acceptable
RPV CLOSURE HEAD

B-G-I B6.30 ISI RPV-G1-S-03 STUD A-01A UT Acceptable
RPV CLOSURE HEAD

B-G-l B6.30 ISI RPV-G1-S-04 STUD A-01A UT Acceptable
RPV CLOSURE HEAD

B-G-1 B6.30 ISI RPV-G1-S-05 STUD A-01A UT Acceptable
RPV CLOSURE HEAD

B-G-1 B6.30 ISI RPV-G1-S-06 STUD A-01A UT Acceptable
RPV CLOSURE HEAD

B-G-1 B6.30 ISI RPV-G1-S-07 STUD A-01A UT Acceptable
RPV CLOSURE HEAD

B-G-1 B6.30 ISI RPV-G1-S-08 STUD A-01A UT Acceptable
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Fort Calhoun Station
PO Box 550
Fort Calhoun, NE 68023

Fort Calhoun Station
Omaha Public Power District

444 S. 16th Mall
Omaha, NE 68102

2008 Refueling Outage

Unit 1
Commercial Service 9/26/73

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-09 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-10 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-11 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-12 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-13 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-14 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-15 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-16 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-17 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-18 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-19 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV--G1-S-20 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-21 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-22 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-23 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-24 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-25 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-26 STUD A-01A UT Acceptable
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Fort Calhoun Station
PO Box 550
Fort Calhoun, NE 68023

Fort Calhoun Station
Omaha Public Power District

444 S. 16t Mall
Omaha, NE 68102

2008 Refueling Outage

Unit 1
Commercial Service 9/26/73

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-27 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-28 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-29 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-GI-S-30 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-31 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-Gl-S-32 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-33 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-34 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-35 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-36 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-37 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-38 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-39 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-40 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-41 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-42 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-43 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-44 STUD A-01A UT Acceptable
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Fort Calhoun Station
PO Box 550
Fort Calhoun, NE 68023

Fort Calhoun Station
Omaha Public Power District

444 S. 16e Mall
Omaha, NE 68102

2008 Refueling Outage

Unit 1
Commercial Service 9/26/73

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-45 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-46 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-47 STUD A-01A UT Acceptable

RPV CLOSURE HEAD
B-G-1 B6.30 ISI RPV-G1-S-48 STUD A-01A UT Acceptable

B-G-2 B7.60 ISI RCP-MF-RC3C-4 PUMP SEAL ASSEMBLY A-09B VTl Acceptable

B-G-2 B7.60 ISI RCP-MF-RC3D-4 PUMP SEAL ASSEMBLY A-09B VT1 Acceptable

B-J B9.11 ISI 12-SDC-20/13 PIPE TO PENETRATION A-42 UT Acceptable

B-J B9.11 ISI 12-SDC-20/17 PIPE TO ELBOW A-42 UT Acceptable

B-J B9.11 ISI 12-SDC-20/18 ELBOW TO PIPE A-42 UT Acceptable

B-J B9.40 ISI 2-HPH-1.22/13 PIPE TO ELBOW A-36 PT Acceptable

B-J B9.40 ISI 2-HPH-1.22/14 ELBOW TO PIPE A-36 PT Acceptable

B-J B9.40 ISI 2-HPH-2.12/11 VALVE (SI-201) TO PIPE A-38 PT Acceptable

B-J B9.40 ISI 2-HPH-2.12/12 PIPE TO ELBOW A-38 PT Acceptable

B-J B9.40 ISI 2-HPH-2.12/13 ELBOW TO PIPE A-38 PT Acceptable

B-J B9.40 ISI 2-HPH-2.14/24 PIPE TO ELBOW A-39 PT Acceptable

B-J B9.40 ISI 2-HPH-2.14/25 ELBOW TO PIPE A-39 PT Acceptable

B-J B9.40 ISI 2-HPH-2.22/18 VALVE TO PIPE A-40 PT Acceptable

B-J B9.40 ISI 2-HPH-2.22/19 PIPE TO ELBOW A-40 PT Acceptable

B-J B9.40 ISI 2-HPH-2.24/11 PIPE TO ELBOW A-41 PT Acceptable

B-J B9.40 ISI 2-HPH-2.24/12 ELBOW TO PIPE A-41 PT Acceptable

B-O B 14.10 ISI RPVCH-CRD-BO-37-3 CEDM HOUSING WELD A-02A PT Acceptable

B-O B 14.10 ISI RPVCH-CRD-BO-41-3 CEDM HOUSING WELD A-02A PT Acceptable

C-F-1 C5.11 ISI 12-LPH-2001/25 TEE TO PIPE BEND B-16 UT Acceptable

Page 7 of 11



Fort Calhoun Station
PO Box 550
Fort Calhoun, NE 68023

Fort Calhoun Station
Omaha Public Power District

444 S. 16ýh Mall
Omaha, NE 68102

2008 Refueling Outage

Unit 1
Commercial Service 9/26/73

C-F-1 C5.11 ISI 12-LPH-2001/30 45 ELBOW TO REDUCER B-16 UT Acceptable

C-F-i C5.11 ISI 12-LPSI-2003/08 PIPE TO ELBOW B-18 UT Acceptable

C-F-1 C5.11 ISI 12-LPSI-2003/09 ELBOW TO PIPE B-18 UT Acceptable

C-F-i C5.11 ISI 12-SDC-2020/12 ELBOW TO PIPE B-11 UT Acceptable

C-F-1 C5.11 ISI 24-SI-2002/13 PIPE TO ELBOW B-37 UT Acceptable

C-F-i C5.11 ISI 24-SI-2002/16 ELBOW TO PIPE B-37 UT Acceptable

C-F-i C5.11 ISI 24-SI-2002/22 TEE TO CAP B-37 UT Acceptable

C-F-i C5.11 ISI 6-SI-2002/06 ELBOW TO PIPE B-42 UT Acceptable

C-F-i C5.21 ISI 4-CH-11/18 REDUCER TO ELBOW B-74 UT Acceptable

C-F-i C5.21 ISI 4-CH-11/21 VALVE TO PIPE B-74 UT Acceptable

C-F-I C5.21 ISI 4-CH-13/02 ELBOW TO PIPE B-76 UT Acceptable

C-F-i C5.21 ISI 4-CH-13/04 ELBOW TO PIPE B-76 UT Acceptable

C-F-i C5.30 ISI 2-CH-14/02 PIPE TO ELBOW B-64 PT Acceptable

C-F-i C5.30 ISI 2-CH-14/02A 45 ELBOW TO PIPE B-64 PT Acceptable

C-F-I C5.30 ISI 2-CH-14/03 PIPE TO 45 ELBOW B-64 PT Acceptable

C-F-i C5.30 ISI 2-CH-14/03A 45 ELBOW TO PIPE B-64 PT Acceptable

C-F-1 C5.30 ISI 2-CH-14/04 PIPE TO ELBOW B-64 PT Acceptable

C-F-1 C5.30 ISI 2-CH-14/05 PIPE TO ELBOW B-64 PT Acceptable

C-F-i C5.30 ISI 2-CH-23/01C BRANCH TO PIPE B-74 PT Acceptable

C-F-1 C5.30 ISI 2-CH-23/02C PIPE TO VALVE B-74 PT Acceptable

C-F-1 C5.30 ISI 2-CH-26/14 PIPE TO ELBOW B-79 PT Acceptable

C-F-i C5.30 ISI 2-CH-26/15 ELBOW TO PIPE B-79 PT Acceptable

C-F-i C5.30 ISI 2-CH-30/01 REDUCER TO PIPE B-84 PT Acceptable

C-F-1 C5.30 ISI 2-CH-30/04 PIPE TO ELBOW B-84 PT Acceptable
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Fort Calhoun Station
PO Box 550
Fort Calhoun, NE 68023

Fort Calhoun Station
Omaha Public Power District

444 S. 16th Mall
Omaha, NE 68102

2008 Refueling Outage

Unit 1
Commercial Service 9/26/73

C-F-1 C5.30 ISI 2-CH-30/05 ELBOW TO PIPE B-84 PT Acceptable

C-F-1 C5.30 ISI 2-CH-30/14 PIPE TO ELBOW B-84 PT Acceptable

C-F-1 C5.30 ISI 2-CH-30/15 ELBOW TO PIPE B-84 PT Acceptable

C-F-1 C5.30 ISI 2-CH-31/01 TEE TO PIPE B-85 PT Acceptable

F-A F1.10 ISI 12-SI-22/17-PR PED, U-BOLT A-24 VT3 Acceptable

F-A Fl.10 ISI 2-HPH-2.24/19-PR-2 UNISTRUT A-41 VT3 Acceptable

F-A F1.40 ISI RCP-RC3C-FC-1 PUMP SUPPORT A-09A VT3 Acceptable

F-A F1.40 ISI RCP-RC3C-FC-2 PUMP SUPPORT A-09A VT3 Acceptable

F-A F1.40 ISI RCP-RC3C-FC-3 PUMP SUPPORT A-09A VT3 Acceptable
VERTICAL LINEAR

F-A F1l.40 ISI SG-2-FB-1 SUPPORT 45 A-05A VT3 Acceptable
VERTICAL LINEAR

F-A F11.40 ISI SG-2-FB-2 SUPPORT 135 A-05A VT3 Acceptable
VERTICAL LINEAR

F-A F1.40 ISI SG-2-FB-3 SUPPORT 225 A-05A VT3 Acceptable
VERTICAL LINEAR

F-A F1.40 ISI SG-2-FB-4 SUPPORT 315 A-05A VT3 Acceptable

F-A F1.20 ISI 12-LPH-2001/25-PR STRUT, 3-BOLT, U-BOLT B-16 VT3 Acceptable

F-A F1.20 ISI 12-LPSI-2002/13-PR-2 ROD & CLEVIS B-17 VT3 Acceptable

F-A F1.20 ISI 12-SDC-2020/12-PR ROD & CLEVIS B-11 VT3 Acceptable

F-A F1.20 ISI 24-SI-2002/12-PR STRUT, 3-BOLT B-37 VT3 Acceptable

F-A F1.20 ISI 24-SI-2002/17-PR-1 STRUT, 3-BOLT B-37 VT3 Acceptable

F-A F11.20 ISI 2-CH-14/19-PR ANGLE, U-BOLT B-64 VT3 Acceptable

F-A F11.20 ISI 2-CH-14/19-PR-1 ANGLE, U-BOLT B-64 VT3 Acceptable

F-A F11.20 ISI 2-CH-26/11-PR-1 ROD & CLEVIS B-79 VT3 Acceptable

F-A F11.20 ISI 2-CH-26/15-PR ANGLE, U-BOLT B-79 VT3 Acceptable

F-A F11.20 ISI 2-CH-26/15-PR-1 PEDESTAL, U-BOLT B-79 VT3 Acceptable
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Fort Calhoun Station
PO Box 550
Fort Calhoun, NE 68023

Fort Calhoun Station
Omaha Public Power District

444 S. 16t Mall
Omaha, NE 68102

2008 Refueling Outage

Unit 1
Commercial Service 9/26/73

F-A F1.20 ISI 4-CH-10/05-PR-2 FULL BOX B-73 VT3 Acceptable

F-A F1.20 ISI 4-CH-11/28-PR-2 STRUT, 3-BOLT B-74 VT3 Acceptable

F-A F1.20 ISI 4-CH-11/30-PR-1 FULL BOX B-74 VT3 Acceptable

F-A F1.20 ISI 4-CH-12/17-PR-1 I-BEAM, GANG B-75 VT3 Acceptable

F-A F1.20 ISI 6-AC-2002/02-PR 3/4 BOX RESTRAINT B-49 VT3 Acceptable

F-A F1.20 ISI 6-AC-2002/04-PR PLATE, 3-BOLT B-49 VT3 Acceptable

F-A F1.20 ISI 6-AC-2002/04-PS TRUNNION, SLIDER B-49 VT3 Acceptable

F-A F1.20 ISI 8-AC-2001/20-PR I-BEAM, 3-BOLT B-52 VT3 Acceptable

C-F-2 C5.51 PSI 16-FW-2001/06 VALVE TO PIPE B-07 UT Acceptable

C-F-2 C5.51 PSI 16-FW-2001/06A PIPE TO ELBOW B-07 UT Acceptable

C-F-2 C5.51 PSI 16-FW-2001/07 ELBOW TO PIPE B-07 UT Acceptable

C-F-2 C5.51 PSI 16-FW-2001/07A PIPE TO PIPE B-07 UT Acceptable

C-F-2 C5.51 PSI 16-FW-2001/08 PIPE TO ELBOW B-07 UT Acceptable

C-F-2 C5.51 PSI 16-FW-2001/09 ELBOW TO PIPE B-07 UT Acceptable

C-F-2 C5.51 PSI 16-FW-2002/10 VALVE TO PIPE B-08 UT Acceptable

C-F-2 C5.51 PSI 16-FW-2002/10A PIPE TO ELBOW B-08 UT Acceptable

C-F-2 C5.51 PSI 16-FW-2002/11 ELBOW TO PIPE B-08 UT Acceptable

C-F-2 C5.51 PSI 16-FW-2002/11A PIPE TO PIPE B-08 UT Acceptable

C-F-2 C5.51 PSI 16-FW-2002/12 PIPE TO ELBOW B-08 UT Acceptable

C-F-2 C5.51 PSI 16-FW-2002/13 ELBOW TO PIPE B-08 UT Acceptable
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Fort Calhoun Station
PO Box 550
Fort Calhoun, NE 68023

Fort Calhoun Station
Omaha Public Power District

444 S. 16th Mall
Omaha, NE 68102

2008 Refueling Outage

Unit 1
Commercial Service 9/26/73

Pressure Tests
Performed Test Performed System Tested NOTE

OP-ST-RC-3007 Reactor Coolant
QC-ST-CH-3001 CVCS
QC-ST-CH-3002 CVCS
QC-ST-CH-3005 CVCS
QC-ST-MX-3001 Borated Systems
QC-ST-MX-3002 Borated Systems
QC-ST-MX-3003 Areas of Limited Access Under Reactor Vessel and Rm. 62
QC-ST-SI-3008 Safety Injection
QC-ST-SL-3001 Primary Sampling
QC-ST-SL-3002 Primary Sampling
QC-ST-SL-3005 Primary Sampling
QC-ST-SDC-3001 Shutdown Cooling
QC-ST-SDC-3002 Shutdown Cooling
SE-ST-SDC-3003 Shutdown Cooling
SE-ST-SI-3027 Safety Injection
QC-ST-MS-3001 Main Steam
QC-ST-NG-3001 N2 Gas
QC-ST-SL-3003 Primary Sampling
QC-ST-SL-3004 Primary Sampling
SE-ST-FO-3001 Diesel Fuel Oil
ST-ST-SA-3003 Diesel Starting Air
QC-ST-SI-3003 Safety Injection
QC-ST-SI-3007 Safety Injection
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Attachment 2
LIC-08-0102

Form NIS-2
Owner's Report for Repair/Replacement Activity



FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code, Section XI

1. Owner Omaha Public Power District
Name

444 S. 16th Street Mall Omaha NE
Address

2. Plant Fort Calhoun NE 68023
Name

P.O. Box 550, Fort Calhoun
Address

Date 9/11/08

Sheet 1 of 7

Unit NO. 1

Omaha Public Power District
Repair/ Replacement Organization P.O. Job No., etc.

3. Work Performed by Omaha Public Power District
Name

Type Code Symbol Stamp N/A
Authorization No. N/A

See Above Expiration Date N/A
Address

4. Identification of System See attached Sheets
See attached Sheets

5. (a) Applicable Construction Code ,20IEdition, Addenda, Code Case

(b) Applicable Edition of Section Xl Utilized for Repair/Replacement Activity 19 98/2000 Addenda

(c) Applicable Section Xl Code Case(s)

6. Identification of Components:

Name of Name of Manufacturer National Other
Component Manufacturer Serial No. Board No. Identification

See attached Sheets

Year Built Corrected,
Removed, or
Installed

ASME Code Stamped
(Yes or No)

7. Description of Work See attached sheets

8. Tests Conducted: Hydrostatic 0 Pneumatic [I Nominal Operating Pressure D Exempt El

Other 11 pressure psi Test Temp. OF

NOTE: Supplemental sheets in from of lists, sketches, or drawings may be used, provided, (1) size is 8 ½ in. x 11 in.,
(2) Information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets
is recorded at the top of this form.

(12/95) This form may be obtained from the Order Dept., ASME, 22 Law Drive, Box 2300, Fairfield, NJ 07007-2300 REPRINT 7/96
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FORM NIS-2 (Back)

9. Remarks N/A
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and that this conforms to the requirements of the ASME
Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed - 5fDat e
Owner or Owner's Designee, Title V

-, 2 00A-

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors
and the State of Province of Nebraska and employed by HSB CT of
Hartford, CT have inspected the components described in this
Owner's Report during the period to , and state that to the best
of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning
the examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his
employer shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or
connected with this inspection.

Krl 4/, Cmmissions Y-/ AJ,16,,7AA12CA15 ioc7 JEg
- Inspector's Signature National Board,'State, Province, and Endorsements

Date •-" /( 2009
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Fort Calhoun Station
PO Box 550
Fort Calhoun, NE 68023

Fort Calhoun Station
Omaha Public Power District

444 S. 16"' Mall
Omaha, NE 68102

2008 Refueling Outage

Unit 1
Commercial Service 9/26/73

NAT'L APPLICABLE ASME REPAIR/ TEST
WORK SER. BOARD SYS. DESCRIPTION CONSTRUCTIO YEAR CODE REPLACE CONDUC

DOCUMENT COMPONENT CL. NO MANUF. NO. ID OF WORK N CODE BUILT STAMP MENT TED PSI

AISC STEEL REPLACE
EC 33105 RC-4 ANCHORS 1 N/A N/A N/A RC REPLACED NUTS MANUAL6th 1971 N MENT N/A VT-3

FWS-76 & FWS- FW- REPLACED AISC STEEL REPLACE
EC 33106 77 2 N/A N/A N/A AFW' SUPPORTS MANUAL 6th 1972 N MENT VT VT-3

USAS B31.7 68
REPLACED DRAFT AISC

INSTRUMENTATI TUBING STEEL REPLACE
EC 33107 ON SUPPORTS 1 N/A N/A N/A RC SUPPORTS MANUAL6th 1972 N MENT N/A

REPLACED
PRESSURIZER SMALL BORE USAS B31.7 68 REPLACE

EC 33107 PIPING/TUBING 1 N/A N/A N/A RC PIPING/TUBING DRAFT 1972 N MENT PT, VT-2
REPAIR &

REPLACE VT, MT,
EC 33109 CONTAINMENT IWE N/A KIEWIT N/A AE REPAIRED LINER ASME VIII - 1968 1972 N MENT RT, LT

REPLACED
TENDONS & REPLACE VT-1, VT-

EC 33109 CONTAINMENT IWL N/A KIEWIT N/A AE SHIMS ACI 318 - 63 1972 N MENT iC

21267, MISSION REPLACE CONTRACT 763 - REPLACE
EC 40956 S1-175/176 2 21268 VALVE N/A CS VALVES/STUDS H11 1973 N MENT VT-2

REPLACE USAS B31.7 68 REPLACE
WO 125217 CH-288 3 31388 MISSVAAN N/A CH FASTENERS DRAFT 1973 N MENT N/A

ANSI B16.5/
WO 163393- DRAFT PUMP & REPLACE VT,PT,
04 CH-205 1 N/A DRESSER N/A CVCS REPLACE VALVE VALVE CODE 1973 N MENT VT-2 PT
WO 172412- REPLACED REPLACE
01 HCV-204 2 4662032 FISHER N/A CVCS PLUG/STEM CONTRACT 763 1970 N MENT N/A

REPLACED USAS B31.7 68
CONTROL DRAFT MSS SP- REPLACE

WO 192478 SNUBBERS 1 N/A GRINNELL N/A RC VALVES 58 1973 N MENT VT-3
REPLACED USAS B31.7 68 REPLACE

WO 200601 MS-281 2 BN9117 DRESSER N/A MS FASTENERS DRAFT 1973 N MENT N/A

WO 201156- AC- REPLACED USAS B31.7 68 REPLACE
01 AC-261 2 N/A DRESSER N/A CCW FASTENERS DRAFT 1973 N MENT N/A

VT, VT-2
USAS B31.7 68 REPLACE PT, MT,

WO 224544 MFW PIPING 2 N/A DRAVO N/A FW REPLACE PIPING DRAFT 1969 N MENT RT UTNT

54138(16
WO 224544- 1 )
03 WO 54628(16 MISSION REPLACE CHECK CONTRACT 763 - REPLACE
224544-05 FW-161 / 162 2 2) VALVE N/A FW VALVES H11 1971 N MENT VT-2
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Fort Calhoun Station
PO Box 550
Fort Calhoun, NE 68023

Fort Calhoun Station
Omaha Public Power District

444 S.16 Mall
Omaha, NE 68102

2008 Refueling Outage

Unit 1
Commercial Service 9/26/73

ANDERSO
N

WO 234048- GREENWO REPLACED USAS B31.7 68 REPLACE
02 CH-1 82 2 N200001 OD N/A CVCS FASTENERS DRAFT 1973 N MENT N/A

VARIO REPLACE
WO 243697 SNUBBERS 1 N/A BP N/A US NEW SNUBBERS CONTRACT 763 1979 N MENT N/A

AC- REPLACE END USAS B31.7 -1968 REPLACE
WO 244073 AC-1B 3 74753 WHITLOCK N/A CCW BELL FASTENERS DRAFT 1973 N MENT N/A

1211278 AC- REPLACE REPLACE
WO 248597 HCV-2881B 3 9 FISHER N/A RW DISC/SHAFT CONTRACT 763 1992 N MENT N/A

REPLACED VEE-
WO 251437- AC- BALL & BUSHING REPLACE
01 HCV-403C 2 4662133 FISHER N/A CCW ASSEMBLY CONTRACT 763 1973 N MENT N/A

REPLACED VEE-
WO 251557- AC- BALL & BUSHING REPLACE
01 HCV-401C 2 4662121 FISHER N/A CCW ASSEMBLY CONTRACT 763 1973 N MENT N/A
WO 252942- MODIFIED BUTT USAS B31.7 69 REPLACE
01 MSS-5 2 N/A BERGEN N/A MS PLATE DRAFT 1973 N MENT VT, MT, VT-3

BYRON AC- REPLACE PUMP CONTRACT 763 - REPLACE
WO 253376 AC-10D 3 N/A JACKSON N/A RW ASSEMBLY H16 N/A N MENT N/A

REPLACE
UNKNO BYRON AC- COLUMN PIPING CONTRACT 763 REPLACE

WO 253376 AC-1OD 3 WN JACKSON N/A RW FASTENERS Sec H-16 1973 N MENT N/A

919016A- ANCHOR- CONTRACT 762 & REPLACE
WO 253482 LCV-383-2 2 2 DARLING N/A SI/CS REPLACE VALVE 763, H-10 1991 N MENT VT-2

919016A- ANCHOR REPLACE USAS B31.7 68 REPLACE
WO 253482 LCV-383-2 2 2 DARLING N/A SI-CS FASTENERS DRAFT 1992 N MENT N/A

AC- REPLACED PLUG REPLACE
WO 253977 HCV-438C 2 4662149 FISHER N/A CCW & SEAT CONTRACT 763 1970 N MENT N/A

INSTALLED USAS B31.7 68 REPLACE VT-2, VT,
WO 254195 HCV-240 1 4662037 Fisher N/A RCS LEAKOFF CAP DRAFT 1970 N MENT PT
WO 254195- REPLACE USAS B31.7 68 REPLACE
01 HCV-240 1 4662037 Fisher N/A RCS PLUG/STEM/SEAT DRAFT 1970 N MENT N/A

REPLACED
1005779 PLUG/STEM/CAG REPLACE

WO 255434 PCV-103-1 1 5 Fisher N/A RCS E ANSI B31.1-1980 1987 N MENT N/A

AG-282- MASONELI AC- STEM REPLACE
WO 259041 HCV-2853 3 5-4 AN N/A RW REPLACEMENT CONTRACT 763 1982 N MENT N/A

AG-282- MASONELI REPLACE USAS B31.7 68 REPLACE
WO 259041 HCV-2853 3 5-4 AN N/A RW FASTENERS DRAFT 1973 N MENT N/A

ANDERSO
N

WO 259485- N99640- GREENWO REPLACED DISC REPLACE
01 SI-188 1 00-0002 OD N/A SI-LP INSERT ASME III - 1989 2003 N MENT N/A

6910-
95003-3- COPE REPLACE CONTRACT 750 & REPLACE

WO 261280 TCV-211-2 3 1 VULCAN N/A CVCS PLUG/STEM B31.1 1973 N MENT N/A
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Fort Calhoun Station
PO Box 550
Fort Calhoun, NE 68023

Fort Calhoun Station
Omaha Public Power District

444S. 161h Mall
Omaha, NE 68102

2008 Refueling Outage

Unit 1
Commercial Service 9/26/73

WO 261524- AE- REPLACED REPLACE
01 FH-5 2 N/A N/A N/A CONT FASTENERS ASME III - 1968 1973 N MENT N/A VT

6910-
WO 262173- 95003-9- COPES AC- REPLACED REPLACE
01 HCV-428C 2 3 VULCAN N/A CCW PLUG/STEM CONTRACT 750 1973 N MENT N/A

6910-
WO 262178- 95003-9- COPES AC- REPLACED REPLACE
01 HCV-426C 2 1 VULCAN N/A CCW PLUG/STEM CONTRACT 750 1973 N MENT N/A

B-VH- REPLACED REPLACE
WO 262213 RC-6 1 N13 MHI N/A RC FASTENERS ASME III - 1989 2006 Y MENT N/A
WO 262234- B-SGP- REPLACED REPLACE
01 RC-2B 1 98 MHI N/A RC FASTENERS ASME III - 1989 2006 Y MENT N/A VT-1
WO 262253- B-SGP- REPLACED REPLACE
01 RC-2A 1 97 MHI N/A RC FASTENERS ASME III - 1989 2006 Y MENT N/A VT-1
WO 262257- B-SGP-
01 WO RC-2A AND RC- 97 B- REPLACED REPLACE
262238-01 2B 1 SGP-98 MHI N/A RC FASTENERS ASME III - 1989 2006 Y MENT N/A

REPLACED
WO 262406- PLUG/STEM & REPLACE
01 HCV-386 2 4662051 FISHER N/A SI SEAT RING CONTRACT 763 1971 N MENT N/A

REPLACED PLUG REPLACE
WO 262407 YCV-1045B 2 5643655 FISHER N/A MS & SEAT ASME III - 1968 1973 N MENT N/A
WO 262408- REPLACED REPLACE
01 YCV-1045A 2 5643654 FISHER N/A MS PLUG/STEM ASME III - 1968 1973 N MENT N/A

REPLACED USAS B31.7 68 REPLACE
WO 262777 RC-3D 1 N/A N/A N/A RC FASTENERS DRAFT 1973 N MENT N/A
WO 262860- W.J AE- REPLACED REPLACM
01 AE-1 MC N/A WOOLLEY N/A CONT FASTENERS ASME II1 - 68 1973 N ENT N/A VT
WO 262863- B-PR- REPLACED REPLACE
01 RC-4 1 N01 MHI N/A RC FASTENERS ASME III - 1989 2006 Y MENT N/A VT-1

REFURBISH REPLACE
WO 262936 PCV-102-1 1 BL 6977 DRESSER N/A RCS RELIEF VALVE ASME III 1965 1973 Y MENT VT-2

ANDERSO
N

WO 263454- N99640- GREENWO REPLACED REPLACE
02 SI-188 1 00-0003 OD N/A SI VALVE ASME III -1989 2006 Y MENT VT-2

ASME III CLASS
75377, 9305, RERATE SDC HT C, 1968 ASME VIII REPLACE

WO 263523 AC-4A, AC-4B 2 73578 WHITLOCK 9306 SI EXCH 1968 1970 Y MENT VT-2
ASME 111-1965
WINTER 66; ASME
VIII-1965 WINTER

0669-58, INGERSOL RERATE LPSI 66, USAS B31.1 REPLACE
WO 263523 SI-1A, SI-1B 2 0669-59 L-RAND N/A SI PUMPS 1967 1969 N MENT VT-2

USAS B31.7
RERATE CLASS II, FEB
EXISTING LPSI 1968 DRAFT/ REPLACE

WO 263523 LPSI PIPING 2 N/A N/A N/A Sl PIPING USAS B31.1-1967 1973 N MENT VT-2
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Fort Calhoun Station
PO Box 550
Fort Calhoun, NE 68023

Fort Calhoun Station
Omaha Public Power District

444 S. 16'h Mall
Omaha, NE 68102

2008 Refueling Outage

Unit 1
Commercial Service 9/26/73

2" FITTING(S)
REPLACEMENT &

DRAVO/PK CCW/ U-BOLT USAS B31.7 68 REPLACE
WO 264743 TCV-2897A 3 N/A S N/A CVCS REPLACEMENT DRAFT 1973 N MENT VT, VT-2

DG-
START REPLACE

IMI ING REGULATING CONTRACT 761 - REPLACE
WO 267452 SA-194 3 N/A NORGREN N/A AIR VALVE Sec H 1973 N MENT N/A

BYRON AC- REPLACE CONTRACT 763 - REPLACE
WO 269034 AC-10D 3 N/A JACKSON N/A RW FASTENERS H16 N/A N MENT N/A
WO 271133- REPLACED DISC REPLACE
02' RC-142 1 N/A CROSBY N/A RC & NOZZLE ASME III - 1965 1973 N MENT VT-2

REPLACE INNER
8494- PUMP HOUSING MANUFACTURER' REPLACE

WO 271208 FW-10 3 DEB COFFIN N/A AFW COVER S STANDARD 1970 N MENT N/A
REPLACED DISC,
MACHINED REPLACE

WO 271219 CH-223 2 TC73520 DRESSER N/A CVCS NOZZLE CONTRACT 763 1973 N MENT N/A
ATWOOD
AND AC- REPLACE USAS B31.7 68 REPLACE

WO 274363 RW-125 3 25632 MORRILL N/A RW FASTENERS DRAFT 2001 N MENT N/A
REPLACED

WO 276410- PRESSURIZER SMALL BORE REPLACE VT, PT,
01 FITTINGS 1 N/A N/A N/A RC PIPING/FITTINGS ASME III -1989 2006 N MENT VT-2

REPLACE LPSI
PUMP HOLD

WO 282063 0669-58, INGERSOL DOWN BOLTS (4 / REPLACE
WO 282069 SI-1A, SI-1B 2 0669-59 L-RAND N/A SI PUMP) USAS B31.1 1967 1969 N MENT N/A VT-3

BERGEN-
PATTERSO CONTRACT 763 REPLACE

WO 290089 ACH-371 3 N/A N N/A RW REPLACE NUTS (A-307) 1973 N MENT N/A VT-3
DG-
START REPLACE

WO 291236 IMI ING REGULATOR/ REPLACE
&291398 SA-193 3 N/A NORGREN N/A AIR PIPE INSERT ASME III 1983 N/A N MENT N/A

BYRON AC- REPLACE PUMP CONTRACT 763 - REPLACE
WO 291290 AC-10C 3 691-0431 JACKSON N/A RW ASSEMBLY H16 1973 N MENT N/A

REPLACE
UNKNO BYRON AC- COLUMN PIPING CONTRACT 763 REPLACE

WO 291290 AC-10C 3 WN JACKSON N/A RW FASTENERS Sec H-16 1973 N MENT N/A

AC- REPAIR PIPE AISC STEEL
WO 295670 RWS-100 3 N/A N/A N/A RW SUPPORT MANUAL 6th 1981 N REPAIR VT VT-3

UNKNO BYRON AC- REPLACE PUMP CONTRACT 763 REPLACE
WO 297684 AC-10D 3 WN JACKSON N/A RW FASTENERS Sec H-16 1973 N MENT N/A

BYRON AC- REPLACE PUMP CONTRACT 763 - REPLACE
WO 297730 AC-10D 3 N/A JACKSON N/A RW ASSEMBLY H16 N/A N MENT N/A
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Fort Calhoun Station
PO Box 550
Fort Calhoun, NE 68023

Fort Calhoun Station
Omaha Public Power District

444 S. 16th Mall
Omaha, NE 68102

2008 Refueling Outage

Unit 1
Commercial Service 9/26/73

REPLACE
UNKNO BYRON AC- COLUMN PIPING CONTRACT 763 REPLACE

WO 297730 AC-10D 3 WN JACKSON N/A RW FASTENERS Sec H-16 1973 N MENT N/A

691- BYRON AC- REPLACE CONTRACT 763 REPLACE
WO 297978 AC-10 3 H0428 JACKSON N/A RW FASTENERS Sec H-16 1973 N MENT N/A
WO 299681- FW- MODIFIED AISC STEEL REPLACE
01 FWS-77 2 N/A N/A N/A AFW' SUPPORT MANUAL6th 1973 N MENT VT VT-3
WO 299684- FW- MODIFIED AISC STEEL REPLACE
01 FWS-76 2 N/A N/A N/A AFW" SUPPORT MANUAL6th 1973 N MENT VT VT-3
WO 302074- REPLACED USAS B31.7 68 REPLACE
01 SIS-161 2 N/A BP N/A SI-LP FASTENERS DRAFT 1973 N MENT N/A VT-3
WO 302132- REPLACED USAS B31.7 68 REPLACE
01 FWH-108 2 N/A BP N/A FW FASTENERS DRAFT 1973 N MENT N/A VT-3

REPLACE PIPE AISC Steel Manual REPLACE
WO 302133 FWH-110 3 N/A BP N/A FW-BD CLAMP 6th ed 1973 N MENT N/A
WO 302258- REPLACED USAS B31.7 68 REPLACE
01 RCS-31 1 N/A BP N/A RC FASTENERS DRAFT 1973 N MENT N/A VT-3

AC- REPLACED USAS B31.7 68 REPLACE
WO 302379 ASC-1 18 2 N/A BP N/A CCW FASTENERS DRAFT 1973 N MENT N/A VT-3

ANCHOR REPLACE STEM & CONTRACT 1796, REPLACE
WO 302536 LCV-383-1 2 919016A DARLING N/A SI DISC PO BP17960 001 1991 N MENT N/A

ATLAS
UNKNO INDUSTRIA REPLACE USAS B31.7 68 REPLACE

WO 302605-6 CH-7 3 WN L N/A CH FASTENERS DRAFT 1969 N MENT N/A
ROTATED/REWEL
D PIPE & REPAIR &
REPLACED USAS B31.7 68 REPLACE VT, PT,

WO 303704 RC-3A-M-LO-1 2 N/A N/A N/A CCW FASTENERS DRAFT 1973 N MENT VT-2, VT-3
AC- REPLACED USAS B31.7 68 REPLACE

WO 303704 RC-3D 3 N/A NOVA N/A CCW FASTENERS DRAFT 1969 N MENT VT-2

GE/BERLIN REPLACE USAS B31.7 68 REPLACE
WO 303704 RC-3A-M-LO-1 2 N/A CHAPMAN N/A CCW FASTENERS DRAFT 1973 N MENT N/A

REPLACE
ERODED
FLANGE/PIPE/ELB USAS B31.7 - 1968 REPLACE VT-2, VT,

WO 306097 RW-145 3 N/A N/A N/A RW OW DRAFT 1973 N MENT PT
REPLACED USAS B31.7 68 REPLACE

WO 306206 SL-691 1 N/A N/A N/A PPS FITTINGS DRAFT 1973 N MENT N/A

SL- REPLACE TUBE CONTRACT 763 - REPLACE
WO 307270 SL-690 1 N/A DRAGON N/A RCS CLAMP H1 1973 N MENT N/A
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