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14.02-35 

The U.S. EPR FSAR Section 3.8.1.7.1, Structural Integrity Test (SIT) states that 
following construction, the Reactor Containment Building is proof-tested at  
115 percent of the design pressure and that the SIT procedure complies with the 
requirements of Article CC-6000 of the ASME BPV Code, 2004 Edition,  
Section III, Division 2, and with Subsection IWL and IWE of Section XI of ASME 
BPV Code. The U.S. EPR FSAR, in Chapter 14.2.12.3.6, "Containment 
Integrated Leak Rate and Structural Integrity Tests," Section 5.0, "Acceptance 
Criteria," references Section 3.8.1 of the FSAR; however, the test abstract does 
not reference compliance with Article CC-6000. The NRC staff requests that 
AREVA revise the acceptance criteria of Section 14.2.12.3.6 to include a 
reference to CC-6000 of the ASME BPV Code and make a specific reference 
to FSAR Sections 3.8.1.7.1.  

 
14.02-36 

SRP 14.2.I.3 states that a COL application referencing a DC must address COL 
action items.  The U.S. EPR lists the COL information items in Table 1.8-2,  
"U.S. EPR Combined License Information Items," of the FSAR.  Table 1.8-2 lists 
seven COL information items; however, Chapter 14.2 assigns the COL applicant 
responsibility for three additional information items.  Specifically, Section 14.2.4, 
"Conduct of Test Program," Section 14.2.9, "Trial Use of Plant Operating and 
Emergency Procedures," and Table 14.2-1, "List of Initial Tests for the U.S. 
EPR," Test #43, "Raw Water Supply System."  Accordingly, the NRC staff 
requests that AREVA revise Table 1.8-2 to address all information items 
assigned to the COL in Section 14.2 or justify their omission. 

 
14.02-37 

RG 1.68 Appendix A.1.f.(2) states that cooling towers and associated auxiliaries 
should be tested during the preoperational test phase.  Section 14.2.12.21.6, 
"Cooling Tower Acceptance (Test #223)," is listed in the greater than or equal to 
98 percent power ascension plateau of the power ascension phase of the initial 
test program.  In addition, a prerequisite of the test is that plant output be at 
approximately full-power.  The NRC staff requests that AREVA justify testing of 
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the cooling towers during the power ascension test phase rather than during the 
preoperational testing phase as suggested in the RG.    

 
14.02-38 

Please verify that test abstract #225, "Potable and Sanitary Water System," 
actually belongs between test abstract #045 and #46 in the preoperational phase 
of Section 14.2.12 in the U.S. EPR FSAR.   
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