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PMVogtleCOLPEm Resource

From: Christian Araguas
Sent: Friday, October 17, 2008 4:21 PM
To: wasparkm@southernco.com; AGAUGHTM@SOUTHERNCO.COM
Cc: PMVogtleCOLPEm Resource
Subject: Draft RAI 1453 Related SRP Section 2.5.4 for Vogtle Units 3 and 4
Attachments: RAI 1453 draft.pdf

To All, 
 
Attached is Draft RAI 1453 related to SRP Sections 2.5.4 for Vogtle Units 3 and 4.  Please contact me if you 
desire a phone conference regarding these RAIs.  If no response is heard by close of business October 22, 
2008, the final RAI will be issued. 
 
 
Christian Araguas 
Lead Project Manager 
AP1000 Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 
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Request for Additional Information No. 1453 Revision 0  

Vogtle
Southern Nuclear Operating Co. 
Docket No. 52-0025 and 52-0026 

SRP Section: 02.05.04 - Stability of Subsurface Materials and Foundations 
Application Section: 2.5.4 

QUESTIONS for Geosciences and Geotechnical Engineering Branch 2 (RGS2) 

02.05.04-***
COL Action Item 2.5-11 requires an applicant referencing the AP1000 DCD to describe 
the methodology used  to determine the static and dynamic lateral earth pressures and 
the hydrostatic pressures acting on the safety-related structures.  The applicant referred 
to ESP SSAR Section 2.5.4 for the information to resolve this action item.  However, in 
the SSAR, the applicant did not address either the lateral earth pressure or the 
hydrostatic pressures at the site.  Please explain why the lateral earth pressures and 
hydrostatic pressures were not addressed.  Also, please provide an explanation of the 
methodologies used to determine the pressures as required by the DCD. 

02.05.04-***
COL Action Item 2.5-13 requires the applicant referencing the AP1000 DCD to provide a 
description of the subsurface instrumentation to be used to monitor the settlement and 
performance of foundations of the nuclear island, as well as to provide the locations of 
benchmarks and other markers to be used to monitor settlement.  The applicant referred 
to ESP SSSAR Section 2.5.4 for the information to address this action item.  The 
applicant presented information on the instrumentation that would be used to monitor the 
settlement.  However, the applicant did not provide sufficiently detailed explanations of 
the locations of benchmarks and other markers that would be used to monitor 
settlement.  Please provide an explanation of why the locations of benchmarks and other 
markers were not included as part of the description of the monitoring program. 
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