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CCNPP3COLA PEmails

From: John Rycyna
Sent: Wednesday, September 17, 2008 4:33 PM
To: Wrobel, George
Cc: CCNPP3COL Resource; Joseph Colaccino; Michael Miernicki; Getachew Tesfaye; Samantha 

Crane; Juan Peralta
Subject: Draft RAI No 14 CQVP 1099.doc
Attachments: Draft RAI No 14 CQVP 1099.doc

George, 
 
Attached is DRAFT RAI No. 14.  You have ten working days to review it and to decide whether you need a 
conference call to discuss it.  After the call or after ten days the RAI will be finalized and sent to you.  You then 
have 30 days to respond.  
 
 
John Rycyna, PE 
Project Manager 
Division of New Reactor Licensing 
Office of New Reactors 
U.S. Nuclear Regulatory Commission 
301-415-4122 
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Request for Additional Information No. 14 Revision 0 
DRAFT 

9/17/2008 
 

Calvert Cliffs Unit 3 
UniStar 

Docket No. 52-016 
SRP Section: 14.02 - Initial Plant Test Program - Design Certification and New License Applicants 

Application Section: 14.2 
 
QUESTIONS 
 
14.02-1 

U.S. EPR COL Item 14.2.12.7.11 states that a COL applicant that references the U.S. 
EPR design certification will provide site-specific information for testing of the circulating 
water supply system.  This test is listed as a Phase I preoperational test.  U.S. EPR COL 
Item 14.2.21.6 states that a COL applicant that references the U.S. EPR design 
certification will provide site-specific information for testing of the cooling tower.  That 
test is listed as a Phase IV power ascension test.  Section 14.2.14.7 of the Calvert Cliffs 
Unit 3 COL combines these tests into the Circulating Water Supply System Test.  Please 
specify the timing (preoperational vs. power ascension) of testing conducted under 
Section 14.2.14.7, explain how the objectives of the two tests in the EPR design 
certification are being met, verify that both COL Item 14.2.12.7.11 and COL Item 
14.2.21.6 are being satisfied through this test abstract, and update your COL application 
accordingly. 

 
 
14.02-2 

Table 14.2-1 of the U.S. EPR Design Certification application identifies testing of the 
Raw Water Supply System as a COL test.  Please identify the test abstract that 
addresses testing of the Raw Water Supply System or confirm that it will be tested, and 
describe how it will be tested as part of the Desalinization Plant testing in Section 
14.2.14.1 of the CCNPP3 COL. 
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