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From: Adams II, Samuel L. [adamssl@westinghouse.com]
Sent: Wednesday, October 22, 2008 12:29 PM
To: Perry Buckberg
Cc: Rhonda Carmon
Subject: FW: RAI-SRP 9.1.5-SBPB-12
Attachments: RAI SRP 9.1.5 SBPB 12.doc

Hi Perry, 
 
I acknowledge receipt of the attached RAI on SRP9.1.5. 
 
I will let you know as soon as possible if a clarification call is necessary. 
 
Thanks. 
 
Sam 
 

From: Perry Buckberg [mailto:Perry.Buckberg@nrc.gov]  
Sent: Tuesday, October 21, 2008 7:51 AM 
To: Adams II, Samuel L. 
Cc: Rhonda Carmon; Eileen McKenna; David Jaffe 
Subject: RAI-SRP 9.1.5-SBPB-12 
 
Sam, 
 
Attached is AP1000 DCD RAI-SRP 9.1.5-SBPB-12.  Please acknowledge receipt of the attached and let me 
know ASAP if a phone conference will be needed.  
 
Thanks, 

Perry Buckberg 
Senior Project Manager 
Nuclear Regulatory Commission 
Office of New Reactors 
phone: (301)415-1383 
fax:      (301)415-6350  
perry.buckberg@nrc.gov 
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RAI-SRP 9.1.5-SBPB-12 
 
In Revision 16 to the DCD, Sections 9.1.5.2.1.1 and 9.1.5.2.2.1, the applicant has 
proposed the addition of remote control operation for the Polar Crane and the Cask 
Handling Crane.  TR-106 Revision 1, states that allowing the cask handling crane to be 
operated by radio remote control instead of only the operator’s cab will allow for an 
unobstructed view of the load at all times.  Special consideration was given to loads 
being lifted and lowered out of and into the truck/rail bay.  The cask handling crane 
radio remote will meet ASME NOG-1 paragraph 6110 guidelines.  TR-106 Revision 1 
also states that wording for the polar crane operation is changed from "pendant 
controls" to "remote control" as a secondary means of control. This would ensure 
consistency in design and operations of the two single-failure proof cranes (polar and 
cask handling).  The staff previously reviewed TR-106 Revision 1 specifically for the 
addition of the radio remote control for the cask handling crane and remote control for 
the polar crane, and found the additions acceptable and in compliance with GDCs 4, 5, 
13, and 24. 
 
However, the applicant needs to specify the licensing basis for the remote control 
features of the polar crane and the cask handling crane in the DCD and establish 
ITAAC to verify that the plant meets the licensing basis.  Specific to the DCD, the 
applicant needs to state:  a) the remote control features of the polar crane and cask 
handling crane will not interfere with any systems, structures and components (SSC) 
important to safety in accordance with GDC-4;  b) the remote control systems will not be 
shared with multiple unit sites or interfere with other units at the site in accordance with 
GDC-5;  c) remote control systems will maintain variables and systems within 
prescribed operating ranges in accordance with GDC 13;  d) remote control systems will 
be separate from protection systems such that failure of the control system leaves the 
protection systems intact satisfying all reliability, redundancy, and independence 
requirements in accordance with GDC 24.   
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