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NOTES

1. SEE BECH-MI57<1> FOR NOTES.
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2\l 9/9/08 INITIAL RELEASE IKB Jvs | T |cLe
NO. | DATE REVISION |QRFTR. CHK'D | ENGR. | LEAD
BECHTEL
SAN FRANCISCO
DAEL,

DUANE ARNOLD ENERGY CENTER
P & ID DRYWELL
COOLING WATER SYSTEM

DRAWING NO. REV.
£
(BE BECH-M157<2>-LR 7

1 BASE P&ID REV 8

LR NOTES:

ALL EXPOSED DRAIN PIPING AND
FUNNELS ARE IN SCOPE FOR
LICENSE RENEWAL.

LR LEGEND:

COMPONENTS IN SCOPE PER 10CFRS4.4(a)(1)
AND/OR (2)(3) AND SUBJECT TO AMR PER 54.21

COMPONENTS NOT SUBJECT TO AMR

COMPONENTS IN SCOPE PER 10CFR54.4(a)(2)
AND SUBJECT TO AMR PER 54.21

SYSTEM BOUNDARY INTERFACE
60.00 PRIMARY CONTAINMENT HVAC



