
UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

REGION III 
2443 WARRENVILLE ROAD, SUITE 210 

LISLE, IL 60532-4352 
 
 

November 3, 2008 
 
 
 
Mr. Mark Bezilla 
Site Vice President 
FirstEnergy Nuclear Operating Company 
Perry Nuclear Power Plant 
P. O. Box 97, 10 Center Road, A-PY-290 
Perry, OH  44081-0097 
 
SUBJECT: ERRATA TO PERRY NUCLEAR POWER PLANT NRC INTEGRATED 
 REPORT 05000440/2008004 

Dear Mr. Bezilla: 

On October 27, 2008, the U. S. Nuclear Regulatory Commission (NRC) issued the Integrated 
Inspection Report 05000440/2008004 (ML# 083010454) for Perry Nuclear Plant.  The report 
was issued with the incorrect Performance Indicator Verification.  The correct Performance 
Indicator Verified is Unplanned Transients.   

Attached is a corrected page 24 of the Inspection Report.  Please insert the enclosed page 24 
to replace the current page 24 in Inspection Report 05000440/2008004.  Please remove the 
original page 24 and discard.   

We apologize for any inconvenience to you and your staff.   
 

      Sincerely, 
 
      /RA/ 
 
 

Jamnes Cameron, Chief 
      Reactor Projects Branch 6 
Docket Nos. 50-440 
License Nos. NPF-58 
 
DISTRIBUTION: 
See next page 



 

Letter to M. Bezilla from J. Cameron dated November 3, 2008 
 
SUBJECT: ERRATA TO PERRY NUCLEAR POWER PLANT NRC INTEGRATED 
 REPORT 05000440/2008005 

cc w/encl: J. Hagan, President and Chief Nuclear Officer - FENOC 
  J. Lash, Senior Vice President of Operations and 
    Chief Operating Officer - FENOC 
  D. Pace, Senior Vice President, Fleet Engineering - FENOC 
  J. Rinckel, Vice President, Fleet Oversight - FENOC 
  P. Harden, Vice President, Nuclear Support 
  Director, Fleet Regulatory Affairs - FENOC 
  Manager, Fleet Licensing - FENOC 
  Manager, Site Regulatory Compliance - FENOC 
  D. Jenkins, Attorney, FirstEnergy Corp. 
  Public Utilities Commission of Ohio 
  C. O’Claire, State Liaison Officer, Ohio Emergency Management Agency 
  R. Owen, Ohio Department of Health 
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ERRATA TO NRC INTEGRATED INSPECTION REPORT IR 05000440/2008004 
 

b. Findings 

No findings of significance were identified.   

.6 Radiation Protection Technician Proficiency 

a. Inspection Scope 

The inspectors reviewed radiological problem reports for which the cause of the event 
was radiation protection technician error to determine if there was an observable pattern 
traceable to a similar cause and to determine if this perspective matched the corrective 
action approach taken by the licensee to resolve the reported problems.   

This inspection constitutes one sample as defined in IP 71121.01-5.   

b.  Findings 

No findings of significance were identified.   

4. OTHER ACTIVITIES 

4OA1 Performance Indicator Verification (71151) 

.3 Unplanned Transients per 7000 Critical Hours 

a. Inspection Scope 

The inspectors sampled licensee submittals for the Unplanned Transients per 7000 
Critical Hours PI for the period from 3rd quarter 2007 through the 2nd quarter 2008.  To 
determine the accuracy of the PI data reported during those periods, PI definitions and 
guidance contained in the NEI 99-02, “Regulatory Assessment PI Guideline,” Revision 5, 
was used.  The inspectors reviewed the licensee’s operator narrative logs, issue reports, 
event reports and NRC inspection reports for the period of 3rd quarter 2007 through the 
2nd quarter 2008 to validate the accuracy of the submittals.  The inspectors also 
reviewed the licensee’s issue report database to determine if any problems had been 
identified with the PI data collected or transmitted for this indicator. Documents reviewed 
are listed in the Attachment to this report.   

This inspection constituted one sample for unplanned transients per 7000 critical hours 
as defined in IP 71151-05.   

b. Findings 

No findings of significance were identified.  
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  .4 Safety System Functional Failures 

a. Inspection Scope 

The inspectors sampled licensee submittals for the Safety System Functional Failures PI 
for the period from the 3rd quarter 2007 through the 2nd quarter 2008.  To determine the 
accuracy of the PI data reported during those periods, PI definitions.   
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