November 17, 2008

LICENSEE: AmerGen Energy Company, LLC
FACILITY: Three Mile Island Nuclear Station, Unit 1

SUBJECT: SUMMARY OF CONFERENCE CALL WITH AMERGEN ENERGY COMPANY,
LLC, TO DISCUSS RESPONSES TO REQUEST FOR ADDITIONAL
INFORMATION FOR SECTIONS 2.3.3 AND 2.3.4 OF THE THREE MILE
ISLAND NUCLEAR STATION, UNIT 1, LICENSE RENEWAL APPLICATION
(TAC NO. MD7701)

On October 23, 2008, the U.S. Nuclear Regulatory Commission (NRC or the staff) conducted a
conference call (teleconference) with representatives from AmerGen Energy Company, LLC
(AmerGen), to discuss AmerGen’s response to the request for additional information (RAI)
regarding Sections 2.3.3 and 2.3.4 of the Three Mile Island Nuclear Station, Unit 1 (TMI-1),
license renewal application (LRA). The enclosure lists the participants in the conference call.

By letter dated August 20, 2008, the staff requested additional information from the applicant in
regards to the TMI-1 LRA (ADAMS Accession No. ML082180499). By letter dated September
16, 2008, the applicant submitted their reply to the RAI (ADAMS Accession No. ML082630030).

After the introductions, representatives of AmerGen and NRC discussed the purpose of the
phone call which was to clarify several of the responses in the applicants reply to the RAI as
follows:

RAI-2.3.3.14-1

During the staffs review of the applicants response to RAI 2.3.3.14-1 the staff questioned the
applicant depicting “lubricating oil” under “Materials” for section 3.3.2.1.14 Instrument and
Control Air System where they indicated the “Environments List” should have shown “lubricating
oil” (see page 22 of 44 of ML082630030).

The applicant agreed that “lubricating oil” should have been listed under “Environments List”
and not “Materials.”

RAI-2.3.3.17-1

During the staffs review of the applicants response to RAI 2.3.3.17-1, the staff questioned why
the actual revision to Table 3.3.1, Item number 3.3.1-58 to include the Liquid and Gas Sampling
System in the Discussion list of applicable systems for the External Surfaces Monitoring
Program was not included in the RAI response. The applicant included a description of the
revision (see page 25 of 44 of ML082630030).
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The applicant indicated that for table revisions that only include one item or a minor change that
they have not been showing the table revisions in the RAI response, rather providing a
description of the revision instead.

RAI 2.3.3.17-3

During the staffs review of the applicants response to RAI 2.3.3.17-3, the staff questioned why
the response appears to invoke the “mitigative” option which is contrary to the information
provided in the LRA on pages 2.1-20 and 2.1-21 that states this option is not used. (see page
29 of 44 of ML082630030).

The applicant provided feedback on this concern. The enclosure is not credited as a part of the
current licensing basis for mitigative equipment to safety-related equipment. They further stated
that piping inside the enclosure does not have a potential for spatial interaction with safety-
related equipment because the enclosure protects the safety-related equipment from spray
originating from the nonsafety-related components. The applicant compared the enclosure to a
wall, where an (a)(2) pipe penetrated to another room, but the wall would not be included in
scope for (a)(2).

The staff indicated that they would review the additional information discussed during the
teleconference and provide additional feedback to the applicant.

RAI 2.3.3.19-1

During the staffs review of the applicants response to RAI 2.3.3.19-1, the staff questioned the
dimensions of the bar grids since in paragraph 2 of the response it is stated that the bar grids
are “2-foot by 2-foot,” but in paragraph 5 of the response it is states “bar grids, with a 2-foot
horizontal spacing and a 3.5-foot vertical spacing” (see page 30 of 44 of ML082630030).

The applicant indicated that 2-foot horizontal spacing and 3.5 foot vertical spacing are the
correct values.

The staff also questioned whether or not a word was missing from the next to last sentence in
the first paragraph on page 31 of 44 of ML082630030. Specifically the staff questioned the
wording of “included the OCCW System,” and whether or not a word was missing between the
word “included” and the word “the.”

The applicant indicated that the word “in” was missing between the words “included” and “the”
and that the sentence should read: “included in the OCCW System.”

The staff also questioned whether or not the environment of “raw water internal” was correct for
the strainer element bar grids and bar racks in revised Table 3.3.2.19 (see page 33 of 41 of
ML082630030).

The applicant indicated that “internal” is incorrect and that the correct environment is “raw water
external.”
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The staff also questioned whether or not the discussion section would be revised for Item 3.3.1-
79 in Table 3.3.1 based on the response to the RAI (see page 33 of 44 of ML082630030).

The applicant indicated that the discussion section for Item 3.3.1-79 in Table 3.3.1 would be
revised to reflect the structures monitoring program.

RAI 2.3.3.14-2 & RAI 2.3.3.17-2

During the staffs review of the applicants responses to RAIs 2.3.3.14-2 and RAI 2.3.3.17-2, the
staff questioned whether or not the applicable drawings were going to be corrected based on
the responses to the RAIs (see page 23 of 44 and 27 of 44 of ML082630030).

The applicant indicated that drawing changes would be made but that they would not be
submitted as part of the responses to RAls. The applicants position is that a description of
needed drawing changes is sufficient for an RAI response.

The staff generally agreed with the applicant, but indicated that additional RAIs would be
forthcoming to account for several other drawing issues.

The applicant further commented that for license renewal drawings, the color green indicates
systems, structures, and components in scope for 10 CFR 54.4 (a)(2) “functional.”

\RA\

Jay Robinson, Sr. Project Manager

Projects Branch 1

Division of License Renewal

Office of Nuclear Reactor Regulation
Docket No. 50-289
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As stated
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Conference Call between the U.S. Nuclear Regulatory Commission
and AmerGen Energy Company, LLC
To Discuss the Response to Request for Additional Information for
Sections 2.3.3 and 2.3.4 of the Three Mile Island Nuclear Station, Unit 1
License Renewal Application

List of Participants
October 23, 2008

PARTICIPANTS AFFILIATION

Jay Robinson U.S. Nuclear Regulatory Commission (NRC)
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Chris Wilson AmerGen Energy Company, LLC (AmerGen)
Al Fulvio AmerGen

Fred Polaski AmerGen

Mark Miller AmerGen

Jack Cockroft AmerGen

Dan Christiana AmerGen

Bill Ford AmerGen
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