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PMBelCOL PEmails

From: Manny Comar
Sent: Tuesday, October 21, 2008 11:08 AM
To: pmray@tva.gov
Cc: Milton Concepcion; David Jaffe
Subject: Teleconference with R-COL and S-COL applicants to discuss issue related to Chapter 14.2

Phil: 
          As discussed on the telephone, I would like to have the  teleconference with all the AP1000 Applicants to 
discuss this issue on Chapter 14.         Please let me know when can you arrange it.  
 
The technical reviewer is available today (10-22-08) till 2:00PM and tomorrow from 9:30 AM to 1:00 PM and all 
day on Thursday. These times are all EDT. 
 
I assume that you will arrange for the bridge line.   
 
If you have any questions, please feel free to call me.  
 
Issue :  
 
Section 14.4 of the AP1000 DCD, COL Information Item 14.4-3 states: The COL applicant is responsible for 
Startup Administrative Manual (SAM)  which contains the administration procedures and requirements that 
govern the activities associated with the plant initial test program, as identified in subsection 14.2.3. 
 
COL INFORMATION ITEM 14.4.3 ADDRESSED IN WESTINGHOUSE TECHNICAL REPORTS (TRs) 71-B.  
 
 
The NRC staff reviewed Westinghouse’s TR-71B and concluded that the information is not consistent with the 
guidance provided in: Regulatory Guide (RG) 1.68, Revision 3, “Initial Test Programs for Water-Cooled 
Nuclear Power Plants”, Section 14.2, Revision 3, ”Initial Plant Test Program - Design Certification and New 
License Applicants” of NUREG-0800. 
 
 
STAFF POSITION 
 

• The staff issued a memo on September 18, 2008 to Westinghouse formally rejecting TR-71B.  
• The staff NEEDS TO inform COLAs that we're re-issuing our original RAIs and wait for their response. 

 
REGULATORY BASIS 
 

• 10 CFR 52.79(a)(28), Plans for preoperational testing and initial operations. 
 

• Criterion XI of Appendix B to 10 CFR Part 50, Test Control. 
o A test program shall be established to assure that all testing required to demonstrate that SSCs 

will perform satisfactorily in service is identified and performed in accordance with written 
procedures. 

 
• SRP 14.2, Initial Plant Test Program - Design Certification and New License Applicants. 

o Provides general criteria that applicants should address in safety analysis reports. 
 

• RG 1.68, Revision 3, Initial Test Programs For Water-Cooled Nuclear Power Plants. 
o An initial test program should be designed to demonstrate the performance of SSCs and design 

features used during normal facility operations, as well as the performance of standby systems 
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and features that must function to maintain the plant in a safe condition in the event of 
malfunctions or accidents.  To provide for the development and safe execution of the initial test 
program, the applicant should formulate advance plans for the entire testing program before the 
NRC staff completes its review of the construction permit or COL application. 

 
 
 
 
Manny Comar 
Senior Project Manager 
NRO/DNRL/NWE1 
Nuclear Regulatory Commission 
301‐415‐3863 
mailto:manny.comar@nrc.gov 
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