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From: John Lai
Sent: Wednesday, October 29, 2008 8:57 AM
To: STPCOL
Subject: Summary of Staff Q&A on Public Meeting with STP 3&4 COLA on the Subject of PRA 

Reconstitution
Attachments: STPPRA-answers-splb.doc

 
 
From: John Lai  
Sent: Thursday, October 16, 2008 8:35 AM 
To: Rocky Foster; Stacy Joseph 
Cc: Belkys Sosa; Hossein Hamzehee 
Subject: Summary of Staff Q&A on Public Meeting with STP 3&4 COLA on the Subject of PRA Reconstitution 
 
Hello, 
 
Please see attached summary of Staff's questions and STP's answers. Please call me if you have any 
questions. 
 
John Lai 
Reliability and Risk Analyst 
NRC/NRO/DSRA/SPLB 
Voice: 301‐415‐5197 
FAX   : 301‐415‐3313 
john.lai@nrc.gov 
MS O7‐C2A 
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Meeting with STPNOC - October 15, 2008 

STP COL Application - PRA study 
 
 
General Questions: 
 
• Is there any proprietary GE ABWR design information that is needed for the 

development of the STP PRA?  If so, How does STPNOC access such 
information? 

 
No proprietary information was used for the PRA model development.   

 
• How do the STP PRA results/insights compare with the GE Design 

Certification PRA?  Are the site-specific/plant-specific features appropriately 
reflected in the STP PRA results and risk insights? 

 
The results/insights of STP PRA model were compared closely with those 
of ABWR DCD. The results are presented in the STP presentation slide 
#13.  Some of the plant specific features are incorporated in the COLA and 
others will be incorporated in a later date. 

 
• Is the STP PRA a full-scope level-1 and Level-2 PRA? ABWR DCD does not 

have a shutdown PRA. Does the STP PRA include a shutdown PRA?  If not, 
when will a shutdown PRA be performed? 

  
  The reconstituted level 1 model is submitted in COLA, and the Level-2 model                
is incorporated by reference to the DCD.  STP will gradually incorporate other
 model enhancements in the STP PRA model prior to the initial fuel load 
 consistent with the requirements of 50.71(h)(2). 
  
 No PRA shutdown model is used in COLA. PRA shutdown evaluation will be  
 performed according to DCD section 19Q. 
 
• Does the STP PRA study include a peer review, and, if not, when will a peer 

review be performed? 
  
 No, it does not include a peer review.  The future PRA model enhancements 
will be peer reviewed prior to the initial fuel load. 
 
 
 
 



 
• What is the STP severe accident mitigation strategy? Does it include a 

system similar to BiMAC, or existing core debris retention methodology in 
ABWR DCD is utilized? 

 
The STP severe accident mitigation strategy will follow the description in 
the ABWR DCD.  No debris coolability device is planned. 
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