
 

 

December 17, 2008 
 
 
LICENSEE: FirstEnergy Nuclear Operating Company 
 
FACILITY: Beaver Valley Power Station, Units 1 and 2 
 
SUBJECT: SUMMARY OF TELEPHONE CONFERENCE CALL HELD ON OCTOBER 22, 

2008, BETWEEN THE U.S. NUCLEAR REGULATORY COMMISSION AND 
FIRSTENERGY NUCLEAR OPERATING COMPANY, CONCERNING 
REQUESTS FOR ADDITIONAL INFORMATION PERTAINING TO THE 
BEAVER VALLEY POWER STATION, UNITS 1 AND 2, LICENSE RENEWAL 
APPLICATION 

 
 
The U.S. Nuclear Regulatory Commission (NRC or the staff) and representatives of FirstEnergy 
Nuclear Operating Company held a telephone conference call on October 22, 2008, to discuss 
and clarify the staff’s requests for additional information (RAIs) concerning the Beaver Valley 
Power Station, Units 1 and 2, license renewal application.  The telephone conference call was 
useful in clarifying the intent of the staff’s RAIs. 
 
Enclosure 1 provides a listing of the participants and Enclosure 2 contains a listing of the RAIs 
discussed with the applicant, including a brief description on the status of the items. 
 
The applicant had an opportunity to comment on this summary. 
 
      \RA\ 
 

Kent L. Howard, Sr., Project Manager 
     Projects Branch 2 

Division of License Renewal 
     Office of Nuclear Reactor Regulation 
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 TELEPHONE CONFERENCE CALL 

BEAVER VALLEY POWER STATION, UNITS 1 AND 2 
LICENSE RENEWAL APPLICATION 

 
LIST OF PARTICIPANTS 

OCTOBER 22, 2008 
 

 
 

PARTICIPANTS AFFILIATIONS

Kent Howard U.S. Nuclear Regulatory Commission (NRC) 

Farhad Farzam NRC

Hansraj Ashar NRC

Clifford Custer FirstEnergy Nuclear Operating Company (FENOC)

John Thomas FENOC

Jim Hester FENOC

Levi Stahl FENOC

Joe Twidell FENOC 

Glenn Ritz FENOC
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REQUESTS FOR ADDITIONAL INFORMATION 

BEAVER VALLEY POWER STATION, UNITS 1 AND 2 
LICENSE RENEWAL APPLICATION 

 
October 22, 2008 

 
The U.S. Nuclear Regulatory Commission (NRC or the staff) and representatives of FirstEnergy 
Nuclear Operating Company held a telephone conference call on October 22, 2008, to discuss and 
clarify the following requests for additional information (RAIs) concerning the Beaver Valley Power 
Station, Units 1 and 2, license renewal application (LRA). 
 
RAI 2.4.22-5 (Item 14) 
 
From Table 2.4-22, “Reactor Containment Building Components Subject to Aging Management 
Review,” of the LRA, it is not clear if the following components of the containment structure have 
been screened-in and subject to an aging management review (AMR).  Please confirm and 
explicitly clarify their inclusion in Table 2.4-22, and ensure that the appropriate AMR results are 
identified or justify their exclusion. 
 
14. Emergency seepage removal system, including concrete shafts extending from grade to the 
instrument pits located in the top of the containment foundation mat. 
 
 
Discussion:  In its response to the RAI, dated July 24, 2008, the applicant states that the 
instrumentation (level alarms) in the emergency water relief pits is considered an active 
component; thus, they are excluded from the scope of license renewal and not subject to aging 
management.  The staff does not agree with this position since the applicant does not have an 
existing monitoring program to ensure functionality and detect the effects of aging of the level 
alarms.  The applicant stated that the level instrumentation is in scope, whether its screened out 
as subject to an AMR or not.  The applicant also stated that they do have a periodic calibration 
procedure that verifies the level instrumentation is functional.  The staff indicated that they were 
looking for wording to that effect.  The applicant stated that they didn’t think they needed to 
include that since 10 CFR 54.21 (a)(1)(i) specifically excludes level detectors.  The applicant also 
stated that the Statements of Consideration discusses the fact that the failure of active 
components is readily apparent.  The staff stated that they used Federal Register, Volume 60 
(Statements of Consideration), #88, Excluding Structures and Components with Active 
Functions, 1995, page 22471, top of the page for guidance.  The applicant indicated that they 
would review the Statements of Consideration cited by the staff and notify the Project Manager. 
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2008, BETWEEN THE U.S. NUCLEAR REGULATORY COMMISSION AND 
FIRSTENERGY NUCLEAR OPERATING COMPANY, CONCERNING 
REQUESTS FOR ADDITIONAL INFORMATION PERTAINING TO THE BEAVER 
VALLEY POWER STATION, UNITS 1 AND 2, LICENSE RENEWAL 
APPLICATION 
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Beaver Valley Power Station, Units 1 and 2  
 
cc: 

 

 
Joseph J. Hagan 
President and Chief Nuclear Officer 
FirstEnergy Nuclear Operating Company 
Mail Stop A-GO-19 
76 South Main Street 
Akron, OH  44308 
 
James H. Lash 
Senior Vice President of Operations 
  and Chief Operating Officer 
FirstEnergy Nuclear Operating Company 
Mail Stop A-GO-14 
76 South Main Street 
Akron, OH  44308 
 
Danny L. Pace 
Senior Vice President, Fleet Engineering 
FirstEnergy Nuclear Operating Company 
Mail Stop A-GO-14 
76 South Main Street 
Akron, OH  44308 
 
Jeannie M. Rinckel 
Vice President, Fleet Oversight 
FirstEnergy Nuclear Operating Company 
Mail Stop A-GO-14 
76 South Main Street 
Akron, OH  44308 
 
Paul A. Harden 
Vice President, Nuclear Support 
FirstEnergy Nuclear Operating Company 
Mail Stop A-GO-14 
76 South Main Street 
Akron, OH  44308   
 
David W. Jenkins, Attorney 
FirstEnergy Corporation 
Mail Stop A-GO-15 
76 South Main Street 
Akron, OH  44308 
 
 
 
 
 

 
Manager, Fleet Licensing 
FirstEnergy Nuclear Operating Company 
Mail Stop A-GO-2 
76 South Main Street 
Akron, OH  44308  
 
Director, Fleet Regulatory Affairs 
FirstEnergy Nuclear Operating Company 
Mail Stop A-GO-2 
76 South Main Street 
Akron, OH  44308 
 
Manager, Site Regulatory Compliance 
FirstEnergy Nuclear Operating Company 
Beaver Valley Power Station 
Mail Stop A-BV-A 
P.O. Box 4, Route 168 
Shippingport, PA  15077 
 
Regional Administrator, Region I 
U.S. Nuclear Regulatory Commission 
475 Allendale Road 
King of Prussia, PA  19406 
 
Resident Inspector 
U.S. Nuclear Regulatory Commission 
P.O. Box 298 
Shippingport, PA  15077 
 
Cliff Custer 
FirstEnergy Nuclear Operating Company 
Beaver Valley Power Station 
P.O. Box 4, Route 168 
Shippingport, PA  15077 
 
Steve Dort 
FirstEnergy Nuclear Operating Company 
Beaver Valley Power Station 
P.O. Box 4, Route 168 
Shippingport, PA  15077 
 
Mike Banko 
FirstEnergy Nuclear Operating Company 
Beaver Valley Power Station 
P.O. Box 4, Route 168 
Shippingport, PA  15077 
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