
 

  ENCLOSURE 

REQUEST FOR ADDITIONAL INFORMATION 
LICENSE RENEWAL APPLICATION 

PRAIRIE ISLAND NUCLEAR GENERATING PLANT, UNITS 1 AND 2  
DOCKET NOS.:  50-282 AND 50-306  

 
 
For Prairie Island Nuclear Generating Plant, Units 1 and 2 (PINGP), the staff reviewed the  
license renewal application (LRA); Updated Final Safety Analysis Report (UFSAR), Section 
10.3.1, “Plant Fire Protection Program;” and the following fire protection current licensing basis 
(CLB) documents listed in the PINGP Units 1 and 2 Operating License Condition 2.C.4: 
 

Safety Evaluation Reports dated February 14, 1978, September 6, 1979, April 21, 
1980,December 29, 1980, July 28, 1981, October 27, 1989, and October 6, 1995. 

 
The staff has identified that fire protection systems and components discussed in the following 
sections have been excluded from the scope of license renewal and an aging management 
review (AMR).  These systems and components were not included in the license renewal 
boundaries and appear to have fire protection intended functions required for compliance with 
Title 10 of the Code of Federal Regulations (CFR) 50.48, “Fire protection,” as stated in  
10 CFR 54.4.  Therefore, in order to complete our review, the staff requires responses to the 
following requests for additional information (RAIs):  
 
RAI 2.3.3.9-1 
 
Section 4.3.1.5 of the Safety Evaluation Report for PINGP Units 1 and 2, dated September 6, 
1979, discusses various types of wet pipe, deluge, and pre-action dry pipe sprinkler systems 
provided in the plant areas for fire suppression activities. The sprinkler systems in various areas 
are: 
 
Fire Sprinkler System Area 
 
Wet Pipe Automatic Sprinkler 
Systems 
 

 
• Turbine Building – Turbine Lube Oil and Control 

Oil Piping Areas 
• Air Compressor and Auxiliary Feedwater Pump 

Rooms 
• Exit Stairwells 
• Records Storage Area 
• Decontamination Area 
• Water Treatment Area 
• Warehouse 
• Hot Lab Area 

 
Deluge Systems 
 

• Main Auxiliary and Startup Transformers 
• Turbine Generators Bearings 
• Turbine Seal Oil Unit 
• Turbine Lube Oil Reservoir 
• Oil Storage Room 
• Charcoal Filter – Auxiliary Building Special 

Exhaust Filter and the Shield Building Exhaust 
Filters 
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Pre-action Dry Pipe Sprinkler 
Systems 
 

• Containment Cable Penetration Areas  
 
• Screen House Pump Area (Both Levels) 

Including the Diesel Cooling Water Pumps and 
the Diesel Driven Fire Pump 

 
The staff requests that the applicant verify whether the above sprinkler systems 
installed in various areas of the plant are in the scope of license renewal in accordance with 
10 CFR 54.4(a) and subject to an AMR in accordance with 10 CFR 54.21(a)(1).  If they are 
excluded from the scope of license renewal and not subject to an AMR, the staff requests that 
the applicant provide justification for the exclusion. 
 
RAI 2.3.3.9-2 
 
LRA Tables 2.3.3-9 and 3.3.2-9 exclude several types of fire protection components that appear 
on the LRA drawings as within the scope of license renewal or discussed in PINGP CLB 
documents.  These components are listed below: 
 
• hose connections 
• interior fire hose stations 
• pipe supports 
• couplings 
• dikes for oil spill confinement 
• floor drains and curbs for fire-fighting water 
• backflow prevention devices 
• trash grids and traveling screens 
• flame retardant coating for cables 
• fire retardant intumescent coating for polyurethane foam insulation  
• turbine building smoke removal system components 
• air compressors for safe-shutdown operations 
 
For each, determine whether the component should be included in Tables 2.3.3-9 and 3.3.2-9 as 
component types subject to an AMR, and if not, justify the exclusion. 
 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 150
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 150
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages false
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


