
From: Peter Bamford 
Sent: Wednesday, October 29, 2008 8:15 AM 
To: 'Frank.Mascitelli@exeloncorp.com'; 'david.helker@exeloncorp.com' 
Subject: ACCEPTANCE OF REQUESTED LICENSING ACTION RE:  ROD CONTROL SYSTEM 

UPGRADE (TAC NO. MD9762) 
 
ADAMSAccessionNumber: ML083250588 
 
By letter dated September 29, 2008, AmerGen Energy Company, LLC submitted a license 
amendment for Three Mile Island Nuclear Station, Unit 1 (TMI-1).  The proposed amendment 
would revise the TMI-1 technical specifications in accordance with a design change that 
modifies the configuration of the reactor trip breakers and removes the axial power shaping 
rods.  These proposed changes are associated with a digital upgrade to the rod control system.  
The digital control system changes themselves are not submitted for NRC approval.  The 
purpose of this email is to provide the results of the U.S. Nuclear Regulatory Commission (NRC) 
staff=s acceptance review of this amendment request.  The acceptance review was performed to 
determine if there is sufficient technical information in scope and depth to allow the NRC staff to 
complete its detailed technical review.  The acceptance review is also intended to identify 
whether the application has any readily apparent information insufficiencies in its 
characterization of the regulatory requirements or the licensing basis of the plant.   
 
Consistent with Title 10 of the Code of Federal Regulations (10 CFR) Section 50.90, an 
amendment to the license (including the technical specifications) must fully describe the 
changes requested, and following as far as applicable, the form prescribed for original 
applications.  Section 50.34 of 10 CFR addresses the content of technical information required.  
This section stipulates that the submittal address the design and operating characteristics, 
unusual or novel design features, and principal safety considerations. 
 
The NRC staff has reviewed your application and concluded that it does provide technical 
information in sufficient detail to enable the staff to proceed with its detailed technical review 
and make an independent assessment regarding the acceptability of the proposed amendment 
in terms of regulatory requirements and the protection of public health and safety and the 
environment.  If additional information is needed for the staff to complete its technical review, 
you will be advised by separate correspondence. 
 
 
Peter Bamford 
NRR/DORL/LPL 1-2 
Limerick & TMI-1 Project Manager 
301-415-2833 
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