NRC FORM 591FF PART 1 U.S. NUCLEAR REGULATORY COMMISSION
(12-2007)
10 CFR 2.201

INSPECTION REPORT

1. LICENSEE OR CERTIFICATE HOLDER/LOCATION INSPECTED: 2. NRC/REGIONAL OFFICE:

AREVA NP, Inc. U.S. Nuclear Regulatory Commission

P. O. Box 11646 Region Il

Lynchburg, VA 24506-1646 61 Forsyth Street, Suite 23T85

REPORT NO: 2008- 006 Atlanta, GA 30303-8931

3. DOCKET NUMBER: 4. LICENSE OR CERTIFICATE NUMBER: 5. DATE(S) OF INSPECTION:
70-1201 SNM-1168 October 27- 31, 2008

LICENSEE OR CERTIFICATE HOLDER:

The inspection was an examination of the activities conducted under your license or certificate as they relate to safety and/or
safeguards and to compliance with the Nuclear Regulatory Commission (NRC) rules and regulations and the conditions of your license
or certificate. The inspection consisted of selective examinations of procedures and representative records, interviews with personnel,
and observations by the inspector. The inspection findings are as follows:

1. Based on the inspection findings, no violations were identified.
O 2. Previous violation(s) closed.

3. Reported events reviewed

O
4. The violation(s), specifically described to you by the inspector as non-cited violations, are not being

O cited because they were self-identified, non-repetitive, and corrective action was or is being taken, and the
remaining criteria in the NRC Enforcement Policy, to exercise discretion, were satisfied.
Non-Cited Violation(s) was/were discussed involving the following requirement(s) and Corrective Action(s):

5. During this inspection, certain of your activities, as described below and/or attached, were in violation of
O NRC requirements and are being cited. This form is a NOTICE OF VIOLATION, which may be subject to

posting in accordance with 10 CFR 19.11.
(Violations and Corrective Actions)

LICENSEE OR CERTIFICATE HOLDER STATEMENT OF CORRECTIVE ACTIONS FOR ITEM 5, ABOVE

| hereby state that, within 30 days, the actions described by me to the inspector will be taken to correct the violation(s) identified. This
statement of corrective actions is made in accordance with the requirements of 10 CFR 2.201 (corrective steps already taken, corrective
steps which will be taken, date when full compliance will be achieved). | understand that no further written response to the NRC will be
required, unless specifically requested.

Title Printed Name Signature Date
LICENSEE/CERTIFICATE
HOLDER REPRESENTATIVE
NRC INSPECTOR Jennifer Foster /RA/ A. Gooden for 11/21/08
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NRC FORM 591FF PART 3 U.S. NUCLEAR REGULATORY COMMISSION
(12-2007)
10 CFR 2.201

INSPECTION REPORT

1. LICENSEE OR CERTIFICATE HOLDER/LOCATION INSPECTED: 2. NRC/REGIONAL OFFICE:

AREVA NP, Inc. U.S. Nuclear Regulatory Commission

P. O. Box 11646 Region Il

Lynchburg, VA 24506-1646 61 Forsyth Street, Suite 23T85

REPORT NO: 2008- 006 Atlanta, GA 30303-8931

3. DOCKET NUMBER: 4. LICENSE OR CERTIFICATE HOLDER NUMBER: | 5. DATE(S) OF INSPECTION:
70-1201 SNM-1168 October 27-31, 2008

6. INSPECTOR(S): Jennifer Foster

7. INSPECTION PROCEDURES USED: 88045, 88035

EXECUTIVE SUMMARY

The AREVA Lynchburg Facility loads uranium dioxide (UO,) pellets into fuel rods and fabricates fuel rod
assemblies for use in nuclear power reactors. In addition, the licensee conducts refurbishment activities on
power reactor equipment potentially contaminated with by-product material. The licensee performed limited
operations in the Pellet Loading Room throughout the inspection period.

This routine, announced inspection included observations and evaluations of environmental protection
activities and the radioactive waste management program to determine whether activities authorized by the
license were conducted in accordance with NRC requirements. The inspection involved observations of work
activities, review of selected procedures and records, and interviews with plant personnel. The inspection
results were as outlined below:

Environmental Protection

e The inspector reviewed the semi-annual effluent reports for 2007 and the first half of 2008, and determined
that the gaseous effluent levels were less than Part 20 requirements and the semi-annual effluent reports
were submitted at the required frequency. The measurement results and calculations for gaseous effluents
were adequate.

e The flow and differential pressures of the ventilation systems were within specifications and a negative
pressure existed in all three bays in order to prevent the spread of contamination outside the buildings.

e The environmental sample results were conducted at the required frequency and were below the specified
action levels. The environmental samples were processed off-site at an independent laboratory.

e The counting system used to detect and measure the environmental air sample filters were recently
calibrated and a daily source check and background counts were completed. The inspector compared the
results from the environmental air samples against the set action levels and no problems identified. The
licensee did not make any changes to the analytical methods since the last inspection.

e Alicensee conducted health physics audit which reviewed air sampling and the ventilation systems
determined that the program was in compliance with the license requirements.
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EXECUTIVE SUMMARY (Continued)

Waste Management

e The inspector determined that the licensee ships radioactive waste to a waste processor and not directly to
land burial. The licensee sends the radioactive waste to a waste processor after they have received
confirmation of the receipt of the shipping manifest from the processor.

e The inspector reviewed the SAM 2, a detection system used to assess the quantity of ***U in radioactive
waste from the Pellet Loading Room (PLR). The system was current.

e The licensee assessed the radioactive waste from the Service Equipment Refurbishment Facility buildings
using a dose-to-activity conversion. The calculated activity of the radioactive waste was recorded on the
Waste Manifest form.

e The inspector discussed with the licensee contact the evaporation system used to treat liquid waste. The
air effluents were filtered though a HEPA filter before release to the environment. Sludge was not removed
from the system as radioactive waste. Contamination was filtered out and the filters disposed of as waste.

e The inspector observed the packaging of personal protective equipment as radioactive waste and noted
that the radiation technician followed procedures. After placing new packages of radioactive waste into the
storage facility, the radiation area boundary was re-surveyed and was properly labeled.

Exit Meeting Summary

The inspection scope and results were summarized on Friday, October 31, 2008, with members of the
licensee’s organization.

Key Points of Contact

S. Miller, Manager, Environmental, Health, Safety and Licensing

Operating Procedures Reviewed

SL-1311 Waste Control
SL-1270 Environmental Monitoring

List of Items Opened, Closed, Discussed

Item Number Status Description
DEV 2008-006-01 Open Noncompliance with RG 4.16 in Semi-Annual

Effluent Reports.

Section 9.1 of the license, Effluent Results Report,
states that “the report providing the effluent results
will be in accordance with Section 5 of Regulatory
Guide 4.16 dated December 1985.” The semi-
annual effluent reports submitted to the NRC
deviated from the guidance in three ways: (1) error
estimates were not present in the semi-annual
effluent report, (2) a summary of the facility’s
effluent releases were not present, and (3) a
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EXECUTIVE SUMMARY (Continued)

Item Number Status

Corrective Actions Opened by AREVA

Condition Report Number

2008-5869

2008-5876

Description

column in the semi-annual effluent report was
mislabeled as Derived Air Concentration (DAC) as
opposed to Air Effluent Concentration. The values
in the column were from the correct column in 10
CFR 20 Appendix B, but were improperly labeled.

Description

The Condition Report was opened in response to
DEV 2008-006-01 to address the items missing
from the semi-annual effluent report.

The Condition Report was opened in response to
the air flow rate data not being recorded as
indicated by the environmental air monitor gages.
The air flow rates were recorded as 80 CFM
although the gages read 90, 93, and 90 CFM.
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