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LICENSEE: PPL Susquehanna, LLC 
 
FACILITY: Susquehanna Steam Electric Station, Units 1 and 2 
 
SUBJECT: SUMMARY OF TELEPHONE CONFERENCE CALL HELD ON NOVEMBER 19, 

2008, BETWEEN THE U.S. NUCLEAR REGULATORY COMMISSION AND PPL 
SUSQUEHANNA, LLC., CONCERNING THE DRAFT REQUEST FOR 
ADDITIONAL INFORMATION PERTAINING TO THE SUSQUEHANNA STEAM 
ELECTRIC STATION, UNITS 1 AND 2, LICENSE RENEWAL APPLICATION 

 
 
The U.S. Nuclear Regulatory Commission (NRC or the staff) and representatives of PPL 
Susquehanna, LLC (PPL), held a telephone conference call on November 19, 2008, to discuss 
the draft requests for additional information (RAIs), concerning the Susquehanna Steam Electric 
Station, Units 1 and 2, license renewal application (LRA).   
 
The Enclosure provides a listing of the participants. 
 
The applicant had an opportunity to comment on this summary. 
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Projects Branch 1 
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REQUEST FOR ADDITIONAL INFORMATION 
SUSQUEHANNA STEAM ELECTRIC STATION, UNITS 1 AND 2 

LICENSE RENEWAL APPLICATION 
 

11/19/08 
 
The U.S. Nuclear Regulatory Commission (NRC or the staff) and representatives of PPL 
Susquehanna, LLC held a telephone conference call on 11/19/08, to discuss and clarify the 
following draft request for additional information (RAI) concerning the Susquehanna Steam 
Electric Station (SSES), Units 1 and 2, license renewal application (LRA). 
 
D-RAI 2.3.3.18-1 
 
According to the LRA Section 2.3.3.18, the license renewal system identified as the “Process 
and Area Radiation Monitoring System” is a combination of two systems identified in the FSAR 
as the “Process and Effluent Radiological Monitoring and Sampling Systems” and the “Area 
Radiation Monitoring System”.  The Process and Effluent Radiological Monitoring System is 
composed of a number of subsystems that are listed in FSAR Section 11.5.2.1.  Of the 
subsystems in Section 11.5.2.1, only the RHR Service Water Radiological Monitoring System 
and the Primary Containment Radiation Monitoring System could be identified in the License 
Renewal Boundary Drawings.  The staff requests that the licensee provide additional 
information identifying which subsystems listed in FSAR Section 11.5.2.1 are in scope for 
license renewal.   
 
Discussion:  The applicant indicated that the question is clear.  This D-RAI will be sent as a 
formal RAI.   
 
D-RAI 2.3.3.18-2 
 
In LRA Section 2.3.3.18 it states that drawing LR-M-178 Sheet 1 depicts the evaluation 
boundary for components of the “Process and Area Radiation Monitoring System” within scope 
of license renewal.  However, no radiation monitoring components could be located on this 
sheet.  The staff requests that the licensee clarify which components depicted on LR-M-178 
Sheet 1 belong to the Process and Area Radiation Monitoring System.  
 
Discussion:  The applicant explained that the components on LR-M-178, Sh 1, belongs to   
the Process and Area Radiation Monitoring System AN07801 and FE07801, shown at  
coordinates A-10 (in the SGTS Exhaust Vent).  These safety related components are 
in the scope of LR for their pressure boundary function.  The air samples obtained via AN07801 
and the flow information from FE07801 are processed by the vent stack monitoring systems.  
 
The NRC finds this clarification acceptable and will not be issuing a formal RAI. 
 
 

ENCLOSURE 2 
 



 

Letter to PPL Susquehanna, LLC from E. Gettys, dated December 03, 2008 
 
DISTRIBUTION: 
 
SUBJECT: SUMMARY OF TELEPHONE CONFERENCE CALL HELD ON NOVEMBER 19, 

2008, BETWEEN THE U.S. NUCLEAR REGULATORY COMMISSION AND PPL 
SUSQUEHANNA, LLC., CONCERNING THE DRAFT REQUEST FOR 
ADDITIONAL INFORMATION PERTAINING TO THE SUSQUEHANNA STEAM 
ELECTRIC STATION, UNITS 1 AND 2, LICENSE RENEWAL APPLICATION 

 
HARD COPY: 
DLR RF 
 
E-MAIL: 
PUBLIC 
RidsNrrDlr 
RidsNrrDlrRlra 
RidsNrrDlrRlrb 
RidsNrrDlrRlrc 
RidsNrrDlrReba 
RidsNrrDlrRebb 
RidsNrrDciCvib 
RidsNrrDciCpnb 
RidsNrrDraAfpb 
RidsNrrDeEmcb 
RidsNrrDeEeeb 
RidsNrrDssSrxb 
RidsNrrDssSbpb 
RidsNrrDssScvb 
RidsOgcMailCenter 
--------------- 
EGettys 
FJaxheimer 
 
 
 
 



 

 

Susquehanna Steam Electric Station, 
Units 1 and 2 
 
cc: 
 
Cornelius J. Gannon 
Vice President - Nuclear Operations 
PPL Susquehanna, LLC 
769 Salem Blvd., NUCSB3 
Berwick, PA  18603-0467 
 
Robert M. Paley 
General Manager - Plant Support 
PPL Susquehanna, LLC 
769 Salem Blvd., NUCSB2 
Berwick, PA  18603-0467 
 
Rocco R. Sgarro 
Manager - Nuclear Regulatory Affairs 
PPL Susquehanna, LLC 
Two North Ninth Street, GENPL4 
Allentown, PA  18101-1179 
 
Supervisor - Nuclear Regulatory Affairs 
PPL Susquehanna, LLC 
769 Salem Blvd., NUCSA4 
Berwick, PA  18603-0467 
 
Michael H. Crowthers 
Supervisor - Nuclear Regulatory Affairs 
PPL Susquehanna, LLC 
Two North Ninth Street, GENPL4 
Allentown, PA  18101-1179 
 
Ronald E. Smith 
General Manager - Site Preparedness 
  and Services 
PPL Susquehanna, LLC 
769 Salem Blvd., NUCSA4 
Berwick, PA  18603-0467  
 
 
 
 
 
 
 
 
 

Michael H. Rose 
Manager - Quality Assurance 
PPL Susquehanna, LLC 
769 Salem Blvd., NUCSB2 
Berwick, PA  18603-0467 
 
Joseph J. Scopelliti 
Community Relations Manager, 
  Susquehanna 
PPL Susquehanna, LLC 
634 Salem Blvd., SSO 
Berwick, PA  18603-0467 
 
Bryan A. Snapp, Esq. 
Associate General Counsel 
PPL Services Corporation 
Two North Ninth Street, GENTW3 
Allentown, PA  18101-1179 
 
Document Control Services 
PPL Susquehanna, LLC 
Two North Ninth Street, GENPL4 
Allentown, PA  18101-1179 
 
Richard W. Osborne 
Allegheny Electric Cooperative, Inc. 
212 Locust Street 
P.O. Box 1266 
Harrisburg, PA  17108-1266 
 
Director, Bureau of Radiation Protection 
Pennsylvania Department of  
  Environmental Protection 
Rachel Carson State Office Building 
P.O. Box 8469 
Harrisburg, PA  17105-8469 
 
Senior Resident Inspector 
U.S. Nuclear Regulatory Commission 
P.O. Box 35, NUCSA4 
Berwick, PA  18603-0035 
 
 
 



 

 

Susquehanna Steam Electric Station, - 2 - 
Units 1 and 2 
 
cc: 
 
Regional Administrator, Region 1 
U.S. Nuclear Regulatory Commission 
475 Allendale Road 
King of Prussia, PA  19406 
Berwick, PA  18603-0467 
 
Board of Supervisors 
Salem Township 
P.O. Box 405 
Berwick, PA  18603-0035 
 
Dr. Judith Johnsrud 
National Energy Committee 
Sierra Club 
443 Orlando Avenue 
State College, PA  16803 
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