
1

PMVogtleCOLPEm Resource

From: Tanya Simms
Sent: Wednesday, November 26, 2008 9:22 AM
To: 'wasparkm@southernco.com'; 'AGAUGHTM@SOUTHERNCO.COM'
Cc: Christian Araguas; PMVogtleCOLPEm Resource
Subject: RAI Letter No. 015 and 016 Related to SRP Section 9.5.1 for Vogtle Units 3 and 4
Attachments: VOG-RAI-LTR-015.pdf; VOG-RAI-LTR-016.pdf

To All, 
 
Attached is RAI Letter No. 015 and 016 Related to SRP Section 9.5.1 for Vogtle Units 3 and 4.   The ADAMS 
accession numbers are ML083310028 and ML083310029 respectively.  
 
 
Tanya Simms 
Project Manager 
New Reactor Licensing 
U.S. Nuclear Regulatory Commission 
11555 Rockville Pike 
Rockville, Maryland 20852-2738  
301-415-1387 
Tanya.Simms@nrc.gov  
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November 26, 2008 

Mr. Joseph A. (Buzz) Miller 
Senior Vice President 
Southern Nuclear Operating Company 
P.O. Box 1295 
Birmingham, AL 35201 

SUBJECT:  REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 015 RELATED TO  
SRP SECTION 09.05.01 FOR THE VOGTLE ELECTRIC GENERATING PLANT 
UNITS 3 AND 4 COMBINED LICENSE APPLICATION  

Dear Mr. Miller: 

By letter dated March 28, 2008, Southern Nuclear Operating Company (SNC), submitted its 
application to the U. S. Nuclear Regulatory Commission (NRC) for a combined  license (COL) 
for two AP1000 advance passive pressurized water reactors pursuant to 10 CFR Part 52.  The 
NRC staff is performing a detailed review of this application to enable the staff to reach a 
conclusion on the safety of the proposed application. 

The NRC staff has identified that additional information is needed to continue portions of the 
review.  The staff’s request for additional information (RAI) is contained in the enclosure to this 
letter. 

To support the review schedule, you are requested to respond within 30 days of the date of this 
letter.  If changes are needed to the final safety analysis report, the staff requests that the RAI 
response include the proposed wording changes. 



If you have any questions or comments concerning this matter, you may contact me at 
301-415-1387 or you may contact Christian Araguas, the lead project manager for the Vogtle 
Electric Generating Plan combined license at 301-415-3637. 

Sincerely,

 /RA/

Tanya Simms, Project Manager 
AP1000 Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 

Docket Nos.  52-025 
52-026

Enclosure: 
Request for Additional Information 

CC: see next page 



If you have any questions or comments concerning this matter, you may contact me at 
301-415-1387 or you may contact Christian Araguas, the lead project manager for the Vogtle 
Electric Generating Plan combined license at 301-415-3637. 

Sincerely,

 /RA/

Tanya Simms, Project Manager 
AP1000 Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 

Docket Nos.  52-025 
52-026

 eRAI Tracking No. 1396 

Enclosure: 
Request for Additional Information 

Distribution:
Public    AHodgdon            BHughes 
RidsNroDnrlNwe1  MSpencer   MComar 
RidsNroLAKGoldstein  TSimms   TDinh 
RidsOgcMailCenter  BAnderson   RJoshi  
SGoetz   CAraguas   RRadlinski 
RidsRgn2MailCenter  RidsAcrsAcnwMailCenter RidsNroDnrlNwe2 

          NRO-002 
OFFICE SFPT/BC NWE1/PM OGC NWE1/L-PM

NAME RRadlinski* TSimms* AHodgdon * CAraguas* 

DATE 11/17/08 11/17/08 11/17/08 11/26/08 

*Approval captured electronically in the electronic RAI system. 
OFFICIAL RECORD COPY



Request for Additional Information No. 1396 Revision 0 
Vogtle

Southern Nuclear Operating Co. 
Docket No. 52-0025 and 52-0026 

SRP Section: 09.05.01 - Fire Protection Program 
Application Section: 9.2.11 

QUESTION for Fire Protection Team (SFPT) 

09.05.01-1

RG 1.206, Regulatory Position C.III.1, Section C.I.9.5.1.1 identifies that the applicant should 
provide site specific information on the fire water supply system.  RG 1.189 states that fire water 
supply should be filtered and treated as necessary to prevent or control bio-fouling or 
microbiologically-induced corrosion of the fire water system.  Since the Vogtle COL application 
identifies the well water subsystem of the raw water system as the water source for filling and 
makeup to the primary and secondary fire water storage tanks, the applicant should describe 
the program to monitor and maintain an acceptable level of quality of the fire water supply. 
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VogtlecolRAIsPEm Resource

From: Tanya Simms
Sent: Wednesday, November 26, 2008 8:03 AM
To: VogtlecolRAIsPEm Resource
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November 26, 2008 

Mr. Joseph A. (Buzz) Miller 
Senior Vice President 
Southern Nuclear Operating Company 
P.O. Box 1295 
Birmingham, AL 35201 

SUBJECT:  REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 016 RELATED TO  
SRP SECTION 09.05.01 FOR THE VOGTLE ELECTRIC GENERATING PLANT 
UNITS 3 AND 4 COMBINED LICENSE APPLICATION  

Dear Mr. Miller: 

By letter dated March 28, 2008, Southern Nuclear Operating Company (SNC), submitted its 
application to the U. S. Nuclear Regulatory Commission (NRC) for a combined  license (COL) 
for two AP1000 advance passive pressurized water reactors pursuant to 10 CFR Part 52.  The 
NRC staff is performing a detailed review of this application to enable the staff to reach a 
conclusion on the safety of the proposed application. 

The NRC staff has identified that additional information is needed to continue portions of the 
review.  The staff’s request for additional information (RAI) is contained in the enclosure to this 
letter. 

To support the review schedule, you are requested to respond within 30 days of the date of this 
letter.  If changes are needed to the final safety analysis report, the staff requests that the RAI 
response include the proposed wording changes. 



If you have any questions or comments concerning this matter, you may contact me at 
301-415-1387 or you may contact Christian Araguas, the lead project manager for the Vogtle 
Electric Generating Plan combined license at 301-415-3637. 

Sincerely,

 /RA/

Tanya Simms, Project Manager 
AP1000 Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 

Docket Nos.  52-025 
52-026

Enclosure: 
Request for Additional Information 

CC: see next page 



If you have any questions or comments concerning this matter, you may contact me at 
301-415-1387 or you may contact Christian Araguas, the lead project manager for the Vogtle 
Electric Generating Plan combined license at 301-415-3637. 

Sincerely,

 /RA/

Tanya Simms, Project Manager 
AP1000 Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 

Docket Nos.  52-025 
52-026
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OFFICE SFPT/BC NWE1/PM OGC NWE1/L-PM

NAME RRadlinski* TSimms* AHodgdon * CAraguas* 

DATE 11/17/08 11/17/08 11/18/08 11/26/08 

*Approval captured electronically in the electronic RAI system. 
OFFICIAL RECORD COPY



Request for Additional Information No. 1400 Revision 0 
Vogtle

Southern Nuclear Operating Co. 
Docket No. 52-0025 and 52-0026 

SRP Section: 09.05.01 - Fire Protection Program 
Application Section: 9.5.1.8.7 

QUESTION for Fire Protection Team (SFPT) 

09.05.01-2

RG 1.189, Regulatory Position 1.6.1 states that the engineer in charge of the fire protection 
program (FPP) should have training and experience in fire protection and in nuclear plant safety 
to provide a comprehensive approach in directing the FPP for the nuclear plant.  These 
qualification requirements were not included in FSAR Subsection 13.1.1.2.10 as referenced in 
Subsection 9.5.1.8.7 of the Vogtle COL application.  The applicant should revise the COL 
application to include the above qualification requirements for the engineer in charge of fire 
protection. 
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