
 
 

December 18, 2008 
 
 
 
 
Mr. Mark McBurnett, Vice President 
Regulatory Affairs 
South Texas Project Nuclear Operating Company 
P.O. Box 289 
Wadsworth, TX  77483 
 
SUBJECT: REGULATORY AUDIT SUMMARY OF SOUTH TEXAS PROJECT, UNITS 3 
  AND 4 INSTRUMENTATION AND CONTROL DESIGN INFORMATION  
 
Dear Mr. McBurnett: 
 
By letter dated September 24, 2008, South Texas Project Nuclear Operating Company 
(STPNOC) submitted South Texas Project (STP) Units 3 and 4 Combined License Application 
(COLA), Revision 2.  The U.S. Nuclear Regulatory Commission (NRC) staff is currently 
performing a scheduling review for Revision 2 of your application and has identified that the 
STP COLA, Revision 2 does not adequately address the instrumentation and control (I&C) 
issues that were previously raised in the November 29, 2007 NRC letter (Agencywide 
Documents Access and Management System (ADAMS) Accession No. ML073320290).  An 
audit of STP’s COLA Revision 2 I&C design information was conducted at the Westinghouse 
offices in Rockville, Maryland on December 10, 2008, in order to identify additional information 
that may be necessary in areas where the staff has identified potential concerns.  The following 
items were identified by the NRC audit team as needing additional information and/or 
corrections by STP: 
 

1) Describe the scope of I&C departures and how the departures conform to current 
standard review plan (SRP) acceptance criteria, related staff guidance and industry 
standards.  Refer to the examples listed below.  If design does not meet the 
applicable staff guidance, provide the description of alternate method used. 

 
• Evaluation of impact to Design Control Document (DCD) Table 1.8-7, “Summary 

of Differences from SRP Section 7,” has not been fully captured. 
 

• Evaluation of impact to DCD Table 1.8-19, “Standard Review Plans and Branch 
Technical Positions Applicable to Advanced Boiling Water Reactor (ABWR),” is 
not documented in the COLA.   

 
• SRP 14.3 and SRP 14.3.5 provide guidance for Tier 1 design descriptions, 

figures and Inspection, Tests, Analyses and Acceptance Criteria (ITAAC) for I&C 
systems.  Applicability of these SRP sections to STP 3 and 4 has not been 
evaluated. 
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• Evaluation of impact to DCD Table 1.8-20, “NRC Regulatory Guides Applicable 
to ABWR,” has not been fully captured, i.e., applicability of Regulatory Guides 
(RGs) 1.152, 1.168 through 1.172, 1.180, and 1.209 has not been evaluated.  
This evaluation should also be addressed in COLA. 

 
2) In Table 1.9S-1, “Site-Specific Conformance with Regulatory Guides,” STP commits 

to RG 1.206.  RG 1.206 provides guidance on the level of detail to be captured in a 
COLA.  STP’s COLA Revision 2 does not contain the level of detail as prescribed in 
RG 1.206 for the I&C departures. 

 
3) In accordance with RG 1.206, the staff expects the applicant to provide a detailed    

schedule for implementation of Design Acceptance Criteria (DAC).  STP has not 
provided the schedule information of sufficient detail. 

 
4) The audit team identified editorial changes that need to be made to the COLA.  

These errors, in some instances, made it difficult for the staff to understand your 
proposed I&C design departures. 

 
The NRC staff discussed the items above with your staff during the audit and expects a 
response within 30 days of the date of this letter providing your plan and timeline for addressing 
these items before the NRC can publish the project schedule.  Should you have any questions, 
please contact Adrian Muñiz, project manager for the STP COLA, at (301) 415-4093 or 
Adrian.Muniz@nrc.gov. 
 
      Sincerely, 
 
      /RA/ 
 
 
      Belkys Sosa, Chief 
      ESBWR/ABWR Projects Branch 2 
      Division of New Reactor Licensing 
      Office of New Reactors 
 
Docket Nos. 52-012 and 52-013 
 
cc: See next page 
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Certrec Corporation Judge 
4200 South Hulen, Suite 422 Matagorda County 
Fort Worth, TX  76109 Matagorda County Courthouse 
       1700 Seventh Street 
Mr. Brian Almon Bay City, TX  77414 
Public Utility Commission        
William B. Travis Building C. Kierksey 
PO Box 13326 City of Austin 
1701 North Congress Avenue Electric Utility Department 
Austin, TX  78701-3326 721 Barton Springs Road 
       Austin, TX  78704 
Ms. Michele Boyd        
Legislative Director M. A. McBurnett 
Energy Program VP, Oversight/Regulatory Affairs 
Public Citizens Critical Mass Energy STP Nuclear Operating Company 
  and Environmental Program 4000 Avenue F, Suite A 
215 Pennsylvania Avenue, SE Bay City, TX  77414 
Washington, DC  20003        
       Mr. Terry Parks 
C. M. Canady Chief Inspector 
City of Austin Texas Department of Licensing 
Electric Utility Department   and Regulation 
721 Barton Springs Road Boiler Division 
Austin, TX  78704 P.O. Box 12157 
       Austin, TX  78711 
Director        
Division of Compliance & Inspection Policy Director 
Bureau of Radiation Control Environmental and Natural Resources 
Texas Department of State Health Services P. O. Box 12428 
1100 West 49th Street Austin, TX  78711-3189 
Austin, TX  78756-3189        
       Mr. Frank M. Quinn 
Mr. Ted Enos 8 Oak Avenue 
4200 South Hulen Gaithersburg, MD  20877-2705 
Suite 422        
Ft. Worth, TX  76109 Regional Administrator 
       Region IV 
Ms. Susan M. Jablonski U.S. Nuclear Regulatory Commission 
Office of Permitting, Remediation 611 Ryan Plaza Drive 
  and Registration Suite 400 
Texas Comm. on Env. Quality Arlington, TX  76011-8064 
MC-122        
P.O. Box 13087 
Austin, TX  78711-3087 
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J. J. Sheppard 
President & CEO 
STP Nuclear Operating Company 
P.O. Box 289 
Wadsworth, TX  77483 
       
Mr. Robert E. Sweeney 
IBEX ESI 
4641 Montgomery Avenue 
Suite 350 
Bethesda, MD  20814 
       
Mr. Steve Winn 
STP Nuclear Operating Company 
1301 McKinney, Suite 2300 
Houston, TX  77010 
       
Mr. Jon C. Wood 
Cox, Smith, & Matthews 
112 East Pecan, Suite 1800 
San Antonio, TX  78205 
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Email 
APH@NEI.org   (Adrian Heymer) 
awc@nei.org   (Anne W. Cottingham) 
bob.brown@ge.com   (Robert E. Brown) 
BrinkmCB@westinghouse.com   (Charles Brinkman) 
chris.maslak@ge.com   (Chris Maslak) 
cindyrae_52@yahoo.com 
cwaltman@roe.com   (C. Waltman) 
david.lewis@pillsburylaw.com   (David Lewis) 
dlochbaum@UCSUSA.org   (David Lochbaum) 
dwoodla1@luminant.com   (Donald Woodlan) 
erg-xl@cox.net   (Eddie R. Grant) 
greshaja@westinghouse.com  (James Gresham) 
gzinke@entergy.com   (George Alan Zinke) 
Ingmar.sterzing@lcra.org   (Ingmar Sterzing) 
jgutierrez@morganlewis.com   (Jay M. Gutierrez) 
jim.riccio@wdc.greenpeace.org   (James Riccio) 
JJNesrsta@cpsenergy.com  (James J. Nesrsta) 
John.O'Neill@pillsburylaw.com   (John O'Neill) 
Joseph_Hegner@dom.com    (Joseph Hegner) 
junichi_uchiyama@mnes-us.com   (Junichi Uchiyama) 
karen@seedcoalition.org  (Karen Hadden) 
KSutton@morganlewis.com   (Kathryn M. Sutton) 
kwaugh@impact-net.org   (Kenneth O. Waugh) 
lchandler@morganlewis.com   (Lawrence J. Chandler) 
Marc.Brooks@dhs.gov   (Marc Brooks) 
maria.webb@pillsburylaw.com   (Maria Webb) 
mark.beaumont@wsms.com   (Mark Beaumont) 
matias.travieso-diaz@pillsburylaw.com   (Matias Travieso-Diaz) 
media@nei.org   (Scott Peterson) 
mike_moran@fpl.com   (Mike Moran) 
MSF@nei.org   (Marvin Fertel) 
nirsnet@nirs.org   (Michael Mariotte) 
patriciaL.campbell@ge.com   (Patricia L. Campbell) 
paul.gaukler@pillsburylaw.com   (Paul Gaukler) 
Paul@beyondnuclear.org   (Paul Gunter) 
phinnen@entergy.com   (Paul Hinnenkamp) 
pshastings@duke-energy.com   (Peter Hastings) 
RJB@NEI.org   (Russell Bell) 
RKTemple@cpsenergy.com   (R.K. Temple) 
roberta.swain@ge.com   (Roberta Swain) 
sabinski@suddenlink.net   (Steve A. Bennett) 
sandra.sloan@areva.com   (Sandra Sloan) 
sfrantz@morganlewis.com   (Stephen P. Frantz) 
Tansel.Selekler@nuclear.energy.gov   (Tansel Selekler) 
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tom.miller@hq.doe.gov   (Tom Miller) 
Vanessa.quinn@dhs.gov   (Vanessa Quinn) 
VictorB@bv.com   (Bill Victor) 
vochoa@mail.utexas.edu 
Wanda.K.Marshall@dom.com   (Wanda K. Marshall) 
wayne.marquino@ge.com   (Wayne Marquino) 
William_Maher@fpl.com   (William Maher) 
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