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From: Loza, Paul G. [lozapg@westinghouse.com]
Sent: Thursday, December 11, 2008 8:15 AM
To: Bill Gleaves
Cc: Perry Buckberg; Rhonda Carmon; Lindgren, Donald A.
Subject: FW: Acknowledgement of RAI-SRP3.8.4-SEB1-01 Revision 1

Billy, 
 
Understood.  I acknowledge receipt of this request as RAI‐SRP3.8.4‐SEB1‐02 Revision 0 by Westinghouse. 
 
Thanks, 
 
Paul 
 

From: Bill Gleaves [mailto:Bill.Gleaves@nrc.gov]  
Sent: Thursday, December 11, 2008 7:58 AM 
To: Loza, Paul G. 
Cc: Perry Buckberg; Rhonda Carmon; Lindgren, Donald A. 
Subject: RE: Acknowledgement of RAI-SRP3.8.4-SEB1-01 Revision 1 
 
Paul, 
We already have an RAI titled SRP3.8.4-SEB1-01, to which you responded on 9/5/2008.  I suggest that the 7 
items below be designated:  RAI-SRP3.8.4-SEB1-02.  Please respond. 
Billy 
 
 
The contents of this message may be sensitive. 
If this message has been received in error, 
please delete it without reading it. Your receipt of this 
message is not intended to waive any applicable privilege. 
Please do not disseminate this message without the 
permission of the author. 
 
From: Loza, Paul G. [mailto:lozapg@westinghouse.com]  
Sent: Wednesday, December 10, 2008 2:53 PM 
To: Bill Gleaves 
Cc: Perry Buckberg; Rhonda Carmon; Lindgren, Donald A. 
Subject: Acknowledgement of RAI-SRP3.8.4-SEB1-01 Revision 1 
 
Bill, 
 
After discussion with Don Lindgren, I excerpted the following 7 points from your email. 
 

I noted that Westinghouse agreed to the following: 
1. Revision of your RAI responses on TR57 regarding the design of the critical sections (3 typical configurations in 
steel plate) based on discussions in the meeting. Update RAI with better detail for dowels and methodology. 
Provide details on typical shear connectors including size and spacing. 
2. Prepare a description of the methodology and basis for the design of the shield building (SB) (modular) wall 
and roof, including a justification for the application of AISC N‐690 and ACI‐349 for inclusion in the DCD. 
3. Description of the basis for the design of the connections between the original SB reinforced concrete wall 
and the wall modules, the wall and the basemat, and the modules and the roof.  
4. Description of the SB construction sequence at the SB roof and other areas.  



2

5. Address absence of thru wall trusses in modules and use of wire rope. 
6. Address how curvature of cylinder wall is addressed in methodology and by testing if done. 
7. Provide summary of test data directly related to behavior of shield building under loads. 

 
I acknowledge receipt of this request as RAI‐SRP3.8.4‐SEB1‐01 Revision 1 by Westinghouse.  A standard RAI response will 
answer all or most of this request, with additional material supplied if necessary. 
 
 
 
Paul G. Loza 
Senior Licensing Integration Engineer 
Licensing and Customer Interface 
 
Westinghouse Electric Company 
Energy Center E357C 
4350 Northern Pike 
Monroeville, PA 15146  USA 
Phone:  +1 (412) 374‐5138, Cell: +1 (973) 903‐8100 
Fax: +1 (412) 374‐5005 
Email:  lozapg@westinghouse.com 
Home Page:  www.westinghousenuclear.com 
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