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Folks: 
 
Attached is draft RAI no:1485 regarding SRP Section 17.5 - Quality Assurance Program for VC Summer 
Nuclear Station, Units 2 and 3 Combined License Application.  
 
 If you need a conference call to discuss the question(s) please contact me at 301-415-3863.  Unless you 
request additional clarification we will normally issue the RAI as final within 3 to 5 days, from today. 
 
Thanks 
 
Manny Comar 
Senior Project Manager 
NRO/DNRL/NWE1 
Nuclear Regulatory Commission 
301‐415‐3863 
mailto:manny.comar@nrc.gov 
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Request for Additional Information No. 1485  
 

12/18/08 
Virgil C. Summer Nuclear Station, Units 2 and 3 

South Carolina Electric and Gas Company 
Docket No. 52-027 and 52-028 

SRP Section: 17.5 - Quality Assurance Program Description - Design Certification, Early Site Permit 
and New License Applicants 
Application Section: 17.5 

 
QUESTIONS for Quality and Vendor Branch 1 (AP1000/EPR Projects) (CQVP) 
 
17.5-*** 
1.               The Table of Contents of the V.C. Summer Quality Assurance Program Description 

(QAPD) under Part II QAPD Details, does not list Section II – Quality Assurance 
Program and its applicable subsections.  Please revise the Table of Contents of the 
V.C. Summer QAPD to include Section II - Quality Assurance Program and its 
applicable subsections. 

 
 
17.5-*** 
1.              The V. C. Summer QAPD, Part III, Section 2, “Non-Safety-Related SSCs Credited for 

Regulatory Events,” states, that SCE&G shall implement quality requirements for 
Station Blackout (SBO) equipment in accordance with Regulatory Position 3.5, 
“Quality Assurance and Specific Guidance for SBO Equipment That Is Not Safety 
Related,” and Appendix A, “Quality Assurance Guidance for Non-Safety Systems 
and Equipment,” in Regulatory Guide (RG) 1.155, “Station Blackout.”  In addition, 
consistent with SRP 17.5, Appendix IAA of the FSAR lists V. C. Summer’s 
conformance with NRC Regulatory Guides (RGs). The staff notes that Apendix IAA 
does not address conformance to RG 1.155.  Accordingly, the staff requests the 
applicant to revise Appendix IAA of the V. C. Summer FSAR to 
address conformance with RG 1.155.  

 
 
17.5-*** 
1.               Section 17.5 of the V. C. Summer Final Safety Analysis Report (FSAR) refers to the 

quality assurance program description (QAPD) provided in Part 13 of the V. C. 
Summer application.  Part 1, Introduction, Section 1, General, of the QAPD states, in 
part, that SCE&G QAPD is the top-level policy document that establishes the quality 
assurance policy and assigns major functional responsibilities for construction/pre-
operations and/or operation activities conducted by or for SCE&G.  Section 1.1, 
Scope/Applicability, of the V. C. Summer QAPD states that the QAPD applies to 
COL/construction/pre-operation and/or operational activities, affecting the quality and 
performance of safety-related structures, systems, and components.  Please clarify 
the use of the term "and/or" in the context described above.   

 
 
17.5-*** 
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1.           
Part 1, Section 1.1 of the QAPD lists the activities affecting quality to which the 
QAPD applies.  Although this list is not all-inclusive, siting is listed as an activity 
affecting quality to which the QAPD applies.  Since this QAPD would not become 
effective until COL issuance, please clarify how siting activities would be subject to 
its provisions. 

      
 
 
17.5-*** 
1.           

Part II, QAPD Details, Section 1 Organization states, in part, that SCE&G’s New 
Nuclear Deployment (NND) organization is described in the QAPD.  Appendix B to 
10 CFR Part 50 states, in part, that every applicant for a combined license under 10 
CFR part 52 is required by the provisions of section 10 CFR 52.79 to include in its 
FSAR, a description of the quality assurance applied to the design, and to be applied 
to the fabrication, construction, and testing of SSCs of the facility and to the 
managerial and administrative controls to be used to assure safe operation.  Please 
provide the QAPD’s description of the managerial organization for operations, 
including the functions of the following positions that are referred to in Section I, 
Section 2.6, and Section 2.7: President & Chief Operating Officer (SCE&G), NND 
Business and Financial Manager, Accounting Manager, Operational Quality 
Assurance Manager, Site Vice President, and Plant Manager.  For additional 
guidance, please refer to TVA letter dated June 26, 2008 (BLN RAI ID: 341). 

      
 
 
17.5-*** 
1.          

Pursuant to 10 CFR 52.79(a)(41), COL applicants must provide an evaluation of the 
facility against the Standard Review Plan (SRP) revision in effect 6 months before 
the docket date of the application.  Where differences exists, the applicant’s 
evaluation must discuss how the proposed alternative provides an acceptable 
method of complying with the Commission’s regulations, or portions thereof, that 
underlie the corresponding SRP acceptance criteria.  Regulatory Guide 1.206 
Section C.I.17.5.3, states that COL applicants may use the existing QAPD that the 
NRC has approved for current use for either or both phases (if the QAPD is 
submitted in two phases), provided they identify and justify alternatives to, or 
differences from, the SRP in effect 6 months prior to the docket date of the 
application of a new facility.  Section 17.1 of the V. C. Summer FSAR states that the 
existing V. C. Summer Unit 1, 10 CFR Part 50, Appendix B quality assurance 
program is used for safety-related site characterization activities and oversight of its 
contractors that have been delegated the responsibility of design activities prior to 
COL issuance.  Table 1.9-202, Conformance with SRP Acceptance Criteria, states 
that the FSAR Position is acceptable with regards to SRP 17.1.  Pursuant to 10 CFR 
52.79(a)(41), please provide the evaluation of the existing V. C. Summer Unit 1 
quality assurance program against the acceptance criteria in SRP 17.1. 

 
 



3 
 

17.5-*** 
Appendix 1AA of the V. C. Summer FSAR lists V. C. Summer’s conformance with 
NRC Regulatory Guides (RGs) and identifies any exceptions to conformance with 
those RGs.  For those RGs that describe quality assurance-related requirements, 
Appendix 1AA appears to address the conformance of the QAPD provided in Part 13 
of the COL application.  However, since SCE&G is relying on its current version of 
the quality assurance program for V. C. Summer Unit 1 for activities prior to COL 
issuance, please explain how Appendix 1AA also addresses the existing V. C. 
Summer Unit 1 quality assurance program’s conformance to the applicable RGs. 
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