PMSummerColpEM Resource

From: Tanya Simms

Sent: Thursday, January 08, 2009 10:58 AM

To: '‘Amy M. Monroe'; 'April R. Rice'; 'Jerry P. Harrison'; 'Julie M. Giles'
Cc: Ravindra Joshi; PMSummerColpEM Resource

Subject: Draft RAI 1692 Related SRP Section 9.4.1 for Summer Units 2 and 3
Attachments: RAI 1692 draft.pdf

To All,

Attached is Draft RAI 1692 related to SRP Sections 9.4.1 for Summer Units 2 and 3. Please contact me if you
desire a phone conference regarding this RAI. If no response is heard by close of business January 13, 2009,
the final RAI will be issued.

Thank you,
Tanya
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Request for Additional Information No. 1692 Revision 0
Virgil C. Summer Nuclear Station, Units 2 and 3
South Carolina Electric and Gas Company
Docket No. 52-027 and 52-028
SRP Section: 09.04.01 - Control Room Area Ventilation System
Application Section: 9.4 - Air-Conditioning, Heating, Cooling, And Ventilation System

QUESTION from Containment and Ventilation Branch 1 (SPCV)

09.04.01-***
Clarify the FSAR description for the nuclear island nonradioactive ventilation system.

The technical support center is known to be relocated out of the control support area.
However, the subtitle of DC Sec. 9.4.1.1.2, “Main Control Room/Technical Support

Center Areas” is not changed to reflect this situation.
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