
1

PMSummerColpEM Resource

From: Manny Comar
Sent: Monday, January 12, 2009 3:31 PM
To: SummerCOL Resource; Amy M. Monroe ; April R. Rice (arice@scana.com); Jerry P. Harrison 

; Julie M. Giles 
Cc: Manny Comar; Ravindra Joshi
Subject: Draft RAI no 1756 related to SRP Section: 17.5 - Quality Assurance Program Description for 

Virgil C. Summer Nuclear Station, Units 2 and 3
Attachments: RAI 1756-Summer.doc

To All, 
 
            Attached is the draft of RAI No:1756, related to SRP Section 17.5  for the Virgil C. Summer Nuclear 

Station, Units 2 and 3  combined license application.   
 
If you need a conference call to discuss the question(s) of the draft RAIs please contact me at 301-415-3863.  
Unless you request additional clarification we will normally issue the RAI as final within 3 to 5 days, from today.
 
Thanks 
 
 
Manny Comar 
Senior Project Manager 
NRO/DNRL/NWE1 
Nuclear Regulatory Commission 
301‐415‐3863 
mailto:manny.comar@nrc.gov 
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Request for Additional Information No. 1756  
 
  
 

Virgil C. Summer Nuclear Station, Units 2 and 3 
South Carolina Electric and Gas Company 

Docket No. 52-027 and 52-028 
SRP Section: 17.5 - Quality Assurance Program Description - Design Certification, Early Site Permit 

and New License Applicants 
Application Section: 17.5 

 
QUESTIONS from Quality and Vendor Branch 1 (AP1000/EPR Projects) (CQVP) 
 
17.5-*** 

SRP 17.5  
 
The V. C Summer QAPD Part II, Subsection 13.2, describes an exception to NQA-1 
1994, Subpart 3.2, Appendix 2.1, “Nonmandatory Guidance on Cleaning of Fluid System 
and Associated Components for Nuclear Plants.”  The QAPD states that only section 3 
precautions are being committed to in accordance with RG 1.37 and that a suitable 
chloride stress-cracking inhibitor should be added to the fresh water used to flush 
systems containing austenitic stainless steels.  Please clarify to which revision of RG 
1.37 is the applicant committed to in the QAPD and also provide your justification 
for taking exception to RG 1.37, Regulatory Position C.3.   
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