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NRC RAI 16.2-171 
The staff requests that the applicant replace the "N/A" in the Allowable Value column for 
Function 3, Oscillation Power Range Monitor (OPRM) - Upscale, in Table 3.3.1.4-1, with 
"As specified in the [name of the licensee-controlled document]," where the adjusted 
post-testing values should be specified. Rev 5 of DCD Tier 2 Table 4D-5 provides the 
OPRM defense-in-depth algorithm setpoints. The Note to this table states: "The set 
points in this table are initial settings, values may be adjusted based on startup testing 
results." (This was change number 65 in the table in DCD Rev 5, entitled "Chapter 16 
Changes From Revision 4 to Revision 5.") 
GEH Response 
GEH will revise Generic Technical Specification (GTS), 3.3.1.4, Neutron Monitoring 
System (NMS) Instrumentation, Table 3.3.1.4-1 to provide the location of the Oscillation 
power Range Monitor (OPRM) defense-in-depth algorithm setpoints.  The OPRM 
setpoints will be specified in the Core Operating Limits Report (COLR) and are 
analytically determined in accordance with the methodologies described in DCD 
Chapter 4, Appendix 4D, Section 4D.3.2.2.  Conforming changes will be incorporated in 
the associated Chapter 16B Bases. 
GEH will revise GTS 5.6.3, Core Operating Limits Report (COLR) for consistency with 
the changes to GTS Table 3.3.1.4-1.  A new item referencing GTS 3.3.1.4, Function 3 
will be added to GTS 5.6.3.a and GTS 5.6.3.b will be revised to include a reference to 
DCD Chapter 4, Appendix 4D, Subsection 4D.3.2.2. 
GEH will revise Chapter 4, Appendix 4D, to delete reference to "initial" settings for the 
OPRM algorithm setpoints.  The values specified in Table 4D-5 are expected to be 
appropriate for operation of the ESBWR. 
DCD Impact 
DCD Chapter 16, Chapter 16B, and Chapter 4, Appendix 4D will be revised in 
Revision 6 as described above, and as shown in Enclosure 2. 
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