
UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

REGION III 
2443 WARRENVILLE ROAD, SUITE 210 

LISLE, IL 60532-4352 
 

February 13, 2009 

Mr. Christopher J. Schwarz 
Vice President, Operations 
Entergy Nuclear Operations, Inc. 
Palisades Nuclear Plant 
27780 Blue Star Memorial Highway 
Covert, MI  49043-9530 
 
SUBJECT: ERRATA TO PALISADES NUCLEAR PLANT, NRC INTEGRATED INSPECTION 

REPORT 05000255/2008005 

Dear Mr. Schwarz: 

On February 9, 2009, the U.S. Nuclear Regulatory Commission (NRC) issued 

integrated Inspection Report 05000255/2008-005 (ML090400437) for your Palisades Nuclear 

Plant.  An inspection sample for verifying Temporary Plant Modifications was inadvertently 

omitted in the original report.  The errata should be inserted as Page 8(a) of the report 

Enclosure and Page 4(a) of the Attachment to Inspection Report 05000255/2008005. 

Sincerely, 
 
/RA/ 
 
John B. Giessner, Chief 
Branch 4 
Division of Reactor Projects 
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                                                                     8(a)                                                  Enclosure 

ERRATA TO NRC INTEGRATED INSPECTION REPORT 05000255/2008005 

In Inspection Report 05000255/2008005, insert the following as Page 9(a), under Section 1R18: 

1R18 Plant Modifications (71111.18) 

.1 Temporary Plant Modifications 

a. Inspection Scope 

The inspectors reviewed the following temporary modification(s): 

• EC-10638, Disable Fast Transfer; 
• EC-05660 Cross tie Fire System with Service Water for Backflush.  

The inspectors compared the temporary configuration changes and associated 
10 CFR 50.59 screening and evaluation information against the design basis, the 
Updated Final Safety Analysis Report (UFSAR), and the Technical Specifications (TS), 
as applicable, to verify that the modification did not affect the operability or availability of 
the affected system(s).  The inspectors also compared the licensee’s information to 
operating experience information to ensure that lessons learned from other utilities had 
been incorporated into the licensee’s decision to implement the temporary modification.  
The inspectors, as applicable, performed field verifications to ensure that the 
modifications were installed as directed; the modifications operated as expected; 
modification testing adequately demonstrated continued system operability, availability, 
and reliability; and that operation of the modifications did not impact the operability of 
any interfacing systems.  Lastly, the inspectors discussed the temporary modification 
with operations, engineering, and training personnel to ensure that the individuals were 
aware of how extended operation with the temporary modification in place could impact 
overall plant performance. 

This inspection constituted two temporary modification samples as defined in 
IP 71111.18-05. 

b. Findings 

No findings of significance were identified. 



4(a)                                                        Attachment 

1R18 Plant Modifications   

- EC-10638, Disable Fast Transfer 
- EC-5660, EC-5660 TM Evaluation to Allow for the Proceduralized Back Flushing of Turbine 

Electrohydraulic Control (EHC) Coolers E-12A and E-12B 
- SOP-15, Service Water, rev. 45 
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