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From: Loza, Paul G. [lozapg@westinghouse.com]
Sent: Monday, February 09, 2009 6:24 PM
To: Christopher Proctor
Cc: Perry Buckberg; Rhonda Carmon; Ray, Thomas J.
Subject: Acknowledgement of RAI SRP11.5-CHPB-03 and RAI SRP11.5-CHPB-04
Attachments: RAI SRP11.5-CHPB-03.doc; RAI SRP11.5-CHPB-04.doc

Chris, 
 
I acknowledge receipt for Westinghouse of RAI‐SRP11.5‐CHPB‐03 and RAI‐SRP11.5‐CHPB‐04.  I will advise you if a phone 
call is required. 
 
Thanks, 
 
Paul Loza 
 
 

From: Christopher Proctor [mailto:Christopher.Proctor@nrc.gov]  
Sent: Thursday, February 05, 2009 3:05 PM 
To: Loza, Paul G. 
Cc: Eileen McKenna; Serita Sanders 
Subject: RAI SRP11.5-CHPB-03 and RAI SRP11.5-CHPB-04 
 
Paul, 
 
Attached are two DCD Rev. 17 RAIs related to Chapter 11.  Please acknowledge receipt and let me know 
ASAP if a phone conference will be needed.  
 
Thanks, 
 
 
Christopher Proctor 
Office of New Reactors 
Division of New Reactor Licensing  
Christopher.Proctor@nrc.gov 
(301)‐415‐0684 
 
 
 



 
 
Hearing Identifier:  AP1000_DCD_Review  
Email Number:  177  
 
Mail Envelope Properties   (E501235702183E47BF44683A3B6A1929013A50FF1D8C)  
 
Subject:   Acknowledgement of RAI SRP11.5-CHPB-03 and RAI SRP11.5-CHPB-04  
Sent Date:   2/9/2009 6:23:30 PM  
Received Date:  2/9/2009 6:23:33 PM  
From:    Loza, Paul G. 
 
Created By:   lozapg@westinghouse.com 
 
Recipients:     
"Perry Buckberg" <Perry.Buckberg@nrc.gov>  
Tracking Status: None  
"Rhonda Carmon" <Rhonda.Carmon@nrc.gov>  
Tracking Status: None  
"Ray, Thomas J." <raytj@westinghouse.com>  
Tracking Status: None  
"Christopher Proctor" <Christopher.Proctor@nrc.gov>  
Tracking Status: None 
 
Post Office:   SWEC9966.w-intra.net  
 
Files     Size      Date & Time  
MESSAGE    758      2/9/2009 6:23:33 PM  
RAI SRP11.5-CHPB-03.doc    20032  
RAI SRP11.5-CHPB-04.doc    20032  
 
Options  
Priority:     Standard   
Return Notification:    No   
Reply Requested:    No   
Sensitivity:     Normal  
Expiration Date:      
Recipients Received:     
  



RAI SRP11.5-CHPB-03 
 
The applicant eliminated the statement that they will follow the design guidelines of ANSI N13.1 
for the discharge radiation monitor of the turbine island vent.  Westinghouse documented this 
change on page 11.5-11 in section 11.5.2.3.3.  What design guidelines will Westinghouse use 
for this radiation monitor? 
 
 
 



RAI SRP11.5-CHPB-04 
 
 In Table 11.5-2, the applicant removed the rail car bay area as a service area for monitor RMS-
JE-RE013.  This seems to leave the rail car bay area unmonitored even though plant operators 
handle radioactive materials in this area.  Please explain how the applicant intends to monitor 
this area for radioactivity or justify why this area requires no monitoring.    
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