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March 12, 2009 
 
 
 
 
 
Mr. Peter S. Hastings, P.E.  
Licensing Manager, Nuclear Plant Development 
Duke Energy 
526 South Church Street 
Charlotte, NC 28201-1006 
 
SUBJECT: REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 065 RELATED TO        

  SRP 02.05.03  FOR THE WILLIAM STATES LEE III UNITS 1 AND 2   
  COMBINED LICENSE APPLICATION 

 
Dear Mr. Hastings: 
 
By letter dated December 12, 2007, as supplemented by letters dated January 28, 2008, 
February 6, 2008 and February 8, 2008, Duke Energy submitted its application to the U. S. 
Nuclear Regulatory Commission (NRC) for a combined  license (COL) for two AP1000 advance 
passive pressurized water reactors pursuant to 10 CFR Part 52.  The NRC staff is performing a 
detailed review of this application to enable the staff to reach a conclusion on the safety of the 
proposed application. 
 
The NRC staff has identified that additional information is needed to continue portions of the 
review.  The staff’s request for additional information (RAI) is contained in the enclosure to this 
letter. 
 
To support the review schedule, you are requested to respond within 30 days of the date of this 
letter.  If changes are needed to the final safety analysis report, the staff requests that the RAI 
response include the proposed wording changes.   
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If you have any questions or comments concerning this matter, you may contact me at 
301-415-6582. 
 

Sincerely, 
 
 /RA/ 
 

Brian Hughes, Senior Project Manager 
AP1000 Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 

 
Docket Nos.  52-018 

52-019 
 
Enclosure: 
Request for Additional Information 
 
CC: see next page 
 



P.Hastings 

 

 
 If you have any questions or comments concerning this matter, you may contact me at 
 301-415-6582. 
 

Sincerely, 
 
 /RA/ 
 

Brian Hughes, Senior Project Manager 
AP1000 Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 
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Request for Additional Information No. 2002  
 

3/12/2009 
 

William States Lee III, Units 1 and 2 
Duke Energy Carolinas, LLC 

Docket No. 52-018 and 52-019 
SRP Section: 02.05.03 - Surface Faulting 

Application Section: 2.5.3 
 
QUESTIONS for Geosciences and Geotechnical Engineering Branch 2 (RGS2) 
 
02.05.03-10 

In the response to RAI 2.5.3-5 (Question 3646), there was no discussion regarding 
whether the possibility of localized post-Miocene (i.e., potentially Quaternary) 
displacement along the Eastern Piedmont Fault System (EPFS) was indicated in the 
data presented by Nystrom (2006) or Howard and others (2005).   Although information 
presented in the RAI response provided a basis for proposing a limiting Paleozoic or 
Mesozoic age for latest displacement along the EPFS, the interpretations related to later 
reactivation of this fault system as formulated by these researchers should be addressed 
directly. 
 
In order for the staff to assess the potential for possible Quaternary displacement along 
the EPFS, please discuss in more detail the potential for localized post-Miocene (i.e., 
possibly Quaternary) displacement along the EPFS based on information presented by 
Nystrom (2006) and Howard and others (2005).  
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