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CCNPP3COLA PEmails

From: John Rycyna
Sent: Wednesday, March 11, 2009 1:18 PM
To: Poche, Robert; McQueeney, Jennifer; katie.thurstin@unistarnuclear.com
Cc: CCNPP3COL Resource; Robert Davis; David Terao; Peter Hearn; Joseph Colaccino; James 

Biggins; Adam Gendelman
Subject: RAI No 74 CIB1 1565.doc  (PUBLIC)
Attachments: RAI No 74 CIB1 1565.doc

Rob, 
 
Attached please find the subject request for additional information (RAI).  A draft of the RAI was provided to 
you on February 25, 2008.  No conference call was requested to discuss this RAI.  The schedule we have 
established for review of your application assumes technically correct and complete responses within 30 days 
of receipt of RAIs.  For any RAIs that cannot be answered within 30 days, it is expected that a date for receipt 
of this information will be provided to the staff within the 30 day period so that the staff can assess how this 
information will impact the published schedule. 

 
John Rycyna, PE 
Sr. Project Manager 
Division of New Reactor Licensing 
Office of New Reactors 
U.S. Nuclear Regulatory Commission 
301‐415‐4122 
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Request for Additional Information No. 74 
3/11/09 

 
Calvert Cliffs Unit 3 

UniStar 
Docket No. 52-016 

SRP Section: 10.03.06 - Steam and Feedwater System Materials 
Application Section: 10.3.6 

 
QUESTIONS for Component Integrity, Performance, and Testing Branch 1 (AP1000/EPR Projects) 

(CIB1) 
 
10.03.06-1 

In FSAR Section 10.3.6.3, the applicant indicates that it will follow the guidance in  
NSAC-202L-R3 related to water chemistry.  It is not clear to the staff if the applicant 
intends to follow the guidance provided in NSAC-202L-R3 for the entire Flow 
Accelerated Corrosion (FAC) program.  In addition, the applicant’s description of its 
intentions to address COL information item 10.3-2 does not reference Generic Letter 89-
08.  The staff requests that the applicant modify FSAR section 10.3.6.3 to state that its 
FAC program will be consistent with the recommendations of NRC Generic Letter 89-08 
and NSAC-202L-R3, or justify an alternative.  

 
 
10.03.06-2 

To ensure that an effective, long-term FAC monitoring program is in place to address the 
concerns discussed in NRC Generic Letter 89-08, the the applicant should confirm:  (1) 
that the program for erosion/corrosion and flow accelerated corrosion (FAC) monitoring 
will include preservice thickness measurements of as-built components considered 
susceptible to FAC, and (2) that these measurements will use grid locations and 
measurement methods most likely to be used for inservice inspection according to 
industry guidelines; or justify an alternative.  In addition, describe in the COL application 
how these concerns are documented, or justify why that is unnecessary.  Due to factors 
such as the wall thickness tolerance in pipe fabrication and wall thinning due to bending, 
preservice measurements of the components are needed to accurately detect and 
assess inservice degradation.  Some of the complications resulting from a lack of 
baseline thickness information are discussed in EPRI NSAC-202L-R3, the industry 
guideline document referenced in SRP Section 10.3.6.   

 
 
10.03.06-3 

The applicant should discuss its implementation schedule for the detailed flow-
accelerated corrosion (FAC) program described under “Flow Accelerated Corrosion” in 
Section 10.3.6.3.  To ensure that the FAC concerns addressed in NRC Generic Letter 
89-08 are addressed in the application, the applicant should include a discussion of the 
activities of the FAC program that will be conducted during the construction phase and 
the schedule for those activities, or justify why it is not necessary.   
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