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CCNPP3COLA PEmails

From: John Rycyna
Sent: Thursday, March 12, 2009 10:21 AM
To: Poche, Robert; McQueeney, Jennifer; katie.thurstin@unistarnuclear.com
Cc: CCNPP3COL Resource; Robert Davis; David Terao; Peter Hearn; Joseph Colaccino; James 

Biggins; Adam Gendelman
Subject: RAI No 76 CIB1 1942.doc  (PUBLIC)
Attachments: RAI No 76 CIB1 1942.doc

Rob, 
 
Attached please find the subject request for additional information (RAI).  A draft of the RAI was provided to 
you on February 26, 2008.  No conference call was requested to discuss this RAI.  The schedule we have 
established for review of your application assumes technically correct and complete responses within 30 days 
of receipt of RAIs.  For any RAIs that cannot be answered within 30 days, it is expected that a date for receipt 
of this information will be provided to the staff within the 30 day period so that the staff can assess how this 
information will impact the published schedule. 

 
John Rycyna, PE 
Sr. Project Manager 
Division of New Reactor Licensing 
Office of New Reactors 
U.S. Nuclear Regulatory Commission 
301‐415‐4122 
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Request for Additional Information No. 76 
3/12/09 

 
Calvert Cliffs Unit 3 

UniStar 
Docket No. 52-016 

SRP Section: 10.03.06 - Steam and Feedwater System Materials 
Application Section: 10.3.6 

 
QUESTIONS for Component Integrity, Performance, and Testing Branch 1 (AP1000/EPR Projects) 

(CIB1) 
 
10.03.06-4 

The U.S. EPR design utilizes carbon steel components containing a minimum chromium 
content of 0.10% for components of the main steam supply system (MSSS) and 
feedwater system that are susceptible to Flow-Accelerated Corrosion (FAC).  NSAC-
202L-R3 considers this material resistant to FAC but also notes that components 
containing a minimum chromium content of 0.10% should be inspected at least one time 
to verify that degradation is not occurring before components are excluded from further 
inspections.  Therefore, modify the COLA FSAR to provide a description of the 
inspections that includes types and timing of the inspections, or justify an alternative.  
Also verify that the baseline inspections on components containing 0.10% chromium will 
be performed before the plant goes into commercial operation, or justify an alternative. 
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