March 26, 2009

MEMORANDUM TO: Eileen M. McKenna, Chief
AP1000 Projects Branch 2
Division of New Reactor Licensing
Office of New Reactors

FROM: Billy Gleaves, Senior Project Manager
AP1000 Projects Branch 2 /RA/
Division of New Reactor Licensing
Office of New Reactors

SUBJECT: SUMMARY OF A PUBLIC MEETING WITH WESTINGHOUSE
ELECTRIC COMPANY REGARDING THE AP1000 MAIN CONTROL
ROOM VENTILATION HELD IN ROCKVILLE, MARYLAND ON
MARCH 16, 2009

The U.S. Nuclear Regulatory Commission (NRC) held a Category | public meeting on March 16,
2009. The Office of New Reactors (NRO) met with Westinghouse Electric Company
(Westinghouse) representatives to discuss issues with the AP1000 documentation submitted as
part of their design certification amendment (DCA). Specifically, the participants discussed the
technical issues related to main control room ventilation included in the following requests for
additional information (RAls): RAI-SRP6.4-SPCV-03 and -06. The meeting was held at the
Westinghouse office in Rockville, Maryland.

The purpose of this meeting summary is to briefly describe the meeting, its participants, and to
delineate the results. There were 23 participants in attendance at the meeting location and 7
participants by teleconference. See Enclosure 1 for the list of attendees.

Discussion

Following the introductions of the attendees at the meeting and on the NRC telephone bridge,
the NRC Project Manager noted and confirmed with all participants, that there were no
members of the general public in attendance at the meeting.

Westinghouse began the meeting by presenting prepared information, in slide format, for all to
view and discuss. A copy of the Westinghouse presentation is provided in Enclosure 2.

The meeting started at 12:35 p.m. and continued until concluded at 4:35 p.m. The
Westinghouse technical presentation of the information provided in Enclosure 2 was regularly
punctuated by technical questions and discussions among the participants. The scope of the
discussion expanded from the two RAIs previously mentioned to all of the outstanding RAIs on
this subject. There were no additional comments from the teleconference participants on this
change or any meeting discussion.

CONTACT: Billy Gleaves, NRO/DNRL
301-415-5848
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Conclusion

In general, the staff found the meeting to be effective and necessary to understand
Westinghouse’s approach to resolve these RAls. At the conclusion of the meeting, the NRC
staff reviewed the proposed Westinghouse responses to the NRC’s RAls as follows:

RAI-SRP6.4-SPCV-02 — On control room (CR) envelope inleakage tracer test method,
Westinghouse committed to describe the acceptance criteria. If differential pressure (dP)
testing, then Westinghouse must do a demonstration and show that no other areas around the
MCR can be pressurized. Describe how the dP testing can verify boundary integrity. It appears
as if Westinghouse will use a combination of tracer gas testing and dP testing and analysis to
give a reasonable assurance that the CR can maintain zero incleakage in an accident situation.

RAI-SRP6.4-SPCV-03 — On CR envelope zero inleakage design, Westinghouse committed to
describe the design of the ductwork and piping in the ventilation system. Westinghouse was
requested to consider what design information should be in the Final Safety Analysis Report. In
regard to VBS to VES actuation, NRC stated that the proposed Tier 1 information was not
consistent with Tier 2 and clarification is needed.

RAI-SRP6.4-SPCV-04 — CR inleakage test. Westinghouse committed to demonstrate that no
local pressurization can occur in the spaces surrounding CR with VBS “on” and “off” including a
discussion of the impact on external heat sources.

RAI-SRP6.4-SPCV-05 — CR air quality. Westinghouse committed to provide clarification on the
6 hours tests and how Westinghouse can extrapolate the results to 72 hours.

RAI-SRP6.4-SPCV-06 — CR envelope doors ingress and egress. Westinghouse committed to
perform tests. Results of these tests should be considered for the design and licensing basis.
Westinghouse was requested to provide its assumptions for its 1.5 scfm effective unfiltered in-
leakage used in its dose analysis.

RAI-SRP6.4-SPCV-07 — Vestibule activity. Westinghouse committed to provide design details
on the airflow within the vestibule and any design basis information on ducts in the vestibule.
Westinghouse also committed to demonstrate vestibule activity reduction by test.

RAI-SRP6.4-SPCV-08 — Technical support center habitability. This issue was not discussed at
this meeting. Westinghouse should consider whether another meeting or conference call is
necessary on this RAI response. NRC will support a meeting or conference call if requested.
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Enclosed with this summary are the materials relevant to this meeting. The enclosed
documents are as follows: (1) meeting attendees list, (2) Westinghouse presentation slides.

Enclosures:
As stated

cc w/encl: See next page
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cc:

Mr. Glenn H. Archinoff
AECL Technologies

481 North Frederick Avenue
Suite 405

Gaithersburg, MD 20877
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Legislative Director

Energy Program
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Dr. Regis A. Matzie
Senior Vice President and

Chief Technology Officer
Westinghouse Electric Company
20 International Drive
Windsor, CT 06095
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P. O. Box 9396

Centurion 0046

Republic of South Africa

Mr. Gary Wright, Director

Division of Nuclear Facility Safety
lllinois Emergency Management Agency
1035 Outer Park Drive

Springdfield, IL 62704

Page 1 of 3



DC Westinghouse - AP1000 Mailing List

Email

alsterdis@tva.gov (Andrea Sterdis)
amonroe@scana.com (Amy Monroe)
Antonio.Fernandez@FPL.com (Antonio Fernandez)
APAGLIA@Scana.com (Al Paglia)

APH@NEI.org (Adrian Heymer)

awc@nei.org (Anne W. Cottingham)
bob.brown@ge.com (Robert E. Brown)
BrinkmCB@westinghouse.com (Charles Brinkman)
Carellmd@westinghouse.com (Mario D. Carelli)
cberger@energetics.com (Carl Berger)
chris.maslak@ge.com (Chris Maslak)
crpierce@southernco.com (C.R. Pierce)
CumminWE@Westinghouse.com (Edward W. Cummins)
cwaltman@roe.com (C. Waltman)
david.hinds@ge.com (David Hinds)
david.lewis@pillsburylaw.com (David Lewis)
doug.ellis@shawgrp.com (Doug Ellis)
eddie.grant@excelservices.com (Eddie Grant)
erg-xl@cox.net (Eddie R. Grant)
garry.miller@pgnmail.com (Garry D. Miller)
gcesare@enercon.com (Guy Cesare)
George.Madden@fpl.com (George Madden)
greshaja@westinghouse.com (James Gresham)
gwceurtis2@tva.gov (G. W. Curtis)
gzinke@entergy.com (George Alan Zinke)
ian.c.rickard@us.westinghouse.com (lan C. Richard)
james.beard@gene.ge.com (James Beard)
jgutierrez@morganlewis.com (Jay M. Gutierrez)
jim.riccio@wdc.greenpeace.org (James Riccio)
jim@ncwarn.org (Jim Warren)
JUNesrsta@cpsenergy.com (James J. Nesrsta)
John.O'Neill@pillsburylaw.com (John O'Neill)
Joseph_Hegner@dom.com (Joseph Hegner)
junichi_uchiyama@mnes-us.com (Junichi Uchiyama)
KSutton@morganlewis.com (Kathryn M. Sutton)
kwaugh@impact-net.org (Kenneth O. Waugh)
Ichandler@morganlewis.com (Lawrence J. Chandler)
lindg1da@westinghouse.com (Don Lindgren)
Marc.Brooks@dhs.gov (Marc Brooks)
maria.webb@pillsburylaw.com (Maria Webb)
marilyn.kray@exeloncorp.com
mark.beaumont@wsms.com (Mark Beaumont)
matias.travieso-diaz@pillsburylaw.com (Matias Travieso-Diaz)
maurerbf@westinghouse.com (Brad Maurer)

Page 2 of 3



DC Westinghouse - AP1000 Mailing List

media@nei.org (Scott Peterson)
Mitch.Ross@fpl.com (Mitch Ross)
MSF@nei.org (Marvin Fertel)
mwetterhahn@winston.com (M. Wetterhahn)
nirsnet@nirs.org (Michael Mariotte)
patriciaL.campbell@ge.com (Patricia L. Campbell)
paul.gaukler@pillsburylaw.com (Paul Gaukler)
Paul.Jacobs@fpl.com (Paul Jacobs)
Paul@beyondnuclear.org (Paul Gunter)
pshastings@duke-energy.com (Peter Hastings)
Raymond.Burski@fpl.com (Raymond Burski)
rclary@scana.com (Ronald Clary)
rgrumbir@gmail.com (Richard Grumbir)
Richard.Orthen@fpl.com (Richard Orthen)
RJB@NEIl.org (Russell Bell)
RKTemple@cpsenergy.com (R.K. Temple)
robert.kitchen@pgnmail.com (Robert H. Kitchen)
Russell. Wells@Areva.com (Russell Wells)
sabinski@suddenlink.net (Steve A. Bennett)
sandra.sloan@areva.com (Sandra Sloan)
sfrantz@morganlewis.com (Stephen P. Frantz)
sisk1rb@wetinghouse.com (Rob Sisk)
stephan.moen@ge.com (Stephan Moen)
Steve.Franzone@fpl.com (Steve Franzone)
steven.hucik@ge.com (Steven Hucik)
Tansel.Selekler@nuclear.energy.gov (Tansel Selekler)
tdurkin@energetics.com (Tim Durkin)
tom.miller@hq.doe.gov (Tom Miller)
tomccall@southernco.com (Tom McCallum)
TomClements329@cs.com (Tom Clements)
trsmith@winston.com (Tyson Smith)
Vanessa.quinn@dhs.gov (Vanessa Quinn)
VictorB@bv.com (Bill Victor)
vijukrp@westinghouse.com (Ronald P. Vijuk)
Wanda.K.Marshall@dom.com (Wanda K. Marshall)
wayne.marquino@ge.com (Wayne Marquino)
whorin@winston.com (W. Horin)
william.maher@fpl.com (William Maher)

Page 3 of 3




<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 150
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 150
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages false
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


