
NOTICE OF FINAL AND COMPANION PROPOSED RULE SIGNED BY ACTING EDO 
 

OFFICE OF NUCLEAR REACTOR REGULATION 
 
 
 
On July 24, 2009, the Acting Executive Director for Operations (EDO) approved a direct final 
rule with a companion proposed rule that would amend 10 CFR 50.55a to revise the codified 
language of a final rule published on September 10, 2008 (73 FR 52730).  This final rule 
amends the upper range of the percentage of axial flaws permitted in a specimen used for the 
qualification of nondestructive testing examination systems (procedures, personnel and 
equipment), which are used in the performance of inservice inspection of pressurized water 
reactor (PSR) upper reactor vessel head.  
 
This notice informs the Commission that, in accordance with the rulemaking authority delegated 
to the EDO, the Acting EDO has signed the direct final rule and proposes to forward it on 
August 3, 2009, to the Office of the Federal Register for publication, unless otherwise directed 
by the Commission. 
 
This direct final rule does not constitute a significant question of policy, nor does it amend 
regulations contained in 10 CFR Parts 7, 8, or 9, Subpart C, concerning matters of policy.  The 
direct final rule can be found in ADAMS at ML090850407, and the companion proposed rule 
can be found in ADAMS at ML090850516. 
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