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From: Joseph Sebrosky
Sent: Wednesday, April 01, 2009 3:15 PM
To: 'erg-xl@cox.net'
Cc: PMBelCOL PEmails
Subject: 3/17/09 phone call summary
Attachments: 3-17-09 phone call summary.pdf

Eddie, 
 
Attached is the phone call summary that we discussed 
 
Joe Sebrosky 
Senior Project Manager 
NRO/DNRL/NWE1 
301-415-1132 
 



 
 
Hearing Identifier:  Bellefonte_COL_Public_EX  
Email Number:  1439  
 
Mail Envelope Properties   (B4ECC0E252653F48B3F57C3B833465E80E5B787C51)  
 
Subject:   3/17/09 phone call summary  
Sent Date:   4/1/2009 3:14:41 PM  
Received Date:  4/1/2009 3:14:43 PM  
From:    Joseph Sebrosky 
 
Created By:   Joseph.Sebrosky@nrc.gov 
 
Recipients:     
"PMBelCOL PEmails" <PMBelCOL.PEmails@nrc.gov>  
Tracking Status: None  
"'erg-xl@cox.net'" <erg-xl@cox.net>  
Tracking Status: None 
 
Post Office:   HQCLSTR02.nrc.gov  
 
Files     Size      Date & Time  
MESSAGE    154      4/1/2009 3:14:43 PM  
3-17-09 phone call summary.pdf    138224  
 
Options  
Priority:     Standard   
Return Notification:    No   
Reply Requested:    No   
Sensitivity:     Normal  
Expiration Date:      
Recipients Received:     
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From: Tanya Simms
Sent: Monday, March 23, 2009 8:42 AM
To: PMBelCOL PEmails
Subject: March 17 Telephone Call with AP1000 on RAIs - Summary
Attachments: March 17 Telephone Call with AP1000 on GDC RAIs etc.doc



Hearing Identifier:  Bellefonte_COL_Public_EX  
Email Number:  1419  

Mail Envelope Properties   (B4ECC0E252653F48B3F57C3B833465E80E59E4E389)  

Subject:   March 17 Telephone Call with AP1000 on RAIs - Summary  
Sent Date:   3/23/2009 8:41:30 AM  
Received Date:  3/23/2009 8:41:43 AM  
From:    Tanya Simms 

Created By:   Tanya.Simms@nrc.gov 

Recipients:     
"PMBelCOL PEmails" <PMBelCOL.PEmails@nrc.gov>  
Tracking Status: None 

Post Office:   HQCLSTR02.nrc.gov  

Files     Size      Date & Time 
MESSAGE    3      3/23/2009 8:41:43 AM  
March 17 Telephone Call with AP1000 on GDC RAIs etc.doc    53754  

Options  
Priority:     Standard   
Return Notification:    No   
Reply Requested:    Yes   
Sensitivity:     Normal  
Expiration Date:      
Recipients Received:     
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March 17, 2009 Telephone Call with AP1000 on Open RAIs

Attendees: 
Ronaldo Jenkins Dave Walther G Zinke 
Mark Tonacci Rich Grumbier P Hastings, 
Joseph Sebrosky Peter Hastings N Simms 
Om Chopra Ginna Borsh D Waters,  
Tanya Simms Tania Martinez-Nevado D Shutt 
Eddie Grant B Hirmanpour R Grumbir 
B Purdy M Snyder  J Brown 
B Kobel T Snyder L Patterson 
J Hessler R Davis F Redwanz 
T Cognetti R Sisk B Seelman 
R Burski T Spink T Ryan 
D Brock G Becker A Aughtman 
A Underwood K Pigg  

Actions Resulting From The Call: 

RAI 8.1-2: Station Blackout/10 CFR 50.63 Applicability
Staff expects a response in the FSAR that the applicant will commit to Station Black Out 
requirements and to procedures for SBO – typically 6 months prior to fuel load.  Industry 
does not want to make this commitment.  Staff is also looking for clarity in the wording 
that is being used to provide the commitment.  
Action: Staff will provide another applicants response to industry that was acceptable as a 
model for the wording. 

RAI 8.2-1: Impact of Grid Voltage Drop on Aux Pwr Eqmt Including Battery Chargers 
and UPS.
Staff noted that industry responses to questions a), b), c) were all fine.  However, there 
was an inadequate response to question d) regarding the effect of voltage drop of 15% on 
the operation of the onsite auxiliary power system equipment including the Class 1E 
battery chargers and uninterruptable power supplies.
Industry felt this is an interface question that should have been asked of the DC not the 
COLA.
Action: Industry will review their position on this and get back to the Staff. 

RAI 8.02-3: Switchyard Compliance to GDC 17, Voltage and Frequency Variations.
Staff believes that the response did not answer the question.  Staff also feels that response 
invoking use of ITAAC would be a reasonable approach.  Further, North Anna has 
provided a suitable response.  Some guidance for the response may be available in BTP 
8.3. Industry feels that this is an interface question.   Unlike ESBWR, AP1000 has no T1 
ITAAC for off site power and this should have been a DC question.  (Post meeting note: 
RG 1.206 section C.I.8 is what is currently used to provide this data.  You can still look 
up BTP 8.3, but it directs you to the RG.)
Action:  Industry will review their position and get back to the staff. 
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RAI 8.02-7: Grid Stability Analysis
Staff noted that the industry response was fine but must be placed into the FSAR. 
Industry will revise the RAI response. 
Action: Industry will send in a revised RAI response noting changes to the FSAR. 
Staff will change eRAI database RAI status to confirmatory action applicant until the 
revised response arrives. 

RAI 8.03.01-1: Periodic Testing of Electrical Penetration Protective Devices
Staff felt the RAI response was fine as written. 
Action: None

RAI 8.02-10: GDC 5, 17, 18 and 50.65 (Snow/Ice/Missiles on Xmission Lines; 
Auto/Man Transfer Testing; Maintenance Rule; Sharing Of Switchyard) 
(This is a four-part question that is a supplement to RAI 8.02-2, RAI 177, Question 439) 
This RAI was recently issued. (RAI 2108 is not expected from the applicant until 
4/25/09)

a) Staff felt that industry must comply with missile protection; location of such 
equipment in proximity to switchyard is the issue.  Industry questioned what the 
acceptance criteria were going to be.  Staff responded with: 95% probability with 
95% confidence.

b) (GDC 18) Staff wants periodic testing to be done.  Industry felt that COLA 
14.2.9.2.15 was adequate but staff noted this did not include periodic testing. 

c) (10 CFR 50.65) Staff wants a clear commitment that the switchyard will be 
subjected to the maintenance rule.  Industry noted that this was subject to NEI 
template 07-02A (in COLA 17.5.4) providing guidance and that now was not the 
time to determine maintenance rule scoped systems.  

d) (GDC 5 and 17)  Industry does not believe that the switchyard is an important to 
safety component or supporting component and thus sharing and capacity and 
capability of incoming lines need to be addressed so as not to impart the ability of 
the switchyard components.  Industry believes this is addressed in COLA 8.2.1.1. 

Action:
a) Industry feels they should be able to respond to RAI but unsure if it will meet 

expectations.
b) Industry feels they can respond in the RAI. 
c) Staff will review the NEI Template 07.02A and associated SER. 
d) Staff will look at COLA 8.2.1.1 and see if this meets needs. 

RAI 8.03.01-2: EDG Preop Testing and PM Program.
Industry feels this is not a problem to respond to this RAI and will include information on 
DCD Table 1.8-1 that the staff requested in the prior telephone call. 
Action: Industry will respond to the RAI. 
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RAI 8.2-9: Off Site Power Vulnerability During Adverse Weather
Industry responded to this RAI and included it in COLA Rev 1.  Staff confirmatory 
action item when the COLA is reviewed. 
Action: None

RAI 14.03-1: ITAAC for Switchyard Interface Requirements
This issue was already discussed in 8.02-3 ITAAC. 
Action: Industry will decide on their position for this RAI. 
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