CCNPP3COLA PEmails

From: John Rycyna

Sent: Thursday, April 02, 2009 9:28 AM

To: Poche, Robert; McQueeney, Jennifer; katie.thurstin@unistarnuclear.com

Cc: CCNPP3COL Resource; Samantha Crane; Juan Peralta; Michael Miernicki; Joseph
Colaccino; James Biggins; Adam Gendelman; Sara Kirkwood

Subject: Draft RAlI No 98 CQVP 1975.doc (PUBLIC)

Attachments: Draft RAlI No 98 CQVP 1975.doc

Rob,

Attached is DRAFT RAI No. 98 You have until April 16, 2009 to review it and to decide whether you need a
conference call to discuss it. After the call or after April 16, 2009 the RAI will be finalized and sent to you. You
then have 30 days to respond.

John Rycyna, PE

Sr. Project Manager

Division of New Reactor Licensing
Office of New Reactors

U.S. Nuclear Regulatory Commission
301-415-4122
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Request for Additional Information No. 98
DRAFT
4/2/2009

Calvert Cliffs Unit 3
UniStar
Docket No. 52-016
SRP Section: 14.02 - Initial Plant Test Program - Design Certification and New License Applicants
Application Section: 14.2

QUESTIONS for Quality and Vendor Branch 1 (AP1000/EPR Projects) (CQVP)

14.02-37

In RAI 14.02-05, the staff requested that UniStar clarify the roles and responsibilities of
the Startup Manager, Startup Engineer, Preoperational Test Engineer, and System
Engineer. In response to this RAI, UniStar clarified that the Startup and Preoperational
Test Engineers are responsible for performing startup and preoperational tests. The title
differences somewhat reflect the test program "phase," although their duties and
responsibilities are similar within the overall test program. Although there may be some
overlap, Preoperational Test Engineers generally conduct tests in Phase 1 whereas
Startup Engineers generally conduct tests during Phase Il, Phase Il and Phase IV. In
addition, UniStar provided a mark-up of Section 14.2 of the Calvert Cliffs Unit 3 FSAR in
which "Startup Engineer" was replaced with "Startup/Preoperational Test Engineer."
However, the FSAR mark-up did not contain a description of the difference between
these two positions. The NRC staff requests that UniStar revise Ch 14.2 of the Calvert
Cliffs Unit 3 FSAR to include brief descriptions of the differences between the Startup
and Preoperational Test Engineers consistent with the answer given to RAI 14.02-5.

14.02-38

Standard Review Plan (SRP, NUREG-0800) Section 14.2.11.3.A.ii, concerning
acceptance criteria for combined license (COL) and operating license applicants,
“‘Management Organizations,” states that “[tlhe applicant should provide (1) the
organizational descriptions for any augmenting organizations or other personnel who will
manage or execute any phase of the test program, and (2) the responsibilities,
interfaces, and authorities of the principal participants.”

In RAI 14.02-08, the NRC staff requested that UniStar supplement section 14.2.2 of its
FSAR to include further details on the responsibilities, interfaces, and authorities of the
principal participants of the plant staff as they relate to the initial test program as
described in the SRP. In response to this RAI, UniStar indicated that the plant staff is
not responsible for managing or executing the initial test program, that the use of plant
staff employees during Phases | through 1V is intended to be within their-normal site-
specific activities and qualifications during plant operation, and that if they were used in
a startup engineer role, they would be required to meet those stated qualifications.

While the NRC staff understands UniStar's position that the use of plant staff employees
during Phases | through IV is intended to be within their-normal site-specific activities
and qualifications during plant operation, UniStar should address the following topics in
the CCNPP3 application or justify their exclusion:



1) Each manager that provides personnel to complete the ITP should have a statement
in their position description that they will provide personnel to complete the ITP.

2) It should be stated that during the performance of preoperational or startup test,
whether the preoperational/start-up engineers will be responsible for running the test
with plant personnel acting in a support role, or if a different chain of command will be
established.

3) During the execution of the ITP, it should be stated whether the start-up group or
operations has the ultimate authority over the ITP.

4) The description of the engineering manager's responsibilities should include that the
engineering manager is part of TRT.

5) Which organization has responsibility for fuel loading during the ITP?

6) ldentify who will manage the workload of plant staff performing ITP with other duties.
7) Identify and describe the controls that will be in place to manage the workload of plant
staff performing ITP with other duties.




<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /OK
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 450
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly true
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for compliance with 10CFR1, Appendix A.  Created PDF documents can be opened with Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


