AmerenUE PO Box 620
Callaway Plant Fulton, MO 65251

April 17, 2009
ULNRC-05612

U.S. Nuclear Regulatory Commission
Attn: Document Control Desk
Mail Stop P1-137
Washington, DC 20555-0001
A,
“dAmeren 10 CFR 50.73(a)(2)(i)(A)

Ladies and Gentlemen:

DOCKET NUMBER 50-483
CALLAWAY PLANT UNIT 1
UNION ELECTRIC CO.

FACILITY OPERATING LICENSE NPF-30
LICENSEE EVENT REPORT 2009-001-00
TECHNICAL SPECIFICATION REQUIRED
SHUTDOWN DUE TO LOSS OF POWER SUPPLY

The enclosed licensee event report is submitted in accordance with
10CFR50.73(a)(2)(1)(A) to report a reactor shutdown required by Technical
Specifications due to the loss of a power supply in the Balance of Plant Engineered
Safety Features Actuation System channel 1 logic cabinet.

This letter does not contain new commitments.

Sincerely,

David W. Neterer
Plant Director

EMF

Enclosure

a subsidiary of Ameren Corporation
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CC:

Mr. Elmo E. Collins, Jr.

Regional Administrator

U.S. Nuclear Regulatory Commission
Region IV

612 E . Lamar Blvd., Suite 400
Arlington, TX 76011-4125

Senior Resident Inspector

Callaway Resident Office

U.S. Nuclear Regulatory Commission
8201 NRC Road

Steedman, MO 65077

Mr. Mohan C. Thadani (2 copies)
Licensing Project Manager, Callaway Plant
Office of Nuclear Reactor Regulation

U. S. Nuclear Regulatory Commission
Mail Stop O-8G14

Washington, DC 20555-2738
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