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From: Tom Tai

Sent: Monday, April 06, 2009 1:00 PM
To: jwcook@stpegs.com

Cc: STPCOL

Subject: Draft RAI for Chapter 3.4.1
Attachments: RAI 2480 03.04.01-xx.doc
James,

Please review the attached RAI (03.04.01-xx). If you need a conference call to clarify the requested
information, please contact me. If a conference call is not needed, please send me an email and | will continue
the formal process of issuing the RAI to STPNOC.

Regards

Tom Tai

DNRL/NRO

(301) 415-8484
Tom.Tai@NRC.GOV




Hearing Ildentifier: SouthTexas34Public_EX
Email Number: 1178

Mail Envelope Properties (C56E360EOD804F4B95BC673F886381E71DBF9412F1)

Subject: Draft RAI for Chapter 3.4.1
Sent Date: 4/6/2009 1:00:19 PM
Received Date: 4/6/2009 1:00:21 PM
From: Tom Tai

Created By: Tom.Tai@nrc.gov
Recipients:

"STPCOL" <STP.COL@nrc.gov>

Tracking Status: None

"jwcook@stpegs.com" <jwcook@stpegs.com>
Tracking Status: None

Post Office: HQCLSTRO2.nrc.gov

Files Size Date & Time
MESSAGE 367 4/6/2009 1:00:21 PM
RAI 2480 03.04.01-xx.doc 29178

Options

Priority: Standard

Return Notification: No

Reply Requested: No

Sensitivity: Normal

Expiration Date:
Recipients Received:



Request for Additional Information No. 2480 Revision 2

South Texas Project Units 3 and 4
South Texas Project Nuclear Operating Co
Docket No. 52-012 and 52-013
SRP Section: 03.04.01 - Internal Flood Protection for Onsite Equipment Failures
Application Section: 3.4

QUESTIONS for Balance of Plant Branch 2 (ESBWR/ABWR) (SBPB)

03.04.01-***
03.04.01-6

Revision 2 of STP COL Sections 3.4.3.3, 19R.1, and 19R.4.2 4, states that the access
between divisions in the reactor service water (RSW) pump house will be a watertight
design. STP COL Section 19R.4.2.4 describes methods for remotely and locally
monitoring door positions and the status of door latches.

However, the STP COL does not describe other important aspects associated with the
functionality of these watertight doors, for example door seals, aging degradation,
testing, and maintenance procedure requirements for the door seals. In accordance with
SRP 3.4.1, Item 1ll.2, the adequacy of techniques used to prevent flooding should be
assessed.

Describe how the functionality of these watertight doors is assured. Specifically address
the means used to determine and assure integrity of door seals, aging degradation,
testing, and maintenance procedure requirements for the door seals. Include this
information in the FSAR and provide a markup in your response.
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