May 19, 2009

MEMORANDUM TO: AFPB File

FROM: Alexander R. Klein, Chief /RA/
Fire Protection Branch
Division of Risk Assessment
Office of Nuclear Reactor Regulation

SUBJECT: CLOSE-OUT OF NATIONAL FIRE PROTECTION ASSOCIATION 805

FREQUENTLY ASKED QUESTION 08-0045 INCIPIENT AND GROWTH
PHASE IN ELECTRICAL PANEL FIRES

Disposition of Frequently Asked Question (FAQ) 08-0045

Based on discussions and mutual agreement between U.S. Nuclear Regulatory Commission
(NRC) staff members and Nuclear Energy Institute (NEI) National Fire Protection Association
(NFPA) 805 task force members, it was determined that the resolution NFPA 805 FAQ 08-0045
requires long-term research activities. To this end, the NRC’s Office of Nuclear Regulatory
Research plans to sponsor an experimental test program to better characterize the incipient
phase of the fire growth stage in electrical panel fires. It was agreed that this FAQ should be
withdrawn, and re-submitted at a later date when these research activities have been completed.
FAQ 08-0045 is thus closed.

References
For details regarding this FAQ, please see the following:

FAQ 06-0045, Revision 0 (ADAMS accession number ML081200117)

NEI 04-02, Revision 1 (ADAMS accession number ML052590476)

NFPA 805, 2001 Edition (available through the Public Document Room or NFPA)
Regulatory Guide 1.205 (ADAMS accession number ML061100174)

NFPA 805 FAQ Process Document, Revision 1 (ADAMS accession number
ML061660105)

o RIS 2007-19 (ADAMS accession number ML071590227)

CONTACT: Charles E. Moulton, DRA/NRR
(301) 415-2751
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