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1. PURPOSE/OBJECTIVE

This evaluation is performed to determine the following:
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(1) To select the oxygen scavenger agent for the Feedwater (FWS) and Condensate
(CDS) systems

(2) To select the pH control agent for the FWS and CDS systems

(3) To select the specific biocide for the Potable Water system (PWS)

(4) To select water treatment chemicals for the Circulating Water system (CWS) and
Service Water system (SWS)

2. BACKGROUND

The proposed Levy Nuclear Power Plant will be located in the state of Florida, and will
have two new APIOOO units.

Secondary Water Oxygen Scavenging and pH Adjustment

As described in the APIOOO Design Control Document (DCD), the objectives of the
secondary water chemistry program are to:

• Minimize general corrosion in the steam generators, turbine, and feedwater system by
maintaining proper pH control and by minimizing oxygen ingress coupled with
oxygen scavengmg

• Minimize local corrosion in the steam generators, turbine, and feedwater system by
minimizing chemical contaminant ingress and by controlling contaminant levels
through condensate polishing and steam generator blowdown

The secondary side water system is designed to utilize all volatile treatment (AVT) per
Steam Generator Owner's Group recommendations. The chemical addition is intended to
establish and maintain an environment that minimizes system corrosion. Oxygen
concentrations are kept low by injecting an oxygen scavenger. The pH is controlled by
injection of a volatile pH adjustment chemical in addition to the oxygen scavenger.
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These chemicals are injected by the Turbine Island Chemical Feed system (CFS). Oxygen
scavenger and pH adjuster are injected into the condensate system downstream of the
condensate polishers and are injected into the feedwater system at the feedwater booster
pump suction piping.

The COL applicant is required to address the oxygen scavenging agent and the pH
adjuster per DCD Section 10.4.12.2.

Potable Water Biocide

As described in DCD, the potable water system is designed to furnish water for human
consumption in compliance with EPA National Primary Drinking Water Standards
bacteriological and chemical quality requirements. The potable water system (PWS) is
supplied by filtered water from the raw water system and stored in the potable water
storage tank. This supply is disinfected at the inlet to the storage tank and a residual
chlorine level of 0.5 ppm is maintained.

The COL applicant is required to address the specific biocide per DCD Section 10.4.12.3.

Cooling Water Chemical Treatment

As described in the DCD, the Circulating Water (CWS) and Service Water (SWS) systems
are recirculating systems with cooling towers. Cooling water chemistries are controlled to
limit corrosion, scaling, and fouling of system components. This is accomplished by
regulating system blowdown flow rates to control the cycles of concentration at the
cooling towers and by injecting treatment chemicals to inhibit corrosion and scale
formation and limit biological growth in the circulating waters.

These chemicals are injected by the Turbine Island Chemical Feed system (CFS). Six
categories of chemicals can be used: pH adjustor, corrosion inhibitor, scale inhibitor,
dispersant, biocide, and algicide.

The COL applicant is required to address specific chemicals selected for the pH adjuster,
corrosion inhibitor, scale inhibitor, dispersant, biocide, and algicide per DCD Section
10.4.12.1.

3. METHODOLOGY AND CRITERIA

This engineering evaluation was performed by reviewing system design criteria as
described in AP 1000 DCD, applicable industry standards, and current industry practices.
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4. INPUT

Input for the technical evaluation is taken from the following:
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I. APIOOO Design Control Document

2. EPRI Guidelines

3. National Drinking Water Standards

4. Well water composition; Levy test wells

5. Seawater composition; typical from 2003 Crystal River NPDES renewal

6. Conceptual Design and Calculations for Levy Circulating Water and Raw Water
Systems for Levy Nuclear Plant Units 1 & 2, Report No. LNG-CWS-GER-OOI

7. Circulating Water Chemical Analysis - Calculation LNG-CWS-GEC-002

8. SPX Cooling Technologies - Cooling Tower Water Condition Limits

9. Crystal River Cooling Tower Operating Experience

5. ASSUMPTIONS

None

6. COMPUTATIONS

Not applicable

7. EVALUATION AND RESULTS

7.1 Oxygen Scavenger

A reducing environment must be maintained in the secondary water system to minimize
corrosion and stress corrosion cracking. This is accomplished by minimizing ingress of
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oxygen from inleakage at the condenser, by mechanically deareating feedwater, and by
use of chemicals to react with residual dissolved oxygen.

PWR's typically use hydrazine as an oxygen scavenger. This chemical reacts with oxygen
to form water and nitrogen gas. Hydrazine has a long history of successful use in the
power industry and is considered accepted practice for oxygen scavenging at PWR's.

Use ofhydrazine is consistent with EPRl Secondary Water Chemistry Guidelines and with
the AP I000 Design Control Document. The AP 1000 DCD provides guidelines for
Secondary Side water chemistry and includes limits for dissolved oxygen in Condensate
and Feedwater. The guidelines call for elevated hydrazine treatment of feedwater.
Specified feedwater hydrazine levels are greater than or equal to 100 ppb. Hydrazine is
the only oxygen scavenger specifically named in the APIOOO guidelines, but an alternative
oxygen scavenger may be used in lieu ofhydrazine. EPRl Secondary Water Chemistry
Guidelines also permit use of an alternative oxygen scavenger if qualified by the utility.

Although there is concern about handling hydrazine due to its toxicity, the alternative
oxygen scavenger carbohydrazide can decompose to release carbon dioxide. The carbon
dioxide can adversely influence secondary water pH. Also, carbohydrazide will increase
chemical costs. There are no other alternative oxygen scavengers appropriate for the Levy
operating temperatures and pressures. Therefore, there is insufficient justification for use
of an alternative oxygen scavenger at the Levy Advanced Reactor Units.

Consequently, hydrazine is the recommended oxygen scavenger for the proposed AP I000
units at the Levy Advanced Reactor Units.

7.2 pH Adjustment Agent

Alkaline conditions must be maintained throughout the secondary water system to protect
steel components against corrosion.

Thermal decomposition ofhydrazine (used as the oxygen scavenger) produces ammonia
which aids in increasing pH levels, but the amount of ammonia contributed by hydrazine
is not sufficient for adequate corrosion control. Historically, additional amounts of
ammonia have been injected. Ammonia is economical and does not produce
decomposition products. However, operating experience at PWR stations showed
ammonia has not adequately protected carbon steel at acceptable dosages and pH levels..
Flow assisted corrosion (FAC) has been observed with transport of iron corrosion
products to the steam generators.

As a result, the industry has converted from ammonia to alternate organic amines.
Morpholine was widely used initially. Operating experience has generally been
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successful. There have been concerns about morpholine degradation to form organic acids
such as acetate or formate, but negative effects have not been observed. Carryover of
morpholine in the steam phase can be a concern in systems using condensate polishing.

More recently, other amines including ethanolamine (ETA), dimethylamine,
dodecylamine, and methoxypropylamine have been used. ETA is generally preferred
because of the lower molar concentration required to achieve target pH levels at operating
temperatures. ETA also has a lower relative volatility than morpholine, so it is more
effective in maintaining alkaline conditions in two-phase regions. Some plants use a
mixture of amines to achieve a more desirable distribution of amines throughout different
portions of the steam cycle. In other plants, ammonia produced by hydrazine
decomposition functions as a second amine sufficient to protect condensate and low
temperature sections of the steam cycle.

ETA is recommended for the pH Adjustment Agent at the Levy Advanced Reactor Units
based on current industry practice using amines and because ETA is the most widely used
amine. Design of the proposed APIOOO units includes condensate polishing, and ETA is
also compatible with polishing resins. Detailed computer modeling of amine distribution
and of pH at various locations in the system network is beyond the scope of this
evaluation. Such modeling would be necessary to establish a justification, if any, for use
of a second organic amine. It is expected that ammonia from hydrazine will be sufficient
based on typical industry practice.

7.3 Potable Water Biocide

The Safe Drinking Water Act requires disinfection of pathogenic organisms to limit
waterborne disease. Physical removal and/or inactivation of99.9% of Giardia lamblia
(3-10g inactivation) and 99.99% of viruses (4-10g inactivation) is required to meet drinking
water standards for surface waters. Two-log inactivation of Cryptosporidium may also be
required.

Chemical inactivation is traditionally done by chlorination based on a long history of
effective drinking water treatment. Chlorination is effective against a wide variety of
microorganisms and provides a residual that continues to maintain effectiveness
downstream of the disinfection process. Chlorine has also proven to be an economical
disinfectant. Consequently, chlorination is by far the most widely used method for potable
water disinfection. Because of these advantages, chlorination is recommended for
treatment of potable water at Levy.

There are other alternative oxidants such as potassium permanganate, chlorine dioxide,
and ozone, but they are more costly and much less common than chlorine.
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Chlorination can be accomplished using either chlorine gas or liquid sodium hypochlorite
solution as the source of chlorine. Chlorine gas is effective, but storage can be hazardous
and there is a potential for affecting control room habitability. Sodium hypochlorite is an
alternative and is manufactured by reacting chlorine gas with sodium hydroxide in a water
solution. An excess of sodium hydroxide is used to stabilize the solution and retard
decomposition. Sodium hypochlorite is also referred to as bleach.

Sodium hypochlorite is the recommended chemical for potable water treatment at Levy.
Sodium hypochlorite is chemically equivalent to chlorine gas, but is more convenient to
handle and is less hazardous to store and feed. Because of safety concerns, sodium
hypochlorite has largely supplanted chlorine gas in industrial and small municipal potable
water applications. It should be noted that the AP1000 Design Control Document also
recommends using sodium hypochlorite.

Chlorination of surface waters can react with organics in the water to form halogenated
organics such as trihalomethanes (THM) and haloacetic acids (HAAS). These and other
disinfection byproducts (DBP) have been shown to be carcinogenic and mutagenic and
cause chronic, long-term health risks. As a result, application of chlorination is limited to
a maximum residual of 4 ppm as chlorine to minimize DBP formation. Levy will supply
potable water from new wells which have less potential for DBP formation, but an upper
limit of 4 ppm as chlorine will be used for conservatism and to limit adverse impact on
taste and odor. The minimum required dose is a function of contact time, temperature,
and pH. The minimum at Levy will be at least 0.5 ppm per the DCD.

7.4 Cooling Water Treatment Chemicals

Seawater will be used for makeup to the Circulating Water System cooling tower at Levy
and is supplied from the Gulf of Mexico via the Cross Florida Barge Canal. This makeup
will be supplemented from time to time with storm runoff collected in storm retention
ponds and pumped to the makeup basin. Stormwater flow can range from 0% to a
maximum 6% of the total make-up flow (with one unit operating).

The composition of stormwater in coastal regions typically contains dissolved constituents
in proportions similar to seawater, but much more dilute, plus dissolved gasses from the
atmosphere. Gasses dissolved from the atmosphere are not significant for cooling tower
applications because the cooling water will scrub the atmosphere as it passes over the
tower. As a result, recovered storm runoff is equivalent to dilute seawater for purposes of
CWS makeup. The storm retention ponds provide sedimentation and flow equalization
needed for control of cooling water chemistry.

The design basis for the Circulating Water System is 1.5 cycles of concentration. This
results in the circulating water having a pH of 8.2 and approximately 40,000 ppm total
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dissolved solids (TDS). The projected composition is within industry standards such as
SPX Cooling Technologies preferred limits for salt water.

Computer analysis of circulating water chemistry at 1.5 cycles of concentration, the
resulting pH of 8.2 without adjustment, and a temperature of 122 degrees F (Calculation
LNG-CWS-GEC-002) indicates the absence of any scaling potential. Calcium carbonate,
calcium sulfate, silica, magnesium hydroxide, and magnesium silicate compounds were
determined to be below 60% of their solubility limits.

These conditions will only require chemical treatment with a biocide. Sodium
hypochlorite is the recommended biocide. Although the comparatively high pH of the
circulating water would normally hinder the effectiveness of sodium hypochlorite,
bromide present in seawater will counter this effect. Sodium hypochlorite will oxidize the
bromide to hypobromous acid, an effective biocide at elevated pH levels. A biodispersant
used concurrently with sodium hypochlorite will also enhance its effectiveness by
controlling bacteria or algae biofilms. Sodium bisulfite will be needed to dechlorinate
cooling tower blowdown prior to discharge to meet discharge requirements.

Scale inhibitors are not necessary as shown by the chemistry analysis indicating no
potential for scale formation. Corrosion is best controlled through appropriate material
selection in the CWS system rather than chemical addition. This is because the high
blowdown rates cause short retentions of chemicals in the circulating system.

Acid feed will generally not be required for normal operation. However, the Cross Florida
Barge Canal is currently filled with brackish water at about 5% to 10% the salinity of
seawater. Evaluation of the chemistry of this brackish water indicates a calcium carbonate
scaling tendency at 1.5 cycles of concentration and a temperature of 122 degrees F.
Calcium carbonate scaling can be controlled by adding sulfuric acid to lower the pH.
Acid might be required if the Cross Florida Barge Canal is not thoroughly purged prior to
startup or after prolonged outages.

These cooling water treatment chemicals are consistent with successful operating
experience at Crystal River. The natural-draft cooling tower for Crystal River Units 4 & 5
uses seawater makeup and is operated at 1.2 cycles of concentration. Sodium hypochlorite
and sodium bromide is used as the biocide. A surfactant has been fed for control of algal
growth, but was discontinued once the growth was dispersed. Sodium bisulfite is used for
dechlorination in the canal prior to discharge. Crystal River also has a mechanical draft
cooling tower similar to the design planned for Levy, but tIlis tower is a helper tower used
intermittently to cool water in the canal and is not used in a circulating cooling system.

Well water will be used as makeup for the Service Water system cooling tower. Well
samples show this water is a moderately hard, moderate alkalinity water. Significant



Progress Energy
Levy Advanced Reactor Units 1 & 2
Evaluation of Oxygen Scavenger, pH Control Agent,
Potable Water Biocide, and Cooling Water Chemicals

Report No: LNG-CFS-GER-OOI, Rev 0
March 31, 2008

Project No. 11945-013
Page 10 of II

amounts of magnesium and silica are present. The total dissolved solids are
approximately 550 mg/I.

Chemical treatment will require scale and corrosion inhibitors. Chemical selection is
patterned after the GE Water program employed at Progress Energy Harris Station.
Treatment utilizes phosphoric acid and zinc chloride as corrosion inhibitors to protect mild
steel metallurgy and a proprietary halogen-resistant azole (HRA) as a corrosion inhibitor
to protect copper metallurgy. A proprietary blended HEDP dispersant is used to inhibit
scaling and to assist in preventing zinc and phosphate deposits. No specific pH
adjustment chemical is added, but the use of phosphoric acid for mild steel corrosion
control also results in a neutral cooling water pH.

Sodium hypochlorite is used as the biocide. It is typically injected intermittently three
times per day for a total daily duration of about 2 hours. A biodispersant is also utilized
concurrently with the sodium hypochlorite to enhance its effectiveness.

8. LIMITATIONS

This evaluation is to support Combined License Application (COLA) and shall provide
the basis for the detailed design prior to construction. Verification of inputs, assumptions,
and limitations shall be performed during the detailed design stage.

AVT chemical selections for the Secondary Water System in this evaluation are based on
conservative application of current industry practice and have not been optimized.
Optimization should be performed during detailed design and should be continued during
plant operation as part of a chemistry control program to minimize corrosion and transport
of corrosion products.

9. CONCLUSIONS

9.1 Hydrazine will be used as the oxygen scavenger in the secondary water system.

9.2 Ethanolamine will be used for pH adjustment in the secondary water system.

9.3 Sodium hypochlorite will be used as the biocide for potable water disinfection.

9.4 Orthophosphate and zinc will be used as the mild steel corrosion inhibitor in the SWS
system. Chemical addition will be continuous as needed to maintain target levels.
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9.5 A halogen-resistant azole will be used as the yellow metal corrosion inhibitor in the SWS
system. Chemical addition will be continuous as needed to maintain target levels.

9.6 A blended HEDP dispersant (GE Water Depositrol BL5323 or equivalent) will be used as
the deposit control agent in the SWS system. Chemical addition will be continuous as
needed to maintain target levels.

9.7 Sodium hypochlorite will be used as the biocide in the CWS and SWS systems. Chemical
addition will be intermittent for a duration of2 hours per day or less. A biodispersant (GE
Water Spectrus BD1500 or equivalent) will also be injected as to enhance biocide
efficacy.

9.8 Sodium bisulfite will be used to dechlorinate CWS and SWS system blowdown.

9.9 Sulfuric acid may be used when needed to adjust pH in the CWS system. It is expected
that sulfuric acid addition will be limited to startup or to periods following prolonged
outages when the Cross Florida Barge Canal contains brackish water with scale-forming
tendencies.
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JVT - REQUEST FOR INFORMATION
RFI #~ CWO #~ COLA: PEF WBS# 10.3__

RFI TITLE: (be concise) Levy Site, Canal water analysis, Crystal River 4 & 5 Cooling tower water treatment

Date of Request: 9/11/07 Date information is needed? 9128/07

To: Paul Snead, Progress Energy From: Ed Toll, WorleyParsons
....,---;----....."..-------------(Name and Organization) (Name and Organization)

Item Requested (Please provide detailed description, title, dates, etc., if known):

Makeup water for the circulating water cooling tower will be supplied from the Gulf of Mexico through the
barge canal at the Levy site. Please provide water analysis data per the attached list for the makeup water.
This data will be used to evaluate the cycles of concentration for operation and required chemical treatment.

The chemicals used to treat the Crystal River 4 & 5 cooling tower basin water is also requested. If our
analysis of the basin water concentrations indicates that these chemicals are suitable we would list the same
chemicals in the Levy FSAR.

How would you like this Information sent to you (e-mail, hardcopy, CD, etc.)?

EMail completed RFI

Provide any additional information here:

PROGRESS ENERGY - RFI RESPONSE

Responding Person:

Source of Information:

Response (what was sent):

Transmittal method (how it was sent:)

Date of Response:

FOR PGN FILE MANAGEMENT USE

Readily available QA document? (yes or no)

Sent to PGN Server Path:

Hard copy filed? (yesornoj



RFI-

Water Analysis Parameters

Parameter
Calcium
Magnesium
Sodium
Potassium
Barium
Strontium
Manganese
Boron
M,P Alkalinity
Chloride
Flouride
Sulfate
Nitrate
Nitrite
Phosphate
Orthophosphate

Silica, reactive
Silica, total
SDI (Silt Density Index)

Total Hardness

Units
mg/l
mg/l
mg/l
mg/l
mg/l
mg/l
mg/l
mg/l

mg/ICaC03
mg/l
mg/l
mg/l
mg/l
mg/l
mg/l
mg/l

mg/l
mg/l

mg/ICaC03

Aluminum, total
Antimony (filtered and non-filtered)
Arsenic (filtered and non-filtered)
Beryllium (filtered and non-filtered)
Cadmium (filtered and non-filtered)
Chromium (filtered and non-filtered)
Copper (filtered and non-filtered)
Iron (filtered and non-filtered)
Lead (filtered and non-filtered)
Mercury (filtered and non-filtered)
Nickel (filtered and non-filtered)
Selenium (filtered and non-filtered)
Silver (filtered and non-filtered)
Thallium (filtered and non-filtered)
Zinc (filtered and non-filtered)

mg/l
mg/l
mg/l
mg/l
mg/l

mg/l
mg/l
mg/l
mg/l
mg/l
mg/l
mg/l
mg/l
mg/l

mg/l
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RFI-

Water Analysis Parameters (continued)

Parameter
TOC
BOD-5day
Total Dissolved Solids
Total Suspended Solids
Total Colloidal Solids
Turbidity
Chlorine
Conductivity
Sample Temperature
pH
Ammonia
Cyanide (total)
Cyanide (amenable)
Polychlorinated Biphenyls (PCB)
Pesticides
Total Toxic Organics
Sulfide (total)
Sulfide (dissolved)
Oil & Grease (petroleum)

Units
mg/l
mg/l
mg/l
mg/l
mg/l
NTU
mg/l
microS/em
DegF
Standard Units
mg/l
mg/I
mg/l
mg/I
mg/I
mg/I
mg/I
mg/l
mg/l
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.. <..., "Toll, Edward B. (Readlng)­
<EdwaId.ToII@WOf1eyPanlon
a.com>
01/24/2008 02:26 PM

To <JERI.C.PENROSE@sargentiundy.com>

cc

bcc

Subject Water data

Attached are items you requested. RFI 250 was split into two RFls with 250 applying to CR 4&5
treatment and 255 covering water analysis. This information is attached as messages

E. B. Toll
WorleyParsons Group Inc

*** WORLEYPARSONS GROUP NOTICE ***
"This email is confidential. If you are not the intended
recipient, you must not disclose or use the information
contained in it.
If you have received this email in error, please notify us
immediately by return email and delete the email and any
attachments.
Any personal views or opinions expressed by the writer may not
necessarily reflect the views or opinions of any company in the
WorleyParsons Group of Companies."

t!J ~
Calc LNG·CWS·GEC·002.DOC RFt 306.doc

----- Message from "Snead, Paul" <paul.snead@pgnmail.com> on Fri, 14 Sep 200708:31 :48 -0600 ----

To: "Toll, Edward B. (Reading)" <Edward.Toll@WorleyParsons.com>
<ANAND.K.SINGH@sargentlundy.com>, "Archer, John C. (Reading)"
<John.Archer@WorleyParsons.com>, <Lorin.Young@CH2M.com>,

cc: <Mike.Keating@CH2M.com>, <Raymond.Bogardus@CH2M.com>,
<William.Marsh@CH2M.com>, "Kitchen, Robert" <robert.kitchen@pgnmail.com>,
<Jessica.McElroy@CH2M.com>

SUb
t
j FW: RFI-250 Water Analysis Data for Barge Canal

ec :
Ed,
My preliminary investigation into your RFI notes the following:

Regarding the water analysis parameters listed in RFI #250, CH2M is only analyzing the for the
following:

copper (non-filtered)
iron (non-filtered)
nickel (non-filtered)
zinc (non-filtered)
nitrate
nitrite
total phosphorous

Other parameters they are analyzing, but are not in the RFI #250 are as follows:



chlorophyll a
total suspended solids
total dissolved solids
ammonia
total Kjeldahl nitrogen

Sampling of the above parameters is expected to occur between 9/20 and 9/25.

That leaves many water analysis parameters on your list that are not being analyzed for.

Regarding the CR 4&5 treatment chemicals:

It appears that only chlorination (with de-chlorination prior to discharge) and a surfactant agent are used
in the CR 4&5 cooling tower basin.
We are not sure if there would be any additional need for treatment chemicals for mechanical draft towers
(vs. natural draft towers like CR 4&5).

Ed: Please advise if this is sufficient for your purposes, or if we need more to collect more
data.
CH2M: Please advise if there are any plans that I am unaware of to obtain the data included in
Ed's attached RFI.

Thanks,

Paul Snead
Lead Environmental Specialist
Nuclear Plant Development & License Renewal
Progress Energy
paul.snead@pgnmail.com
(919) 546·2836

-----Original Message-----
From: Toll, Edward B. (Reading) [mailto:Edward.ToII@WorleyParsons.com]
Sent: Tuesday, September 11, 2007 1:07 PM
To: Snead, Paul; Jessica.McElroy@CH2M.com; ANAND.K.SINGH@sargentlundy.com
Cc: Archer, John C. (Reading)
Subject: RFI-250

Attached is a RFI requesting information for the Levy Plant. If you have any questions please give me a
call. This information is required for the conceptual design of the Circulating Water system

*** WORLEYPARSONS GROUP NOTICE ***
"This email is confidential. If you are not the intended
recipient, you must not disclose or use the information
contained in it. If you have received this email in error,
please notify us immediately by return email and delete the email
and any attachments. Any personal views or opinions expressed by
the writer may not necessarily reflect the views or opinions of
any company in the WorleyParsons Group of Companies."

~
RF1250.doc

----- Message from <Bryan.Burkingstock@CH2M.com> on Wed, 12 Dec 2007 08:51 :35 -0600 -----



Progress Energy
Levy Advanced Reactor Units I & 2
Evaluation of Oxygen Scavenger, pH Control Agent,
Potable Water Biocide, and Cooling Water Chemicals

Attachment 2
Response to RFI 255

(24 pages)

Report No: LNG-CFS-GER-OOI, Rev 0
March 31, 2008

Project No. 11945-013
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JVT - REQUEST FOR INFORMATION
RFI #~ CWO #~ COLA: PEF WBS# 10.3__

RFI TITLE: (beconC/H) Levy Site, Canal water analysis

Date ofRequest: 9/24107 Date information is needed? 10/8/07

To: Mike Keating, CH2MHiII From: Ed Toll, WorleyParsons-:--------.--------,---------(Name and Organization) (Name and Organization)

Item Requested (Please provide detailed description, title, dates, etc., If known):

Makeup water for the circulating water cooling tower will be supplied from the Gulf of Mexico through the
barge canal at the Levy site. Please provide water analysis data per the attached list for the makeup water.
This data will be used to evaluate the cycles of concentration for operation and required chemical treatment.

How would you /Ike this Information sent to you (frmall, hard copy, CD, etc.)?

EMail completed RFI

Provide any additional information here:

PROGRESS ENERGY - RFI RESPONSE

Responding Person: Bryan Burkingstock Date ofResponse: 12112/07
----------------

Source of Information:

Data Summary Tables, Levy Nuclear Plant Water Quality Sampling: March, June, and September 2007
(3 files, 1 Table each)
Data Summary Tables. Levy Nuclear Plant Aquatic Sampling: October and November 2007
(1 file, 3 Tables)
Field data from logbook for the March, June, September, and December 2007 water quality sampling
events.

Response (what was sent):

E-mail a PDF file (Total of 24 pages) that includes RFI 255, site maps of each sampling location. and water
quality data for each sampling event.

(Note: Water quality data for the Aquatic Study represent two of four sampling events. However, these data
represent a short list of nutrients and metals intended to support biological and mixing zone evaluations,
not cooling tower modeling. Additional samples which include a longer list of parameters for use in cooling
tower modeling were collected during the week of December 101ll

. The validated water quality results will
be available no later than December 31't.)

Transmittal method (how it was sent)

Email

FOR PGN FILE MANAGEMENT USE

RFI 255 - 12/1212007 Page 1 of 24



Readily available QA document? (yes orno)

Sent to PGN Server Path:

RFI 255 -12/12/2007

Hard copy filed? (yesorno)

Page 2 of 24



RFI-

Water Analysis Parameters

Parameter
Calcium
Magnesium
Sodium
Potassium
Barium
Strontium
Manganese
Boron
M,P Alkalinity
Chloride
Fluoride
Sulfate
Nitrate
Nitrite
Phosphate
Orthophosphate

Silica, reactive
Silica, total
SOl (Silt Density Index)

Total Hardness

Units
mg/l
mg/l
mg/l
mg/l
mg/l
mg/l
mg/l
mg/l

mg/l CaC03
mg/l
mg/l
mg/l
mg/l
mg/l
mg/l
mg/l

mg/l
mg/l

mg/l CaC03

Aluminum, total
Antimony (filtered and non-filtered)
Arsenic (filtered and non-filtered)
Beryllium (filtered and non-filtered)
Cadmium (filtered and non-filtered)
Chromium (filtered and non-filtered)
Copper (filtered and non-filtered)
Iron (filtered and non-filtered)
Lead (filtered and non-filtered)
Mercury (filtered and non-filtered)
Nickel (filtered and non-filtered)
Selenium (filtered and non-filtered)
Silver (filtered and non-filtered)
Thallium (filtered and non-filtered)
Zinc (filtered and non-filtered)

RFI 255 -12/12/2007

mg/l
mg/l
mg/l
mg/l
mg/l

mg/l
mg/l
mg/l
mg/l
mg/l
mg/l
mg/l
mg/l
mg/l

mg/l

Page 3 of 24



RFI-

Water Analysis Parameters (continued)

Parameter
TOC
BOD-5day
Total Dissolved Solids
Total Suspended Solids
Total Colloidal Solids
Turbidity
Chlorine
Conductivity
Sample Temperature
pH
Ammonia
Cyanide (total)
Cyanide (amenable)
Polychlorinated Biphenyls (PCB)
Pesticides
Total Toxic Organics
Sulfide (total)
Sulfide (dissolved)
Oil & Grease (petroleum)

RFI 255 - 12/1212007

Units
mg/l
mg/l
mg/l
mg/l
mg/l
NTU
mg/l
microS/em
DegF
Standard Units
mg/l
mg/l
mg/l
mg/l
mg/l
mg/I
mg/l
mg/I
mg/l

Page 4 of24



oLegend

• Surface Water Sample Location

RFI 255 - 12112/2007
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Figure 3
Surface Water Sample Locations

Levy County, Florida
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00999
Data Summary Table
Levy Nucleer Plant Water Quality Sampling Marcil 2007

SlallonlD MW·I4DilL MW13Sill MWl5Sill MWl6Dill MWl00ill SS·100ill S5-1Bl 5S-2BL

levy Nuclear Plant Waler Qualily Sampling March 2007 S."",loID MW·14DBl MW13SBL MW15SBl MW1WBL MW100Bl SSo100BL SS·1BL S5-2Bl

sampl. Date 317f2007 31712007 31712007 31712007 31712007 31812007 31812007 31812007

P....metlr Unh

SW102001i
a mo/m3 3.2 2.9 2.7

£310.1
Alknlinltv A8. Cacoo mll!L 301 IN 274 304 218 110 115 1.

SWD20B
AIl<aIlnIty. 8icarbonat8 (As CaC03) mall. at lt5 270 300 275

£350.1
AmmPnlo 05 N mll!L 0.21 0.18 0.053J 0.23 O.05U 0.15UJ 0.1 J O.0t8J

E405.1
BOO· 5 Day mll!L 4 U 2,.4 5.8 2.5 2U 2U 2U

MSOOD
CatfJon 0I0xlde TOlai mgIL m 171 243 271 2.48

E30D
Chlalldo mall. lo.a 13.8 18.8 17.5 11.8 U 741 U
Fluoride mall. 0.11 0.11 0.D71J 0At1 J 0.DT5J 0.011 J o.12J o.OIJ
SU~OUl mall. 2 4.8 2.7 o.SU 11 Jl.1 131 30.1

E410.4
COO mgIL 22.lJ 27.8J 32.1J 55.4J 32.1J 20U 20U 20U

E200.7
Ii,,"'n..... T.,... IU CaC03 mall. 308 212 2t4 J03 281 140 see 141

£353.2
"lillie + Nitrile As N mall. 0.25U O.25U 0.25 U O.25U O,2SU O.2llJ O.25U O.2IJ

£385.2
PhosPI1crous, 0<1IlD (IU PI mall. 0.07t 0.034 0.048 D.06I 0.051 0.01 U 0.1 U o.1U

• TPlaI As P mall. 0.14 D.14 0.12 D.l1 0.13 0.021 J 0.021 J 0.024 J
E378.1

SuJnde maiL 0.7 U 0.73U 0.71 U O.68U O.69U 0.71 U 0.71 U 0.11 U
E160.1

TDS rnaIL 3:18 235 322 312 2tI 1M 1130 1..
£351.2

TKN mall. 0.68 J O.8J 0.51 J 1.1J 0.51J 0.51 J O.55J 0.5U
E415.1

TOCINPOCI rnaIL 1.2 10 14.3 17.7 14.2 U 2.1 2
El60.2

TSS mg/\. 7.2 54.4 27.2 7.2 2U 4 UJ 4 UJ 4W
SW7470A

Meteurv UQIl O.08U O.08U O.08U O.08U O.08U O.08U O.08U O.08U
SWllOl0B

Arsenic ua 3U IJ 3U 3U 3U 3U 3U 3U
Boron IJll 15AJ lUJ 25.4J 1'.IJ 24.8J 1o.SJ 184 10.7 J
CalC>Um U!l a5400 53200 NIOO 88400 81100 47200 12800 47500
ChnlmLm Ull 2U 4J 2U 2.3J 2U 2U 2U 2U
CoPoer U!l 5U 5U 5U 5.3J 5U 5U 5U 5U
Iran lJQ 2380 16300 1270 3120 7150 3UJ 37.IJ 3O.3J
lelia UQ 1.liU UJ 1.5U UU 1.5U UU UU 1.5U
Magne&lum UlI 22700 11100 11.coo 21200 11200 5480 50100 54tO
Mana_ UlI 31.3 4U 43.3 81.2 42.1 3.IJ 4J 3.7J
Nldtal UlI 5U 5U 5U 5U SU 5U 5U 5U
Polanium u 1000 U loooU 'loooU loooU IOOOU loooU 11700 l000U
Sodi<.m UCl .220 1400 10700 12200 10500 4010J 3ItOOO 4OllOJ
Zinc UQ I.5J 6J 5U 10.4J 5U 5U 5U 10.lJ

SWl101DB
SIlica mgIL U U 8.3 I." 1.2

Notes:
Values Bold and Shaded are Hils
U • The anatyle was analyzed for • but not datected.

J . estimated value

B-The analyle was deteded in the associated method end/or calibratioo blank.
UJ· Value n",,-detecled estimatad.

JB- Estimate value__The analyte was detected in the associated Field Blank, Method and/or calibration blank.

RFI 255 - 12/1212007 Page 6 of 24



00999
Data Summary Table
Levy Nuclear Plant Water Quality Sampling June 2007

S~lIonlO MW13S02 MWUOO2 MW15S02 MW11DC2 SS-IQ2 SS-.2Q2
Levy Nuclear Plant Water Qualily Sampling June 2007 SamolelO MWUS02 MW14002 MW1SS02 MWl1002 $S-I02 SS·202

Sample Oa.. 611SflOG7 611Sfl007 &lUnOO7 6114n007 6114n007 61U12007

Parameq, Unit

1.45000

carbon dlo1dde Ir"e mgI1 20lI U. 317 :174

E160.1

Chlo<ophyl-<! mgtm' 4.5 7.5
TOIII dlsaolved _ ("'lIdue. tIhIlrable) mgI1 221 320 357 33S U30 123

E160.2

Total Suspended SolIdo mgI1 18.2 10_4 n4 n tU ...
DOO.7

fill_au (as caa>3) moll 1114 320 613 310 IOZ 104

E300

Chlo<ide (... CI) mgI1 15.2 10.' "" 11.7 1270 7.1
Fluorido moll 0.17 0.1. 0.1'1 J 0.1'

Sulfate (as SGC) mgI1 I.5U I.3J O.IJ 1.5U 1TT 15.3

E310.1

AIallnlly. IDW (as CoC03) mgI\ 112 213 210 255 U 7t
£350.1

NJI,ogon. ammonia (as N) mgI\ 0.11 0.12 J 0.I5U 0.2. J o15U 0.15U

£351.2

nillogon. kjoldahl. IDtaI mgI1 U3J O.I4J 0.54 J O.l3J 1.5 U O.ItJ

053.2

Nltrooen. nilra....nItn.. moll O.75U 0.75U 0.75U 0.75U 0.75U 0.75U

E365.2

Phospt><llul. TOlal (as P) mgI1 0.17 0.15 0.4' 0.26 Q.osa J 0.047 J

Phoop/1onJl. II>lall>l1lJopholpha18 (es p) mgII 0.* o.on 0.3 0.21 0.042 O.03U

E376.1

Sullide mgI\ 2.1 U 2.1 U 2.1 U 2.2 U 2.1 U 2.2U

E405.1

biologic oxygen demand. Ove day mgI\ 4A • 4.5 5..1 2.3 U

Ell0A

cod • chemical 01lYll'lR demand mgI1 SUJ 44J 5UJ 51.4J SOU SOU

El15.1

Otal OftJanic cottlon mg/I 11.3 '.1 17.1 17.3 U 1.7

SW2J20B

AlI<oIinlty. blea1bona.. (01 caa>3) mg/I 112 282 210 215

SW6010B

monic ugL 11. 3U 3U 3U 3U 3U

Ilo<on uWL 22.4J 1l.eJ 34..8J 1IJ 330 113J

CalCIUm uWL 50400 19000 '.8000 11100 moo 32IlOO

Chromium. tolal ug/l 4J 2U lU 3.5 J 2U 2U

Copper ugIL 5U IU 5U 5U 5U 5U

Iron ugIL 11700 lItO .210 4100

L..,d ugIL 1.6 U 1.5U I.5U I.5U 1.6U 1.5U

Mognulum ugIL 11500 23100 41500 21100 11100 5:130

Manoaneso ugIl 42.1 40.1 71..1 au 12.. J 5.tJ

NIdi'" ugIl 5U 5U 5U 5U 5U 5U

f'otaulum ugL lOOOU l000U IOOOU l000U 3510G IOOOU

silica mg/I ... U 10A 1.7

SodJum ugL .100 1120 10100 11500 1l16OOO 4ItOJ

rille ugL 10.4J I5..4J I.IJ 1UJ 7.2 J S.l J

SW7.10A
.....lQ.Iry ugL O.08U 0.08U O.08U O.08U 0.08 U O.08U

Notes:
Values Bold and Shaded are Hils

U - The analyte was analyzed for, but not detected.
J ~ estimated value

B-The analyte was detected in the associated method and/or calibraUon blank.

UJ- Value non-detected estimated.
JB- Estimate value..The analyte was detected in the assocJated Field Blank, Method and/or calibration blank.

RFI 255 - 12/12/2007 Page 7 of 24



00999
Data Summary Table
Water Qualily Sept 2007

StallonlO MW'JSQ3 MW14OQ3 MW1SSC3 MWI80Q3 5S-1Q3 SS02Q3

Water Quality Sept 2007 Somol.tD MW13SQ3 MWI40Q3 MW15SQ3 MW,eDQ3 55-'Q3 55·2Q3
Samol. Dar. 91'312007 911312007 811312007 9/1312007 9/1312007 9/1312007

Pa~m.t'.r Unit

AoISOOD

C8I1lon cfooxJde lrae "'!l"- 179 310 300 297

E160.1

otal clJssolved soh(l9 (residue. filenlblel mgII. :mt <101 445 4~ 3530 267

El60.2

TOllII SUspended SolId_ mgII. lIlA 1U 4U 4U ... 4U

E200.7

IHanl""". (&$ CaCo3) mgII. 111 303 324 21. 110 121

E300

Chloride (as 0) mgJl 1tA 12.3 20.6 'a.5 1790 7

Auoricle mgII. 0.21 Cl.56 0.1' 0.2

PhQ5llhoru•• 101lI! O<1hcphosphate (as pI ITlQ/L 1.5W 15UJ 1.5UJ 1.5UJ

Sulfate (&$ S()4I mgtl. 1.5U 4.5 1.7 0.52 J 211 4704

E310.1

:Alkahnlly. IQlal (lIS CaCOJ) mgtl. 134 306 266 212 Ii.S Io4A

E35O.1

,Nitrog.... atmlClllie (as NI mgIl 0.19 J 0.1'J 0.3U O..23J 0.3 U Q.3U

E351.2

INitrogen. I<lelclahI. IDtlII mgII. 1J 1.3J O.B2J 1.' 1 J 0.74J

E353.2

NolrOIlen. nJlrale-nitnle mgIL O.75U 0.7SU 0.75U 0.75U 0.3J 0.75U

E3S5.2

Phaephorul. Tolal (as P) mgIL 0.13 0.1 0.22 0.311 0.037 J O.06U

Pf~ total orthophollphar. (a, pI mg/L O.03U 0.03U

E37S.!

Sulrl(fe mg/L 2U 2U 2U O.57J 2U 2U

E41l5.1

B<ologc OX\'!I8f'l demond. IMo day mgIL 5.eJ UJ 4.3J 12.4J 3.5J 2U

E410.4

COO • cIMlmIcllJ ""YQ(In detlW1d mgIl 21J 2O.JJ 44.8 53.7 56 33.7J

E415.1

Total organic cartlon mgIl 11.1 1D.7 18.9 ".7 4.1 3

SMl0200H

ChlotophyI·a mglm' 2o.a 4

SM2320B

Alkalinity. blc&rbcna18 (as ca<:o31 mQ/L 134 308 2111 282

SW6010B

ArsenIc uuI\. 12.2 3U 3U 3U 3U 3U

Boron ugII. 22.2J lUJ 3UJ 20J 453 15.8J

Calclum ugIl 45800 WOO 110000 10200 moo 40900

Chn>mwm. IOIal UQ/l 2.9 J 2U 5.6J 3J 2U 2U

Copper UllI\. 5U 5U 5U 5U 5U 5U

Iron ugIl 15400 1450 7350 3110

Lead uaJl 2.4J 1.5U 3.7 1.5U 1.5U 1.5U

IMalln8Slunl ug/\. 13000 21800 12300 18900 121000 5720
Mangane.. ugII. 51 35.2 50.5 59.1 '.7 J 3.8J

IN"cket ugIl 5U 5U 5U 5U 5U SU

~um ugII. l000U l000U l000U 1000U 49200 l000U

slIcil mgJl e.l SA 7.8 10.1

So<Wm ugIl 7950 10700 10500 17300 .79000 4480J

Zinc uaJl 1UJ 11 J l1J '.1 J 11.1 J 7.1 J

SW7470A
Me<c:ury ugIl O.08U O.08U o.08U O.08U O.08U O.08U

Notes:

Values Bold and Shaded are Hits

U • The analyle was analyzed for • but not detected.

J • estimated value

B-The analyle was detected in the associated method and/or calibration blank.

UJ- Value non·detected estimaled.

JB· Estimate value..The analyte was detected in the associated Field Blank, Method and/or calibration blank.

RFI 255 - 1211212007 Page 8 of 24
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Aquatic Sampling Locations
LNP Site
Progress Energy

RFI 255 - 1211212007 Page 14 of 24



Aquatic Study Water Quality Sampling Station Descriptions

Description
0.5 mi west of Inglis Lock
3.5 mi west of Inglis Lock
7.0 mi west of Inglis Lock

0.5 mi west of canal mouth
3 mi west of canal mouth
5 mi west of canal mouth
7 mi west of canal mouth

RFI 255 - 12/1212007

Station ID
Sta 1
Sta 2
Sta 3
Sta 4
Sta 5
Sta 6
Sta 7

Page 15 of 24



Progress Energy • Surface Water Quality Data

Canal Station Sample Date Analvte Result Units Final Qualifier Notes
1 10/16/2007 Ammonia 0.6 mq/L UJ
1 11/19/2007 Ammonia 0.15 mq/L UJ
1 10/16/2007 Chloroohvll-a, corrected for Pheoohv1in 18 mo/m3 =
1 11/19/2007 Chloroohvll-a, corrected for Pheoohv1in 43 mq/m3 =
1 10/16/2007 Nitrate Nitrite as N 0.0094 mq/L J
1 11/19/2007 Nitrate Nitrite as N 0.25 mg/L UJ
1 10/16/2007 Nitrooen, Kieldahl 0.43 moiL J
1 11/19/2007 Nitroqen, Kieldahl 0.87 mq/L J
1 10/16/2007 Phosphorus 0.074 mq/L J
1 11/19/2007 Phosphorus 0.13 mg/L J
1 10/16/2007 Total Dissolved Solids 20000 moiL =
1 11/19/2007 Total Dissolved Solids 24000 moiL =
1 10/16/2007 Total Suspended Solids 15 mq/L =
1 11/19/2007 Total Suspended Solids 38 mg/L =
2 10/16/2007 Ammonia 0.06 mq/L U
2 11/19/2007 Ammonia 0.3 mg/L U
2 10/16/2007 Chlorophvll-a, corrected for Pheophv1in 11 mq/m3 =
2 11/19/2007 Chlorophvll-a corrected for Pheophv1in 21 mq/m3 =
2 10/16/2007 Nitrate Nitrite as N 0.0098 mg/L J
2 11/19/2007 Nitrate Nitrite as N 0.25 moiL U
2 10/16/2007 Nitroqen, Kieldahl 0.49 mq/L =
2 11/19/2007 Nitroqen. Kieldahl 0.68 mq/L -
2 10/16/2007 Phosphorus 0.077 mg/L -
2 11/19/2007 Phosohorus 0.059 moiL =
2 10/16/2007 Total Dissolved Solids 21000 mq/L =
2 11/19/2007 Total Dissolved Solids 22000 mq/L =
2 10/16/2007 Total Suspended Solids 20 mg/L =
2 11/19/2007 Total Suspended Solids 38 mg/L =

RFI 255 - 1211212007 Page 16 of 24



Progress Energy - Surface Water Quality Data

Canal Station Sample Date Analvte Result Units Final Qualifier Notes
3 10/16/2007 Ammonia 0.3 mall U
3 10/16/2007 Ammonia 0.3 moll U Field Duplicate
3 11/19/2007 Ammonia 0.3 mall U
3 11/19/2007 Ammonia 0.3 mg/l U Field Duplicate
3 10/16/2007 Chlorophyll-a, corrected for Pheophy in 5.3 mq, m3 =
3 10/16/2007 ChlorophYll-a, corrected for Pheophy 'n 2 mq, m3 U Field Duplicate
3 11/19/2007 Chlorophyll-a, corrected for Pheophy in 3.2 mOl m3 =
3 11/19/2007 Chlorophyll-a, corrected for Pheophy in 2 mg/m3 U Field Duplicate
3 10/16/2007 Copper 0.52 luo/l =
3 10116/2007 Copper 0.51 luo/l = Field Duplicate
3 10118/2007 Copper 0.36 IUg/l =
3 10118/2007 Copper 0.37 IlJg/l = Field Duplicate
3 10116/2007 Iron 333 luo/l =
3 10116/2007 Iron 418 lug/l = Field Duplicate
3 10118/2007 Iron 192 lug/l =
3 10/18/2007 Iron 188 IlJg/l = Field Duplicate
3 10116/2007 Nickel 0.31 wo/l =
3 10/16/2007 Nickel 0.29 lug/l = Field Duplicate
3 10118/2007 Nickel 0.27 lug/l J
3 10118/2007 Nickel 0.21 IlJg/l = Field DUPlicate
3 10116/2007 Nitrate Nitrite as N 0.013 moll J
3 10/16/2007 Nitrate Nitrite as N 0.011 mg/l J Field Duplicate
3 11/19/2007 Nitrate Nitrite as N 0.25 mg/l U
3 11/19/2007 Nitrate Nitrite as N 0.25 mg/l U Field Duplicate
3 10/16/2007 Nitrooen, Kieldahl 0.27 moll =
3 10/16/2007 Nitrooen, Kieldahl 0.29 moll = Field Duplicate
3 11/19/2007 Nitrogen, Kieldahl 0.2 mg/l J
3 11/19/2007 Nitrogen, Kjeldahl 0.41 mg/l = Field Duplicate
3 10/16/2007 Phosphorus 0.06 moll =
3 10/16/2007 Phosphorus 0.063 mg/l - Field Duplicate
3 11/19/2007 Phosphorus 0.037 mg/l =
3 11/19/2007 Phosphorus 0.042 moll = Field Duplicate
3 10/16/2007 Total Dissolved Solids 28000 moll =
3 10/16/2007 Total Dissolved Solids 27000 mg/l = Field Duplicate
3 11/19/2007 Total Dissolved Solids 27000 mg/l =
3 11/19/2007 Total Dissolved Solids 25000 moll = Field Duplicate
3 10/16/2007 Total Suspended Solids 33 moll =
3 10/16/2007 Total Suspended Solids 28 mg/l = Field DUPlicate
3 11/19/2007 Total Suspended Solids 39 mg/l =
3 11/19/2007 Total Suspended Solids 36 moll = Field DUPlicate
3 10/16/2007 Zinc 0.53 uo/l =
3 10/16/2007 Zinc 0.51 lug/l = Field Duplicate
3 10118/2007 Zinc 0.26 lug/l =
3 10118/2007 Zinc 0.34 IJg/l = Field Duplicate

RFI 255 - 1211212007 Page 17 of 24



Progress Energy • Surface Water Quality Data

Canal Station Sample Date Analvte Result Units Final Qualifier Notes
4 10/16/2007 Ammonia 0.3 mg/l U
4 11/19/2007 Ammonia 0.3 moll U
4 10/16/2007 Chlorophyll-a, corrected for Pheophvtin 2 molm3 U
4 11/1912007 Chlorophyll-a, corrected for Pheophvtin 2.1 mg/m3 =
4 10/16/2007 Copper 0.54 lugll =
4 10/18/2007 Copper 0.44 woll =
4 10116/2007 Iron 410 IwQ/l =
4 10/1812007 Iron 310 IIJQ/l =
4 10/16/2007 Nickel 0.32 lug/l =
4 10118/2007 Nickel 0.29 wo/l =
4 1011612007 Nitrate Nitrite as N 0.013 mQ/l J
4 11119/2007 Nitrate Nitrite as N 0.25 moll U
4 10/16/2007 Nitrogen, Kjeldahl 0.18 mg/l J
4 11119/2007 Nitrooen Kieldahl 0.33 moll =
4 1011612007 Phosphorus 0.047 mQ/l =
4 11/1912007 Phosphorus 0.03 mgll =
4 1011612007 Total Dissolved Solids 27000 mgll -
4 11/1912007 Total Dissolved Solids 26000 moll =
4 1011612007 Total Suspended Solids 43 moll =
4 1111912007 Total Suspended Solids 37 mgll =
4 1011612007 Zinc 0.55 lJo/l =
4 10/1812007 Zinc 0.52 ug/l =
5 10/16/2007 Ammonia 0.6 mg/l U
5 11/19/2007 Ammonia 0.3 mq/l U
5 1011612007 Chlorophyll-a, corrected for Pheophvtin 2 molm3 U
5 1111912007 Chlorophyll-a, corrected for Pheophytin 2.1 mg/m3 =
5 10/16/2007 Copper 0.41 woll =
5 10118/2007 Copper 0.46 lJoll =
5 1011612007 Iron 140 woll =
5 1011812007 Iron 130 ug/l =
5 10116/2007 Nickel 0.24 woll =
5 10/18/2007 Nickel 0.25 lJo/l =
5 10/1612007 Nitrate Nitrite as N 0.05 moll U
5 11/1912007 Nitrate Nitrite as N 0.25 mgll U
5 10/1612007 Nitrooen, Kieldahl 0.2 mq/l U
5 11/19/2007 Nitrooen, Kieldahl 0.33 moiL =
5 10/16/2007 Phosphorus 0.029 moll =
5 11/1912007 Phosphorus 0.019 mglL =
5 10/1612007 Total Dissolved Solids 28000 moll =
5 11/19/2007 Total Dissolved Solids 28000 moiL =
5 10116/2007 Total Suspended Solids 29 moll =
5 1111912007 Total Suspended Solids 33 mgll =
5 10116/2007 Zinc 0.28 IlJoll =
5 10/18/2007 Zinc 0.26 ug/l =
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Progress Energy • Surface Water Quality Data

Canal Station Samole Date Analvte Result Units Final Qualifier Notes
6 10/16/2007 Ammonia 0.6 mall U
6 11/19/2007 Ammonia 0.3 moll U
6 10/16/2007 Chlorophyll-a. corrected for Pheophylin 2 mq/m3 U
6 11/19/2007 Chlorophyll-a. corrected for Pheophylin 2.1 mg/m3 -
6 10/16/2007 Copper 0.39 luo/l =
6 10118/2007 Copper 0.4 IUq/l =
6 10116/2007 Iron 114 luq/l =
6 10118/2007 Iron 88.3 uo/l =
6 10/16/2007 Nickel 0.3 luo/l =
6 10118/2007 Nickel 0.25 luq/l =
6 10116/2007 Nitrate Nitrite as N 0.05 mg/l U
6 11/19/2007 Nitrate Nitrite as N 0.25 mg/l U
6 10/16/2007 Nitrooen, Kieldahl 0.2 mall U
6 11/19/2007 Nitrooen, Kieldahl 0.27 moll =
6 10/16/2007 Phosphorus 0.03 mq/l =
6 11/19/2007 Phosphorus 0.018 mg/l -
6 10/16/2007 Total Dissolved Solids 30000 moll =
6 11/19/2007 Total Dissolved Solids 27000 mq/l =
6 10/16/2007 Total Suspended Solids 24 mg/l =
6 11/19/2007 Total Suspended Solids 36 moll =
6 10/16/2007 Zinc 0.29 ~uq/l =
6 10/18/2007 Zinc 0.17 ug/l =
7 10/16/2007 Ammonia 0.6 moll U
7 11/19/2007 Ammonia 0.3 mq/l U
7 10/16/2007 Chlorophyll-a, corrected for Pheophylin 2 mg/m3 U
7 11/19/2007 Chlorophyll-a, corrected for Pheophvtin 3.2 malm3 J
7 10/16/2007 Copper 0.34 uq/l =
7 10/18/2007 Copper 0.21 IUq/l -
7 10116/2007 Iron 98.4 'uq/l -
7 10118/2007 Iron 48.4 uo/l =
7 10/16/2007 Nickel 0.22 Uq/l =
7 10/18/2007 Nickel 0.15 Uq/l =
7 10/16/2007 Nitrate Nitrite as N 0.05 mg/l U
7 11/19/2007 Nitrate Nitrite as N 0.015 mall J
7 10/16/2007 Nitroqen. Kieldahl 0.2 mq/l U
7 11/19/2007 Nitroqen. Kieldahl 0.2 mq/l J
7 10/16/2007 Phosphorus 0.022 mg/l =
7 11/19/2007 Phosphorus 0.019 moll =
7 10/16/2007 Total Dissolved Solids 32000 mq/l -
7 11/19/2007 Total Dissolved Solids 33000 mg/l =
7 10/16/2007 Total Suspended Solids 31 mg/l =
7 11/19/2007 Total Suspended Solids 42 moll =
7 10/16/2007 Zinc 0.19 Uq/l =
7 10/18/2007 Zinc 0.11 ug/l =

legend:
Concentration qualifiers
ND- Analyte not detected
U- Analyte not detected
J- Result estimated
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Progress Energy
Barge Canal Field Water Quality Profile Data

Station 10 Sta 1 Sta 1 Sta 1 Sta 1 Sta 1 Sta 2 Sta 2 Sta 2
Date Sampled 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007
Time Sampled 1545 1546 1547 1548 1550 1522 1523 1524

Depth (m) Units 0.15 1 2 3 4 0.15 1 2

Parameter Temperature DC 27.33 27.21 26.09 26.09 25.85 27.12 27.12 25.95
Dissolved Oxygen (DO) mg/L 3.95 4.14 2.44 2.25 1.94 4.94 5.41 3.30
DO Percent Saturation % 56.1 58.2 33.7 31.5 27.1 65.5 73.8 46.6
Conductivity mSlcm 29.88 32.10 36.04 36.66 38.90 15.65 22.78 40.95
Salinity ppt 18.43 20.03 22.70 23.15 24.71 9.21 13.72 26.02
pH units 7.87 7.81 7.49 7.51 7.52 8.02 8.06 7.78
Secchi depth meters 1.23 1.23 1.23 1.23 1.23 1.94 1.94 1.94
Total Depth meters 4.72 4.72 4.72 4.72 4.72 3.96 3.96 3.96

Station 10 Sta 1 Sta 1 Sta 1 Sta 1 Sta 2 Sta 2 Sta 2 Sta 2
Date Sampled 11/19/2007 11/19/2007 11/19/2007 11/19/2007 11/19/2007 11/19/2007 11/19/2007 11/19/2007
Time Sampled 1531 1532 1533 1533 1425 1426 1426 1426

Depth (m) Units 0.15 1 2 3 0.15 1 2 3

Parameter Temperature DC 21.21 19.68 18.49 18.43 20.68 20.64 17.92 17.74
Dissolved Oxygen (DO) mg/L 5.39 6.67 3.46 2.99 6.37 5.82 5.40 4.52
DO Percent Saturation % 68.4 84.2 43.4 37.7 75.1 73.9 68.3 57.1
Conductivity mSlcm 32.66 38.10 42.18 43.13 16.10 35.66 46.82 47.30
Salinity ppt 20.45 24.25 27.15 27.83 9.45 22.53 30.48 30.83
pH units 8.12 8.17 7.84 7.84 8.12 7.95 8.00 8.01
Secchi depth meters 0.94 0.94 0.94 0.94 1.40 1.40 1.40 1.40
Total Depth meters 3.90 3.90 3.90 3.90 3.23 3.23 3.23 3.23
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Progress Energy
Barge Canal Field Water Quality Profile I

Station 10 Sta 2 Sta 2 Sta 3 Sta 3 Sta 3 Sta 3 Sta 3
Date Sampled 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007
Time Sampled 1525 1526 1434 1435 1436 1437 1438

Depth (m) Units 3 4 0.15 1 2 3 4

Parameter Temperature °c 25.32 25.30 26.59 25.49 25.27 25.25 25.25
Dissolved Oxygen (DO) mg/L 2.92 2.81 4.44 3.57 3.10 3.04 3.07
DO Percent Saturation % 41.3 40.2 60.7 50.7 44.7 43.9 44.1
Conductivity mS/cm 44.27 44.33 28.62 41.65 46.64 46.71 46.71
Salinity ppt 28.55 28.61 17.65 26.87 30.28 30.33 30.33
pH units 7.79 7.79 7.92 7.88 7.89 7.88 7.88
Secchi depth meters 1.94 1.94 1.59 1.59 1.59 1.59 1.59
Total Depth meters 3.96 3.96 5.50 5.50 5.50 5.50 5.50

Station 10 Sta 3 Sta 3 Sta 3 Sta 3 Sta 3 Sta4 Sta4
Date Sampled 11/19/2007 11/19/2007 11/19/2007 11/19/2007 11/19/2007 11/19/2007 11/19/2007
Time Sampled 1233 1233 1233 1234 1236 1130 1130

Depth (m) Units 0.15 1 2 3 4 0.15 1

Parameter Temperature °c 20.09 19.69 17.92 17.83 17.81 19.00 18.45
Dissolved Oxygen (DO) mg/L 6.26 5.53 4.61 4.51 4.52 4.91 4.75
DO Percent Saturation % 74.0 65.6 58.5 57.3 57.4 61.1 59.8
Conductivity mS/cm 19.96 22.85 47.62 48.19 48.27 37.84 43.22
Salinity ppt 11.94 13.84 31.06 31.48 31.54 24.07 27.89
pH units 7.90 7.83 7.88 8.08 8.09 7.98 8.03
Secchi depth meters 1.49 1.49 1.49 1.49 1.49 1.68 1.68
Total Depth meters 4.57 4.57 4.57 4.57 4.57 5.15 5.15
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Progress Energy
Barge Canal Field Water Quality Profile I

Station 10 Sta 3 Sta 4 Sta 4 Sta 4 Sta 4 Sta 4 Sta 4
Date Sampled 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007
Time Sampled 1439 1358 1359 1401 1402 1403 1405

Depth (m) Units 5 0.15 1 2 3 4 5

Parameter Temperature °c 25.25 25.76 25.50 25.32 25.25 25.24 25.24
Dissolved Oxygen (DO) mg/L 3.08 4.49 4.22 3.61 3.58 3.50 3.46
DO Percent Saturation % 44.4 63.2 60.6 52.2 52.3 51.0 50.3
Conductivity mS/cm 46.73 38.51 41.31 46.94 48.35 48.65 48.82
Salinity ppt 30.34 24.89 27.11 30.39 31.56 31.82 31.85
pH units 7.88 7.97 7.94 7.94 7.95 7.95 7.95
Secchi depth meters 1.59 1.02 1.02 1.02 1.02 1.02 1.02
Total Depth meters 5.50 5.50 5.50 5.50 5.50 5.50 5.50

Station 10 Sta 4 Sta 4 Sta4 Sta 5 Sta 5 Sta 5 Sta 6
Date Sampled 11/19/2007 11/19/2007 11/19/2007 11/19/2007 11/19/2007 11/19/2007 11/19/2007
Time Sampled 1131 1132 1133 1038 1039 1040 959

Depth (m) Units 2 3 4 0.15 1 2 0.15
Parameter Temperature °c 17.64 17.41 17.44 17.13 17.09 17.03 17.37

Dissolved Oxygen (DO) mg/L 4.44 4.47 4.19 6.02 5.79 5.79 7.49
DO Percent Saturation % 56.0 56.3 51.4 75.9 73.0 73.0 95.4
Conductivity mS/cm 46.89 47.64 41.84 49.44 49.47 49.52 50.56
Salinity ppt 30.53 31.08 26.90 32.39 32.41 32.45 33.21
pH units 8.10 8.10 8.10 8.10 8.11 8.12 7.96
Secchi depth meters 1.68 1.68 1.68 2.23 2.23 2.23 2.55
Total Depth meters 5.15 5.15 5.15 2.90 2.90 2.90 4.42
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Progress Energy
Barge Canal Field Water Quality Profile I

Station 10 Sta 5 Sta 5 Sta 5 Sta 6 Sta 6 Sta 6 Sta 6 Sta 6
Date Sampled 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007
Time Sampled 1315 1317 1318 1241 1242 1243 1244 1245

Depth (m) Units 0.15 1 2 0.15 1 2 3 4

Parameter Temperature °c 25.27 25.19 24.88 25.14 25.11 25.05 25.07 25.10
Dissolved Oxygen (DO) mg/L 4.40 4.33 4.10 4.85 4.63 4.52 4.31 4.20
DO Percent Saturation % 63.5 62.6 59.4 72.4 67.7 66.2 63.8 62.0
Conductivity mS/cm 47.28 47.44 48.78 50.08 50.23 50.55 51.93 52.03
Salinity ppt 30.74 30.92 31.83 32.79 32.87 33.15 34.18 34.23
pH units 8.00 8.00 8.00 8.03 8.03 8.04 8.04 8.03
Secchi depth meters 1.26 1.26 1.26 1.49 1.49 1.49 1.49 1.49
Total Depth meters 2.50 2.50 2.50 4.00 4.00 4.00 4.00 4.00

Station ID Sta 6 Sta 6 Sta 6 Sta 6 Sta 7 Sta 7 Sta 7 Sta 7
Date Sampled 11/19/2007 11/19/2007 11/19/2007 11/19/2007 11/19/2007 11/19/2007 11/19/2007 11/19/2007
Time Sampled 1000 1001 1001 1001 855 856 857 858

Depth (m) Units 1 2 3 4 0.15 1 2 3

Parameter Temperature °c 17.24 17.33 17.31 17.30 17.71 17.71 17.71 17.72
Dissolved Oxygen (DO) mg/L 7.18 7.09 7.11 6.99 7.56 7.43 7.42 7.37
DO Percent Saturation % 91.2 90.3 90.6 89.1 97.4 95.8 95.7 95.0
Conductivity mS/cm 50.57 50.81 50.99 51.05 51.65 51.79 51.80 51.90
Salinity ppt 33.22 33.39 33.53 33.57 34.02 34.12 34.13 34.20
pH units 8.00 8.03 8.04 8.04 8.08 8.08 8.08 8.08
Secchi depth meters 2.55 2.55 2.55 2.55 2.62 2.62 2.62 2.62
Total Depth meters 4.42 4.42 4.42 4.42 5.80 5.80 5.80 5.80
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Progress Energy
Barge Canal Field Water Quality Profile I

Station 10 Sta 7 Sta 7 Sta 7 Sta 7 Sta 7 Sta 7 Sta 7 Sta 7
Date Sampled 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007 10/16/2007
Time Sampled 1122 1121 1121 1120 1119 1118 1117 1116

Depth (m) Units 0.15 1 2 3 4 5 6 7

Parameter Temperature DC 25.25 25.23 25.19 25.20 25.25 25.31 25.40 25.50
Dissolved Oxygen (DO) mg/L 4.39 4.42 4.41 4.39 4.41 4.43 4.44 4.45
DO Percent Saturation % 64.7 65.3 65.1 65.0 65.3 65.8 66.5 66.6
Conductivity mS/cm 52.16 52.21 52.46 53.04 53.42 53.75 54.28 54.77
Salinity ppt 34.31 34.36 34.57 34.94 35.25 35.49 35.72 36.30
pH units 8.03 8.03 8.03 8.03 8.03 8.04 8.04 8.00
Secchi depth meters 1.66 1.66 1.66 1.66 1.66 1.66 1.66 1.66
Total Depth meters 7.50 7.50 7.50 7.50 7.50 7.50 7.50 7.50

Station 10 Sta 7 Sta 7
Date Sampled 11/19/2007 11/19/2007
Time Sampled 858 859

Depth (m) Units 4 5

Parameter Temperature DC 17.74 17.78
Dissolved Oxygen (DO) mg/L 7.35 7.30
DO Percent Saturation % 94.8 94.3
Conductivity mS/cm 51.91 52.08
Salinity ppt 34.21 34.34
pH units 8.08 8.08
Secchi depth meters 2.62 2.62
Total Depth meters 5.80 5.80
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JVT - REQUEST FOR INFORMATION
RFI # 303 CWO # -.1.QL. COLA: PEG/PEF WBS# 10.3.2

RFI TITLE: (be concise)
Water Analysis data for Crystal River Intake Canal

Date of Request: Dec 4,2007 Date information is needed? Dec 19, 2007

To: Joe Pavletich, Progress Energy From: Ed Toll. WorleyParsons
--:-:-:-------:--=---...,.------:-----:---------

(Name and Organization) (Name and Organization)

Item Requested (Please provide detailed description, title, dates, etc., if known):

Chemical Analysis for the water in the Crystal River intake canal covering the water components listed on the
attached table. The line for Corrosion target is not applicable

How would you like this Information sent to you (e-mail, hardcopy, CD, etc.)?

E-mail toedward.b.toll@worJeyparsons.com

Provide any additional Information here:

Any guestions call me at 610-855-3162

PROGRESS ENERGY - RFI RESPONSE

Responding Person: Joe Pavletich

Source of Information:

Jamie Hunter, Crystal River site

Response (what was sent):

Analytical results for water samples from the CR intake canal.

Transmittal method (how It was sent:)

email attachments

Date of Response: Dec 07,2007

FOR PGN FILE MANAGEMENT USE

Readily available QA document? (yes or no) No Hard copy filed? (yes or no) No

Sent to PGN SelVer Path:
N:\NGGWeb\NGG\Nuciear Plant Development\NPD - Proprietary
Folders\NPD-Admin Support\RFI\RFI 303



RFI #303 Surface Water Analytical Data

Station ID Sample Date Analyte Result Qualifier Units Notes

3 12/10/07 Alkalinity 120 mg/L
3 12/10/07 Alkalinity 130 mg/L Field duplicate
3 12/12/07 Alkalinity 130 mg/L
4 12/10/07 Alkalinity 130 mg/L
4 12/12/07 Alkalinity 130 mg/L
4 12/12/07 Alkalinity 130 mg/L Field duplicate
3 12/10/07 Aluminum 380 J ug/L
3 12/10/07 Aluminum 260 UJ ug/L Field duplicate
3 12/12/07 Aluminum 600 J ug/L
4 12/10/07 Aluminum 350 U ug/L
4 12112/07 Aluminum 500 J ug/L
4 12/12/07 Aluminum 420 J ug/L Field duplicate
3 12/10/07 Ammonia 0.035 J mg/L
3 12/10/07 Ammonia 0.06 J mg/L Field duplicate
3 12/12/07 Ammonia 0.06 J mg/L
4 12/10/07 Ammonia 0.054 J mg/L
4 12/12/07 Ammonia 0.052 J mg/L
4 12/12/07 Ammonia 0.053 J mg/L Field duplicate
3 12/10/07 Bicarbonate Alkalinity as CaC03 120 mg/L
3 12110/07 Bicarbonate Alkalinity as CaC03 130 mg/L Field duplicate
3 12/12/07 Bicarbonate Alkalinity as CaC03 130 mg/L
4 12/10/07 Bicarbonate Alkalinity as CaC03 130 mg/L
4 12/12/07 Bicarbonate Alkalinity as CaC03 130 mg/L
4 12112/07 Bicarbonate Alkalinity as CaC03 130 mg/L Field duplicate
3 12/10/07 Boron 2800 ug/L
3 12/10/07 Boron 2700 ug/L Field duplicate
3 12112/07 Boron 3000 ug/L
4 12/10/07 Boron 3000 ug/L
4 12/12/07 Boron 2900 ug/L
4 12/12/07 Boron 3000 ug/L Field duplicate
3 12/10/07 Calcium 240000 J ug/L
3 12/10/07 Calcium 240000 J ug/L Field duplicate
3 12/12/07 Calcium 260000 J ug/L
4 12/10/07 Calcium 260000 J ug/L
4 12/12/07 Calcium 260000 J ug/L
4 12/12/07 Calcium 270000 J ug/L Field duplicate
3 12/10/07 Carbonate Alkalinity as CaC03 1 mg/L
3 12/10/07 Carbonate Alkalinity as CaC03 1 mg/L Field duplicate
3 12112/07 Carbonate Alkalinity as CaC03 1 mg/L
4 12/10/07 Carbonate Alkalinity as CaC03 1 mg/L
4 12/12/07 Carbonate Alkalinity as CaC03 1 mg/L
4 12/12/07 Carbonate Alkalinity as CaC03 1 mg/L Field duplicate
3 12/10/07 Chloride 14000 mg/L
3 12/10/07 Chloride 14000 mg/L Field duplicate
3 12/12/07 Chloride 14000 mg/L
4 12/10/07 Chloride 12000 mg/L
4 12/12/07 Chloride 14000 mg/L
4 12/12/07 Chloride 15000 mg/L Field duplicate
3 12/10/07 Corrosivity toward Steel 0.1 mm/year
3 12/10/07 Corrosivity toward Steel 0.1 mm/year Field duplicate



RFI #303 Surface Water Analytical Data

Station 10 Sample Date Analyte Result Qualifier Units Notes

3 12/12/07 Corrosivity toward Steel 0.1 mm/year
4 12/10/07 Corrosivity toward Steel 0.1 mm/year
4 12/12/07 Corrosivity toward Steel 0.1 mm/year
4 12/12/07 Corrosivity toward Steel 0.1 mm/year Field duplicate
3 12/10/07 Cyanide, Total 0.01 mg/L
3 12/10/07 Cyanide, Total 0.01 mg/L Field duplicate
3 12/12/07 Cyanide, Total 0.01 mg/L
4 12/10/07 Cyanide, Total 0.01 mg/L
4 12/12/07 Cyanide. Total 0.01 mg/L
4 12/12/07 Cyanide, Total 0.01 mg/L Field duplicate
3 12/10/07 Fluoride 0.51 J mg/L
3 12/10/07 Fluoride 0.49 J mg/L Field duplicate
3 12/12/07 Fluoride 0.49 J mg/L
4 12/10/07 Fluoride 0.48 J mg/L
4 12/12/07 Fluoride 0.5 J mg/L
4 12/12/07 Fluoride 0.49 J mg/L Field duplicate
3 12/10/07 Hydrogen sulfide 0.1 mg/L
3 12/10/07 Hydrogen sulfide 0.1 mg/L Field duplicate
3 12/12/07 Hydrogen sulfide 0.1 mg/L
4 12/10/07 Hydrogen sulfide 0.1 mg/L
4 12/12/07 Hydrogen sulfide 0.1 mg/L
4 12/12/07 Hydrogen sulfide 0.1 mg/L Field duplicate
3 12/10/07 Iron 300 ug/L
3 12/10/07 Iron 240 ug/L Field duplicate
3 12/12/07 Iron 500 ug/L
4 12/10/07 Iron 290 ug/L
4 12/12/07 Iron 440 ug/L
4 12/12/07 Iron 390 ug/L Field duplicate
3 12/10/07 Magnesium 850000 ug/L
3 12110/07 Magnesium 830000 ug/L Field duplicate
3 12/12/07 Magnesium 870000 ug/L
4 12/10/07 Magnesium 880000 ug/L
4 12/12/07 Magnesium 860000 ug/L
4 12/12/07 Magnesium 870000 ug/L Field duplicate
3 12/10/07 Nitrate as N 0.047 mg/L
3 12/10/07 Nitrate as N 0.059 mg/L Field duplicate
3 12/12/07 Nitrate as N 0.051 mg/L
4 12/10/07 Nitrate as N 0.046 mg/L
4 12/12/07 Nitrate as N 0.057 mg/L
4 12/12/07 Nitrate as N 0.049 mg/L Field duplicate
3 12/10/07 Nitrate Nitrite as N 0.047 mg/L
3 12/10/07 Nitrate Nitrite as N 0.059 mg/L Field duplicate
3 12/12/07 Nitrate Nitrite as N 0.055 mg/L
4 12/10/07 Nitrate Nitrite as N 0.046 mg/L
4 12/12/07 Nitrate Nitrite as N 0.06 mg/L
4 12/12/07 Nitrate Nitrite as N 0.052 mg/L Field duplicate
3 12/10/07 Nitrite as N 0.05 mg/L
3 12/10/07 Nitrite as N 0.05 mg/L Field duplicate
3 12/12/07 Nitrite as N 0.004 J mg/L
4 12/10/07 Nitrite as N 0.05 mg/L



RFI #303 Surface Water Analytical Data

Station ID Sample Date Analyte Result Qualifier Units Notes

4 12/12/07 Nitrite as N 0.0029 J mg/L
4 12/12/07 Nitrite as N 0.0032 J mg/L Field duplicate
3 12/10/07 Orthophosphate 0.026 J mg/L
3 12/10/07 Orthophosphate 0.025 J mg/L Field duplicate
3 12/12/07 Orthophosphate 0.033 J mg/L
4 12/10/07 Orthophosphate 0.02 J mg/L
4 12/12/07 Orthophosphate 0.03 J mg/L
4 12/12/07 Orthophosphate 0.03 J mg/L Field duplicate
3 12/10/07 Phosphorus 0.066 mg/L
3 12/10/07 Phosphorus 0.052 mg/L Field duplicate
3 12/12/07 Phosphorus 0.064 mg/L
4 12/10/07 Phosphorus 0.052 mg/L
4 12/12/07 Phosphorus 0.045 mg/L
4 12/12/07 Phosphorus 0.046 mg/L Field duplicate
3 12/10/07 Potassium 350000 ug/L
3 12/10/07 Potassium 340000 ug/L Field duplicate
3 12/12/07 Potassium 350000 ug/L
4 12/10/07 Potassium 370000 ug/L
4 12/12/07 Potassium 350000 ug/L
4 12/12/07 Potassium 360000 ug/L Field duplicate
3 12/10/07 Si02, Silica 2700 ug/L
3 12/10/07 Si02, Silica 2700 ug/L Field duplicate
3 12/12/07 Si02, Silica 2900 ug/L
4 12/10/07 Si02, Silica 2800 ug/L
4 12/12/07 Si02, Silica 2900 ug/L
4 12/12/07 Si02, Silica 2800 ug/L Field duplicate
3 12/10/07 Sodium 6600000 ug/L
3 12/10/07 Sodium 6600000 ug/L Field duplicate
3 12/12/07 Sodium 6700000 ug/L
4 12/10/07 Sodium 6900000 ug/L
4 12/12/07 Sodium 6800000 ug/L
4 12/12/07 Sodium 7000000 ug/L Field duplicate
3 12/10/07 Sulfate 1500 mg/L
3 12/10/07 Sulfate 1500 mg/L Field duplicate
3 12/12/07 Sulfate 1500 mg/L
4 12/10/07 Sulfate 1600 mg/L
4 12/12/07 Sulfate 1500 mg/L
4 12/12/07 Sulfate 1600 mg/L Field duplicate
3 12/10/07 Total Suspended Solids 29 mg/L
3 12/10/07 Total Suspended Solids 27 mg/L Field duplicate
3 12/12/07 Total Suspended Solids 46 mg/L
4 12/10/07 Total Suspended Solids 28 mg/L
4 12/12/07 Total Suspended Solids 35 mg/L
4 12/12/07 Total Suspended Solids 24 mg/L Field duplicate
3 12/10/07 Zinc 20 ug/L
3 12/10/07 Zinc 20 ug/L Field duplicate
3 12/12/07 Zinc 20 ug/L
4 12/10/07 Zinc 20 ug/L
4 12/12/07 Zinc 20 ug/L
4 12/12/07 Zinc 20 ug/L Field duplicate



Progress Energy
Levy Advanced Reactor Units I & 2
Evaluation of Oxygen Scavenger, pH Control Agent,
Potable Water Biocide, and Cooling Water Chemicals
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Response to RFI 306
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JVT - REQUEST FOR INFORMATION
RFI #~ CWO #~ COLA: PEF WBS# 10.3__

RFI TITLE: (be concise)
Levy Site -Confirmation for use of Prior Crystal River Water data

Date ofRequest: 12/11/07 Date information is needed? 12114107

To: Joseph Paveltich Progress Energy From: Ed Toll, WorleyParsons - 610-855-3162

(Name and Organization) (Name and Organization)

Item Requested (Please provide detailed description, title, dates, etc., If known):

WorleyParsons would like to use water analysis data preViously obtained for work they performed at Crystal
River ,which represents water from the Golf of Mexico, for the water supply for the Levy cooling tower.
Progress energy is requested to confirm that WorleyParsons may use the CR data for Levy.

How would you like this information sent to you (e-mail.hardcopy.CD. etc.)?

EMail completed RFI

Provide any additional information here:

PROGRESS ENERGY - RFI RESPONSE

Responding Person: Joe Pavletich Date of Response: 12-11-07

Source of Information:

Ana~ytical Report on tv.(o (Gulf of Mexico influenVraw) water samples collected for the Crystal River 4+5
Scrubber Project. Data obtained from PGN/CR by Worley Parsons.

'--.., (
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Response (what was sent):

Confirmation that Worley Parsons can use Crystal River Gulf water sampling for their Levy NP cooling
tower stUdy. PGN makes no assurance that the data is correct.

Transmittal method (how it was sent:)

email

FOR PGN FILE MANAGEMENT USE

Readily available QA document? (yes Of no) No Hard copy filed? (yes orno) No

Sent to PGN Server Path: N:\NGGWeb\NGG\Nuclear Plant Development\NPD - Proprietary
F~lders\NPD-Admin Support\RFI\RFI 306




