CCNPP3COLA PEmails

From: John Rycyna

Sent: Wednesday, April 22, 2009 12:25 PM

To: Poche, Robert; McQueeney, Jennifer; katie.thurstin@unistarnuclear.com

Cc: CCNPP3COL Resource; Deanna Zhang; Terry Jackson; Peter Hearn; Joseph Colaccino;
James Biggins; Adam Gendelman

Subject: RAI No 105 ICE 1628.doc (PUBLIC)

Attachments: RAI No 105 ICE 1628.doc

Rob,

Attached please find the subject request for additional information (RAI). A draft of the RAI was provided to
you on April 7, 2009. No conference call was requested to discuss this RAI. The schedule we have
established for review of your application assumes technically correct and complete responses within 30 days
of receipt of RAls. For any RAls that cannot be answered within 30 days, it is expected that a date for receipt
of this information will be provided to the staff within the 30 day period so that the staff can assess how this
information will impact the published schedule.

John Rycyna, PE

Sr. Project Manager

Division of New Reactor Licensing
Office of New Reactors

U.S. Nuclear Regulatory Commission
301-415-4122
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Request for Additional Information No. 105
4/22/2009

Calvert Cliffs Unit 3
UniStar
Docket No. 52-016
SRP Section: 09.05.02 - Communications Systems
Application Section: 09.05.02 - Communications Systems

QUESTIONS for Instrumentation, Controls and Electrical Engineering 1 (AP1000/EPR Projects) (ICE1)

09.05.02-3

Demonstrate that Bulletin 80-15 has been addressed in the Emergency Communications
System design. Specifically, provide information regarding what backup power sources
are available for the Emergency Notification System and its interfaces.

The staff reviewed Section 9.5.2 of the U.S. EPR DC-FSAR. The staff found that Bulletin
80-15 had not been addressed in the DC-FSAR. The staff requested that AREVA
provide information to demonstrate Bulletin 80-15 had been addressed as required by 10
CFR 50.54(f). NRC Bulletin 80-15 states that licensees should address Emergency
Notification System backup power availability in case of loss-of-offsite power. In
response, AREVA stated that the power source for the emergency offsite communication
system, including backup power, will be addressed by the COL Applicant. This COL
applicant responsibility is included in the proposed new COL Item 9.5-21, which states:
"a COL applicant that references the U.S. EPR design certification will provide a
description of the offsite communication system that interfaces with the onsite
communication system." What backup power sources are available in the Calvert Cliffs
Nuclear Power Plant design for the Emergency Notification System and its interfaces?
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