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                                                                   May 27, 2009 
 
 
 
Mr. Alfred M. Paglia  
Manager, Nuclear Licensing 
MC P40 
South Carolina Electric & Gas Company 
PO Box 88 
Jenkinsville, SC 29065 
 
SUBJECT:  REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 048 RELATED TO 

SRP SECTION 02.03.01 FOR THE VIRGIL C. SUMMER NUCLEAR STATION 
UNITS 2 AND 3 COMBINED LICENSE APPLICATION 

 
Dear Mr. Paglia: 
 
By letter dated March 27, 2008, South Carolina Electric & Gas Company submitted its 
application to the U. S. Nuclear Regulatory Commission (NRC) for a combined  license (COL) 
for two AP1000 advance passive pressurized water reactors pursuant to 10 CFR Part 52.  The 
NRC staff is performing a detailed review of this application to enable the staff to reach a 
conclusion on the safety of the proposed application. 
 
The NRC staff has identified that additional information is needed to continue portions of the 
review.  The staff’s request for additional information (RAI) is contained in the enclosure to this 
letter. 
 
To support the review schedule, you are requested to respond within 30 days of the date of this 
letter.  If changes are needed to the final safety analysis report, the staff requests that the RAI 
response include the proposed wording changes. 
 
 
 
 
 
 
 



 

 
If you have any questions or comments concerning this matter, you may contact me at 301-415-
3025 or at Chandu.Patel@nrc.gov via e-mail. 
 
 

Sincerely, 
 
 /RA/ 
 

Chandu P. Patel, Senior Project Manager 
AP1000 Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 
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If you have any questions or comments concerning this matter, you may contact me at 301-415-
3025 or at Chandu.Patel@nrc.gov via e-mail. 
 
 
 
 

Sincerely, 
 
 /RA/ 
 

Chandu P. Patel, Senior Project Manager 
AP1000 Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 
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Virgil C. Summer Nuclear Station, Units 2 and 3 
South Carolina Electric and Gas Company 

Docket No. 52-027 and 52-028 
SRP Section: 02.03.01 - Regional Climatology 

Application Section: Regional Climatology 
 
QUESTIONS for Siting and Accident Conseq Branch (RSAC) 
 
02.03.01-1 
In accordance with NUREG-0800, Regulatory Guide 1.206, and Regulatory Guide 1.76: 

 
         Provide annual frequencies (and supporting data) of reported tornadoes in the vicinity (i.e., 

surrounding counties) of the proposed site.  This data should include the magnitude (i.e., F1, F2, 
etc), date, and county in which the tornado was reported.   

  
02.03.01-2 
Please justify why the extreme wind basic wind speed site characteristic value for safety-related 
structures is not based on the most severe hurricanes that have been historically reported for the site 
and surrounding area. 

 
10 CFR 52.79(a)(1)(iii) states, in part, that the COL application must contain the meteorological 
characteristics of the proposed site with appropriate consideration of the most severe of the natural 
phenomena that have been historically reported for the site and surrounding area and with sufficient 
margin for the limited accuracy, quantity, and time in which the historical data have been accumulated. 
  
FSAR Section 2.3.1.3.3 states that Hurricane Hugo (1989) was observed to have a maximum wind gust 
of 95 knots (109 mph).  However, FSAR Table 2.0-201 shows that the Operating Basis Wind Speed is 
102 mph (100-year return period 3-second gust). Please either correct this apparent discrepancy in the 
FSAR or explain why the recorded wind gust from Hurricane Hugo (1989) should not be considered to 
be the most severe wind speed recorded in the region surrounding VCSNS.  
 
 
02.03.01-3 
Address, in FSAR Section 2.3.1, the extreme frozen winter precipitation event and extreme liquid 
winter precipitation event as site characteristics in accordance with the Interim Staff Guidance (ISG) 
DC/COL-ISG-07, "Interim Staff Guidance on Assessment of Normal and Extreme Winter Precipitation 
Loads on the Roofs of Seismic Category I Structures" (ML081990438) and provide a discussion for the 
site characteristic values chosen. 
 
 
02.03.01-4 
This RAI refers to FSAR Section 2.3.1.5, “Air Temperature Site Characteristics”, and FSAR Table 2.0-
201: 
 
The VCSNS site characteristic values to be compared with the AP1000 maximum safety and minimum 
safety air temperature site parameter values should either be 100-year return period values or historic 
extreme values, whichever are bounding. 
 
10 CFR 52.79(a)(1)(iii) states in part that COL applications must identify the meteorological 
characteristics of the proposed site with appropriate consideration of the most severe of the natural 
phenomena that have been historically reported for the site and surrounding area with sufficient margin 
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for the limited accuracy, quantity, and period of time in which the historical data have been 
accumulated.   
 
Temperatures based on a 100-year return period are considered to provide sufficient margin for the 
limited accuracy, quantity, and period of time in which the historical data have been accumulated as 
required by the regulation. 
 
1.   FSAR Section 2.3.1.5 states, in the last paragraph, “Based on the linear regression analyses of 

these data sets for a 100-year return period, the maximum dry bulb temperature is estimated to be 
112.4°F, the minimum dry bulb temperature is estimated to be approximately –8.9°F, and the 
maximum wet bulb temperature is estimated to be 87.3°F.” 

 
·  Please explain why these results are not used for the site characteristic values in FSAR Table 

2.0-201, considering that they are more extreme than the values currently shown.  Update 
FSAR Table 2.0 and FSAR Section 2.3.1.5 as necessary. 

 
2.   FSAR Section 2.3.1.5 states that “This record low temperature … represents an overall, historical 

minimum temperature.” 
 
Please update the FSAR to include the period of record for this observation site (Chester 1NW). 
 
 
02.03.01-5 
NUREG-0800, Section 2.3.1, Acceptance Criteria #2 states, in part, the applicability of severe weather 
phenomena data to represent site conditions during the expected period of reactor operation should be 
substantiated.  SRP 2.3.1 Review Procedure #3 states, in part, current literature on possible changes 
in the weather in the site region should be reviewed to be confident that the methods used to predict 
weather extremes are reasonable. 
 
Please include in FSAR Section 2.3.1.7, “Climate Changes”, a brief discussion on the potential effects 
of global climate change on the future regional conditions near the site.  Include in this discussion any 
proposed site characteristics that may be altered or affected due to the potential of climate change. 
 
 

 
 
 
 
 
 

  



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /OK
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 450
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly true
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for compliance with 10CFR1, Appendix A.  Created PDF documents can be opened with Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


