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NEF-09-00094-NRC

Attn: Document Control Desk
Director
Office of Nuclear Safety and Safeguards
U.S. Nuclear Regulatory Commission
Washington, D.C. 20555-0001

Louisiana Energy Services, LLC
National Enrichment Facility
NRC Docket No. 70-3103

Subject: Response to NRC Review of the 10 CFR 70.72 Summary of Changes for
Louisiana Energy Services

References: 1) Letter from LES to NRC, NEF-09-00032-NRC, Annual Summary of 10
CFR 70.72(c) Evaluations, January 29, 2009.

2) Letter from NRC to LES, Request for Additional Information for
Review of the 10 CFR 70.72 Summary of Changes for Louisiana
Energy Services, May 4, 2009.

By letter dated January 29, 2008 (Reference 1), Louisiana Energy Services, LLC (LES)
provided a summary of changes to the records required -by Title 10 of the Code of Federal
Regulations (10 CFR) Part 70.72(a)(2) that did not require pre-approval under 10 CFR
Part 70.72, pursuant to the requirements of 10 CFR Part 70.72(d)(2). By letter dated May
4, 2009 (Reference 2), the NRC requested certain facility change information to be
submitted within 15 days of receipt of its letter. The letter was received by LES on May
6, 2009. The following 70.72s were requested:

2007-0002, CC-EG-2006-0044, Change Elevation of UBC Storage Pad and
Change Drain Piping Material
2008-0004, LBDCR-07-0037, SAR Table 6.1-1
2008-0008, EG-3-3100-03, Quality Assurance Grading Procedure Change
2008-0049, CC-EG-2007-0267, Design, Procurement and Installation of Fire
Water Pump House and Associated Equipment
2008-0207, CC-EG-2008-0117, Post Mortem Facility (PMF) Design Changes for
DCP ETC4058177
2008-0240, CC-EG-2007-0268, Fire Brigade and Shift Staffing Requirements
2008-0298, CC-EG-2008-0148, OAR of Areva IROFS C15 and IROFS C16
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2008-0325, CC-EV-2007-0120, Excavation Depth and Environmental Pre-Op
Data (ER & SAR)
2008-0331, Supplier Document Review-2008-438, ETC4054273-3, Nuclear
Criticality and Critical Cylinder Diameter for 6% Uranyl Fluoride
2008-0408, CC-EG-2007-0053, SBM 1001 IROFS 35 Fire Barrier
2008-0503, CC-EG-2007-0060, SBM Removal of NAF Trap Enclosures

Enclosure 1 includes the information available to support the change packages of interest.

Furthermore, during our review of this letter it was discovered that two decreases in
effectiveness reviews could not be located. We are currently searching for these and will
transmit them to the NRC upon discovery. If they are not found in a timely manner we
will write Condition Reports. The configuration changes that are missing reviews are
listed below:

2007-0002, CC-EG-2006-0044, Change Elevation of UBC Storage Pad and
change drain piping material - A decrease in Effectiveness Review on the
Environmental Report could not be found.
2008-0207, CC-EG-2008-0117, Post Mortem Facility (PMF) Design Changes for
DCP ETC4058177- A decrease in Effectiveness Review on the Environmental
Report could not be found.

Should there be any questions, please contact Mr. Stephen Cowne, LES Director, Quality
and Regulatory Affairs, at 575.394.5253.

Respectfully,

A. Reed for
Gregory OD Smith
Chief Operating Officer and Chief Nuclear Officer

Enclosures: 1) Requested 70.72 packages



cc:

Timothy C. Johnson, Senior Project Manager
Two White Flint North
Mail Stop T-8A33
11545 Rockville Pike
Rockville, MD 20852-2738

Deborah A Seymour
Chief, Construction Projects Branch 1
U.S. Nuclear Regulatory Commission Region II
Sam Nunn Atlanta Federal Center, 23 T85
61 Forsyth Street, SW
Atlanta, GA 30303-8931


