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BellBendCOLPEm Resource

From: Michael Canova
Sent: Tuesday, June 02, 2009 7:53 AM
To: 'Sgarro, Rocco R'; 'BBNPP@pplweb.com'; 'jennifer.mcqueeney@unistarnuclear.com'; 

'Katie.Thurstin@unistarnuclear.com'
Cc: BellBendCOL Resource; Susan Vrahoretis; Robert Weisman; Terry Jackson; Deirdre 

Spaulding
Subject: RE: Bell Bend COLA - Request for Information No. 13 (RAI No. 13)-  ICE1 - 2013
Attachments: letter 13 - RAI 2013 - ICE1.pdf

RAI No. 13 is attached regarding the Bell Bend COL Application. Per our discussion of June 1, 2009 we understand that 
you have no questions regarding the content of the initial draft sent to you on May 26, 2009. 
 
You are requested to respond to this request 30 days to respond. Durations are factored into your review schedule. If 
additional time is required to respond, please inform me of your proposed schedule to respond at your earliest opportunity.
 
If you have any questions, please contact me. 
 
Michael A. Canova 
Project Manager ‐ Bell Bend COL Application 
Docket 52‐039 
EPR Project Branch 
Division of New Reactor Licensing 
Office of New Reactors 
301‐415‐0737 
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Request for Additional Information No. 13 Revision 0 

6/2/2009

Bell Bend 
PPL Bell Bend LLC. 
Docket No. 52-039 

SRP Section: 07.09 - Data Communication Systems 
Application Section: COL FSAR Chapter 7 

QUESTIONS for Instrumentation, Controls and Electrical Engineering 1 (AP1000/EPR Projects) (ICE1) 

07.09-1
Provide information regarding the access controls planned for the safety systems.   

The applicant’s FSAR incorporates by reference Chapter 7 of the U.S. EPR FSAR, 
“Instrumentation and Controls,” without any departures.  Section 7.1 of U.S. EPR FSAR 
references The AREVA NP Topical Report ANP-10272, “Software Program Manual for 
TELEPERM XS™ Safety Systems Topical Report.”  This topical report states that COL 
applicants will provide information regarding the control of access from outside the 
safety system and critical control systems.  10 CFR 50.55a(h) requires adherence to the 
requirements of IEEE 603-1991.  IEEE 603-1991, Clause 5.9, requires that “The design 
shall permit the administrative control of access to safety system equipment.    Describe 
the access controls planned for the safety systems. 
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