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June 8, 2009

Mr. William H. Spence

Executive Vice-President

Chief Operating Officer/Chief Nuclear Officer
PPL Corporation

Two North Ninth St., GENTW16

Allentown, PA 18101-1179

SUBJECT: SUSQUEHANNA GENERATING STATION - NRC INSPECTION REPORT NOS.
05000387/2009403 and 05000388/2009403

Dear Mr. Spence:

On May 22, 2009, the U.S. Nuclear Regulatory Commission (NRC) completed an inspection of
your Susquehanna Generating Station Units 1 and 2. The enclosed report documents the
inspector’s results, which were discussed on May 22, 2009 with Mr. Ronald Smith and other
members of your staff via a telephone conference.

The inspection examined activities conducted under your license as they relate to the relocation
of the on-site pumper truck in February 2009 and the ramifications on implementation of B.5.b
Phase 2 and 3 mitigating strategies. The inspection also reviewed your staff’'s compliance with
the Commission’s rules and regulations, and with the condition of your operating license. Within
these areas, the inspection involved examination of selected procedures and records,
observation of activities, and interviews with station personnel.

This report documents one NRC-identified finding of very low safety significance (Green). This
finding was determined to involve a violation of NRC requirements. Because of the very low
safety significance, and because this violation was entered into your corrective action program,
the NRC is treating this finding as a non-cited (NCV), in accordance with Section VI.A.1 of the
NRC Enforcement Policy. If you contest this NCV, you should provide a response within 30
days of the date of the inspection report, with the basis for your denial, to the Nuclear
Regulatory Commission, ATTN: Document Control Desk, Washington, DC 20555-0001; with
copies to the Regional Administrator Region [; the Director, Office of Enforcement, United
States Nuclear Regulatory Commission, Washington, DC 20555-0001; and the NRC Resident
Inspector at the Susquehanna Generating Station. In addition, if you disagree with the
characterization of the cross-cutting aspect in this report, you should provide a response within
30 days of the date of this inspection report, with the basis for your disagreement, to the
Regional Administrator, Region |, and the NRC Resident Inspector at the Susquehanna
Generating Station. The information you provide will be considered in accordance with
Inspection Manual Chapter 0305.

When separated from the Enclosure,
this document is DECONTROLLED.
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In accordance with 10 CFR 2.390 of the NRC “Rules of Practice,” a copy of this letter will be
available electronically for public inspection in the NRC Public Document Room or from the
Publicly Available Records System (PARS) component of the NRC Agency-wide Documents
Access and Management System (ADAMS), accessible from the NRC Web site at
http://www.nrc.gov/reading-rm/adams.html (the Public Electronic Reading Room). Based
upon the sensitive information contained in the enclosure, and in accordance with 10 CFR
2.390, a copy of this letter’s enclosure will not be available for public inspection.

Sincerely,
IRA/

John F. Rogge, Chief
Engineering Branch 3
Division of Reactor Safety

Docket Nos. 50-387; 50-388
License Nos. NPF-14, NPF-22

Enclosure: Inspection Report 05000387/2009403 and 05000388/2009403
w/Attachment: Supplemental Information
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In accordance with 10 CFR 2.390 of the NRC “Rules of Practice,” a copy of this letter will be
available electronically for public inspection in the NRC Public Document Room or from the
Publicly Available Records System (PARS) component of the NRC Agency-wide Documents
Access and Management System (ADAMS), accessible from the NRC Web site at
http://www.nrc.gov/reading-rm/adams.html (the Public Electronic Reading Room). Based
upon the sensitive information contained in the enclosure, and in accordance with 10 CFR
2.390, a copy of this letter’'s enclosure will not be available for public inspection.

Sincerely,
IRA/

John F. Rogge, Chief
Engineering Branch 3
Division of Reactor Safety

Docket Nos. 50-387; 50-388
License Nos. NPF-14, NPF-22

Enclosure: Inspection Report 05000387/2009403 and 05000388/2009403
w/Attachment: Supplemental Information

SUNSI Review Complete: WAC (Reviewer’s Initials)

Non-Public Designation Category: MD 3.4 Non-Public A.3 (A.3 - A7 or B.1)
ADAMS ACC: ML091590462

DOCUMENT NAME: T:\DRS\SRAs\Cook\Susq B 5 b pumper truck IRpt rev1 (2).doc

After declaring this document “An Official Agency Record” it will be released to the Public.
To receive a copy of this document, indicate in the box: "C" = Copy without attachment/enclosure "E" = Copy with attachment/enclosure "N" = No copy

OFFICE RI/DRS RI/DRP NRR RI/DRS
NAME WCook/DS/WAC | PKrohn/PGK EBowman/via e-mail | JRogge/JFR
DATE 06/04/09 06/05/09 06/04/09 06/08/09
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cc w/encl; w/OUO:
D. Allard, Director, PA DEP
J. Powers, Director, PA Office of Homeland Security

cc w/o encl; w/o OUQ:

C. Gannon, Vice President, Nuclear Operations

R. Paley, General Manager, Plant Support

R. Pagodin, General Manager, Nuclear Engineering

M. Crowthers, Manager, Nuclear Regulatory Affairs

R. Smith, General Manager, Site Preparedness and Services

D. Brophy, Supervisor, Nuclear Regulatory Affairs

J. Helsel, Manager, Training

D. McGann, Manager, Quality Assurance

J. Scopelliti, Community Relations Manager

B. Snapp, Esq., Associate General Counsel, PPL Services Corp
Supervisor, Document Control Services, PPL Susquehanna, LLC
R. Osborne, Allegheny Electric Cooperative, Inc.

Board of Supervisors, Salem Township

J. Johnsrud, National Energy Committee, Sierra Club

E. Epstein, TMI-Alert (TMIA)
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Distribution w/o encl; w/o OUOQO:
S. Collins, RA

M. Dapas, DRA

D. Roberts, DRS

P. Wilson, DRS

K. Hawkins, DRS

D. Lew, DRP

J. Clifford, DRP

P. Krohn, DRP

A. Rosebrook, DRP

R. Fuhrmeister, DRP

E. Torres, DRP

J. Bream, DRP

P. Finney, DRP, RI

S. Farrell, DRP, OA

S. Campbell, Rl OEDO

R. Nelson, NRR

M. Kowal, NRR

B. Vaidya, NRR, PM

J. Hughey, Backup, NRR
ROPreportsResource@nrc.gov
Region | Docket Room (with concurrences)

Distribution w/encl; w/OUOQO:
W. Cook, DRS

J. Rogge, DRS

P. Krohn, DRP

F. Jaxheimer, DRP, SRI

E. Bowman, NRR

D. Riffle, NSIR
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