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Mr. Gene St. Pierre 
Vice President, North Region 
Seabrook Nuclear Power Plant  
FPL Energy Seabrook, LLC 
c/o Mr. Michael O’Keefe 
P.O. Box 300 
Seabrook, NH  03874 
 
SUBJECT: SEABROOK STATION, UNIT 1 - NRC SECURITY INSPECTION REPORT NO. 

05000443/2009402 
 
Dear Mr. St. Pierre: 
 
On May 22, 2009, the U.S. Nuclear Regulatory Commission (NRC) completed a security 
baseline inspection at your Seabrook Station, Unit 1.  The inspection covered one or more of 
the key attributes of the security cornerstone of the NRC’s Reactor Oversight Process.  The 
enclosed inspection report documents the inspection results, which were discussed on May 22, 
2009, with Mr. Paul Freeman, Plant General Manager, and other members of your staff. 
 
The inspection examined activities conducted under your license as they relate to security and 
compliance with the Commission’s rules and regulations and with the conditions of your license. 
The inspectors reviewed selected procedures and records, observed activities, and interviewed 
personnel. 
 
This report documents one finding of very low security significance (i.e. Green as determined by 
the Physical Protection Significance Determination Process).  The deficiency was promptly 
corrected or compensated for, and the plant was in compliance with applicable physical 
protection and security requirements within the scope of the inspection before the inspectors left 
the site. 
 
The finding had a cross-cutting aspect in the area of Human Performance, because a station 
employee failed to perform a self-check while performing a task.  If you disagree with the 
characterization of any finding in this report, you should provide a response within 30 days of 
the date of this inspection report, with the basis for your disagreement, to the Regional 
Administrator, Region I, and the NRC Resident Inspector at Seabrook Station.  The information 
you provide will be considered in accordance with Inspection Manual Chapter 0305. 
 

When separated from its Enclosure, this 
document is DECONTROLLED. 
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Additionally, licensee identified violations which were determined to be of very low security  
significance are listed in this report.  However, because of the very low security significance and 
because they are entered into your corrective action program, the NRC is treating these 
violations as non-cited violations (NCVs) consistent with Section VI.A. of the NRC Enforcement 
Policy.  If you contest these non-cited violations, you should provide a response within 30 days 
of the date of this inspection report, with the basis for your denial, to the Nuclear Regulatory 
Commission, ATTN.: Document Control Desk, Washington DC 20555-0001; with copies to the 
Regional Administrator Region I, the Director, Office of Enforcement, United States Regulatory 
Commission, Washington, DC 20555-0001; and the NRC Resident Inspector at the Seabrook 
Station. 
 
In accordance with 10 CFR 2.390 of the NRC’s “Rules of Practice,” a copy of this letter will be 
available electronically for public inspection in the NRC Public Document Room or from the 
Publicly Available Records (PARS) component of NRC’s document system, ADAMS.  ADAMS 
is accessible from the NRC Website at http://www.nrc.gov/reading-rm/adams.html (the Public 
Electronic Reading Room).  However, because of the security-related concerns contained in the 
enclosure, and in accordance with 10 CFR 2.390, a copy of this letter’s enclosure will not be 
available for public inspection.   
 
In accordance with 10 CFR 2.390(b)(1)(ii), the NRC is waiving the affidavit requirements for 
your response, if any.  This practice will ensure that your response will not be made available 
electronically for public inspection in the NRC Public Document Room or from the NRC’s 
document system, ADAMS.  If Safeguards Information is necessary to provide an acceptable 
response, please provide the level of protection described in 10 CFR 73.22.  Otherwise, mark 
your entire response “Security-Related Information - Withhold Under 10 CFR 2.390” and follow 
the instructions for withholding in 10 CFR 2.390(b)(1). 
 

Sincerely, 
 
      /RA/ 
 

James M. Trapp, Chief 
Plant Support Branch 1 
Division of Reactor Safety 
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cc w/encl; w/OUO-SRI 
J. Giarrusso, MEMA, Manager, Safety/Security, Seabrook Station 
M. Nazar, Senior Vice President & CNO 
C. Pope, Director, State of NH Homeland Security 
J. Tucker, Manager, Safety/Security 
 
cc w/o encl w/o OUO-SRI: 
A. Khanpour, Vice President, Engineering Support 
M. Warner, Vice President, Nuclear Plant Support   
M. Mashhadi, Senior Attorney, Florida Power & Light Company  
M. Ross, Managing Attorney, Florida Power & Light Company 
M. O’Keefe, Manager, Licensing Manager  
P. Freeman, Plant General Manager   
K. Wright, Manager, Nuclear Training, Seabrook Station 
R. Poole, FEMA, Region I 
Office of the Attorney General, Commonwealth of Mass 
K. Ayotte, Attorney General, State of NH 
O. Fitch, Deputy Attorney General, State of NH 
P. Brann, Assistant Attorney General, State of Maine 
R. Walker, Director, Radiation Control Program, Dept. of Public Health, Commonwealth of MA 
R. Hughes, Director, Licensing and Performance Improvement  
D. O'Dowd, Administrator, Radiological Health Section, DPHS, DHHS, State of NH 
J. Roy, Director of Operations, Massachusetts Municipal Wholesale Electric Company 
T. Crimmins, Polestar Applied Technology 
R. Backus, Esquire, Backus, Meyer and Solomon, NH 
Town of Exeter, State of New Hampshire 
Board of Selectmen, Town of Amesbury 
S. Comley, Executive Director, We the People of the United States 
R. Shadis, New England Coalition Staff 
M. Metcalf, Seacoast Anti-Pollution League 
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Distribution w/o encI w/o OUO: 
S. Collins, RA 
M. Dapas, DRA 
D. Lew, DRP 
J. Clifford, DRP 
A. Burritt, DRP 
L. Cline, DRP 
A. Turlin, DRP  
W. Raymond, DRP, SRI   
J. Johnson, DRP, RI  
E. Jacobs, DRP, OA  
L. Trocine, RI OEDO  
H. Chernoff, NRR 
R. Nelson, NRR 
D. Egan, NRR, PM 
R. Ennis, NRR, Backup 
N. Valentine, NRR 
ROPreports@nrc.gov 
Region I Docket Room (with concurrences) 
D. Roberts, DRS 
K. Hawkins, DRS 
J. Trapp, DRS 
 
Distribution w/encl w/OUO: 
A. Dimitriadis, DRS 
J. Cherubini, DRS 
W. Raymond - Senior Resident Inspector 
R. Albert, NSIR 
S. Coker, NSIR 
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