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From: Joseph, Stacy
Sent: Friday, June 12, 2009 2:45 PM
To: 'gscashell@stpegs.com'
Cc: Tai, Tom; STPCOL
Subject: Draft RAIs for Chapter 14.3
Attachments: RAI 2868.doc; RAI 2949.doc

Steve, 
 
Please see the two attached draft RAIs related to SRP Section 14.3.6, Electrical Systems ITAAC.  As I will be 
out of the office from 15 June through 26 June, please contact Tom Tai (email attached) at 301-415-8484 if 
you require a telecon with the technical branch to ensure your understanding of the question.   
 
Thank you, 
 
Stacy Joseph 
Project Manager 
U. S. Nuclear Regulatory Commission 
Office of New Reactors 
Division of New Reactor Licensing 
 
(Office) 301-415-2849 
(Fax): 301-415-5399 
Mail Stop T7-F31 
Washington DC 20555-0001 
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Request for Additional Information No. 2868 Revision 0 
 
  
 

South Texas Project Units 3 and 4 
South Texas Project Nuclear Operating Co 

Docket No. 52-012 and 52-013 
SRP Section: 14.03 - Inspections, Tests, Analyses, and Acceptance Criteria 

Application Section: 14.3 
 
QUESTIONS for Electrical Engineering Branch (EEB) 
 
14.03-*** 

 Acceptance Criteria of Item 11, in Table 2.12.1, “Electric Power Distribution 
System,” Acceptance criteria of item 8 in Table 2.12.2, “Direct Current Power 
Supply,” Acceptance criteria of item 10 in Table 2.12.14, “Vital AC Power Supply,” 
and acceptance criteria of item 9 in Table 2.12.15, “Instrument and Control Power 
Supply,” of Part 9 of the STP COLA address the system interrupting devices 
coordination and state that " Analysis of as-built----- and concludes that to the maximum 
extent possible, the analyzed circuit interrupter closest to the fault will open before other 
devices."  Please modify the acceptance criteria to include a justification of acceptability 
of those instances when coordination can not be achieved. 
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Request for Additional Information No. 2949 Revision 2 
 
  
 

South Texas Project Units 3 and 4 
South Texas Project Nuclear Operating Co 

Docket No. 52-012 and 52-013 
SRP Section: 14.03.06 - Electrical Systems - Inspections, Tests, Analyses, and Acceptance Criteria 

Application Section: 14.03- Inspection, Test, Analyses, and Acceptance Criteria  
 
QUESTIONS for Electrical Engineering Branch (EEB) 
 
14.03.06-*** 

In Table 3.0-2, Section 3.0 of Part 9 of the STP COLA, Site-Specific ITAAC, the 
applicant provided ITAAC for the offsite power system. However, no ITAAC is provided 
for lighting and grounding protection for the offsite power system. SRP Section 
14.3.6 recommends that  ITAACs for lightning and grounding protection should be 
developed. Please provide ITAACs for lightning and grounding protection for the offsite 
power system or provide a discussion on why these are not required . 
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