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From: Tai, Tom
Sent: Monday, June 15, 2009 11:10 AM
To: jetomkins@stpegs.com
Cc: Joseph, Stacy; STPCOL
Subject: Draft RAI 2943 for Chapter 6.6.9.1
Attachments: RAI 2943 06.06-xx.doc

Jim, 
 
Attached for your information and use is an advance copy of draft RAI (2943) for Chapter 6.6.9.1.  I am 
sending this to you in Stacy's absence. 
 
If you need a conference call to clarify the requested information, please contact me.  If a conference call is not 
needed, please send me an email and I will continue the formal process of issuing the RAI to STPNOC. 
 
Regards 
 
Tom Tai 
DNRL/NRO 
(301) 415‐8484 
Tom.Tai@NRC.GOV 
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Request for Additional Information No. 2943 Revision 02 
 
  
 

South Texas Project Units 3 and 4 
South Texas Project Nuclear Operating Co 

Docket No. 52-012 and 52-013 
SRP Section: 06.06 - Inservice Inspection and Testing of Class 2 and 3 Components 

Application Section: 6.6.9.1 
 
QUESTIONS for Component Integrity, Performance, and Testing Branch 2 (ESBWR/ABWR Projects) 

(CIB2) 
 
06.06-*** 

COL License Information Item 6.6.9.1 states in part that the initial Inservice 
Inspection (ISI) examinations conducted during the first 120 months of operation 
will comply, to the extent practical, with the requirements of the ASME Code 
Section XI Edition and Addenda incorporated by reference in 10 CFR 50.55a(b) on 
the date 12 months prior to the date of issuance of the operating license, subject 
to the modifications listed in the regulations.  10 CFR 50.55a(g)(3)(ii) requires that 
Class 2 and 3 components and supports will be designed to enable the 
performance of ISI examinations during the initial 120 month interval.  The 
regulation text stating to the extent practical only applies to subsequent ISI 
interval ISI examinations.  The use of the terminology to the extent practical infers 
that interferences to the performance of PSI/ISI examinations due to design, 
geometry, and materials of construction, will be addressed as impractical and that 
the COL applicant may request relief from the examinations.  The staff’s 
expectation is that the regulations be met during construction and that the Code 
required components and coverage for PSI and ISI examinations be accomplished 
with no requests for relief due to impracticality during the initial 120 month ISI 
interval.  Please modify the last two paragraphs of Section 6.6.9.1 taking this 
regulation into consideration. 
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