PMSTPCOL PEmails

From: Tai, Tom

Sent: Monday, June 15, 2009 11:13 AM
To: jetomkins@stpegs.com

Cc: Joseph, Stacy; STPCOL

Subject: Draft RAI 3026 for Chapter 6.5.5.2
Attachments: RAI 3026 06.05.01-xx.doc

Jim,

Attached for your information and use is an advance copy of draft RAl (3026) for Chapter 6.5.5.2. | am
sending this to you in Stacy's absence.

If you need a conference call to clarify the requested information, please contact me. If a conference call is not
needed, please send me an email and | will continue the formal process of issuing the RAI to STPNOC.

Regards

Tom Tai

DNRL/NRO

(301) 415-8484
Tom.Tai@NRC.GOV
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Request for Additional Information No. 3026 Revision 2

South Texas Project Units 3 and 4
South Texas Project Nuclear Operating Co
Docket No. 52-012 and 52-013
SRP Section: 06.05.01 - ESF Atmosphere Cleanup Systems
Application Section: 6.5.5.2

QUESTIONS for Containment and Ventilation Branch 2 (ESBWR/ABWR Projects) (SBCV)

06.05.01-***

COL License Information Item in 6.5.5.2 of the ABWR DCD requires that the capability of
the Standby Gas Treatment System (SGTS) be demonstrated to be capable to perform
its intended function in the event of a LOCA if more than 90 hours of operation per year
for either train is anticipated by plant operations based on the operating experience.
Since the SGTS is a standby system that does not operate normally, operation over 90
hours in one year would be an unusual occurrance and may be caused by the need to
remove smoke or other contaminants from the reactor building. Of specific importance
is the efficiency of the charcoal adsorber which may degrade with operation.
Demonstrate how an analysis can qualify the charcoal adsorber to the efficiency levels
assumed in the design basis LOCA analysis or perform appropriate laboratory testing of
the charcoal adsorber.
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