
July 9, 2009 
 
 
Rafael Flores, Senior Vice President 
  and Chief Nuclear Officer 
Luminant Generation Company LLC 
Comanche Peak Steam Electric Station 
P. O. Box 1002 
Glen Rose, TX  76043 
 
SUBJECT: LUMINANT GENERATION COMPANY’S DENIAL OF    
  FINDING 05000445; 05000446/2009002-01 
 
Dear Mr. Flores:  
 
In a letter dated May 26, 2009, you informed the NRC that the Luminant Generation Company 
was denying a finding identified during an NRC inspection conducted at Comanche Peak Steam 
Electric Station and documented in NRC Integrated Inspection Report 05000445;446/2009002.   
The NRC appreciates your feedback, and the opportunity to understand your perspective on this 
finding.  Through an independent review of the finding, the NRC has determined that a 
performance deficiency did occur, and that the issue was appropriately characterized as a 
finding.  The following discussion provides the basis for this determination. 
 
As described in NRC Integrated Inspection Report 05000445;446/2009002, the finding dealt 
with the failure of operations and maintenance personnel to follow housekeeping procedural 
guidance in accordance with Procedure STA-607, “Housekeeping Control,” Revision 19.  
Specifically, scrap sheet metal on the roof of the Unit 1 emergency diesel generator building 
was not removed following maintenance.  As a result, the material could have affected the 
offsite power supply to safety-related electrical busses if high winds carried it to nearby 
transmission lines.   
 
In your May 26 letter, Luminant Generation Company provided the following information in 
support of its position that the finding did not occur: 
 

NRC Inspection Manual Chapter 0612, “Power Reactor Inspection Reports,” 
Appendix B, “Issue Screening,” states that a performance deficiency can exist if:  (1) a 
licensee fails to meet a self-imposed standard and (2) the cause was reasonably within 
the licensee’s ability to foresee and correct and should have been prevented.  NRC 
Inspection Manual Chapter 0612, “Power Reactor Inspection Reports,” defines a 
performance deficiency as “An issue that is the result of a licensee not meeting a 
requirement or standard where the cause was reasonably within the licensee’s ability to 
foresee and correct, and that should have been prevented.  A performance deficiency 
can exist if a licensee fails to meet a self-imposed standard or a standard required by 
regulation.” 
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Luminant Power agrees with the NRC that management expectations were not met by 
the failure to use Procedure STA-607 as a guideline and that the cause was reasonably 
within our ability to foresee and correct and should have been prevented.  However, 
Luminant Power does not believe that this condition should be a finding because a 
failure to meet a “self-imposed standard” as used within the definition of a performance 
deficiency did not occur.  Therefore, a performance deficiency did not exist. 
 
During the time period that the debris existed on Unit 1 emergency diesel generator 
building roof, no high wind events occurred that could have caused the debris to be 
blown off the roof.  Even if a high wind event would have occurred, the debris was tightly 
stacked under the silencer such that it would not have been affected by high winds.  
Therefore, Luminant Power believes that this finding is minor because there was no 
increase in the likelihood of an event that would upset plant stability and challenge 
critical safety functions during shutdown as well as power operations. 
 
Although a formal NRC definition of “self-imposed standard” does not exist, Luminant 
Power believes that when the definition of “performance deficiency” was developed, it 
was intended that a failure to meet a “self-imposed standard” be something clearly more 
than not meeting management expectations for use of a procedure as a guideline.   
 

To evaluate your concerns, personnel from the NRC Region IV Office, the NRC Program Office, 
and the NRC Office of Enforcement performed an independent review of the finding and your 
concerns.  Those personnel noted that your Final Safety Analysis Report, Appendix 1A(B), 
states that "the administrative methods used to control station housekeeping practices will 
comply with ANSI N45.2.3 - 1973," and that Procedure STA-607, "Housekeeping Control," 
Revision 19, Section 3.1, references ANSI N45.2.3 - 1973.  The NRC, therefore, concluded that 
the requirements described in Procedure STA-607 were self-imposed standards.  
 
Further, during review of Procedure ABN-907, “Acts of Nature,” Attachment 2, Revision 11, the 
NRC noted that step 4, states: 
 

Ensure the following exterior items properly stored, secured, OR tied down 
(including items on building roofs): 

 
• Cranes 
• Gas Bottles 
• Ladders 
• Scaffolding and construction materials 
• Tools 
• Barrels 
• Boxes 
• Any other potential missles 

 
The NRC observed that a note in Attachment 2 allows supervisory judgment to determine which 
portions of the attachment should be performed.  The NRC concluded that a prudent supervisor 
would require step 4 of Attachment 2 to Procedure ABN-907, “Acts of Nature,” to be performed 
when possible.   
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The NRC determined that a licensee self-imposed standard was not followed in accordance with 
established procedural requirements, causing a deficiency that was reasonably within the 
licensee’s ability to foresee and correct, and should have been prevented.  The NRC further 
concluded that the finding was more than minor due to the direct observations of the resident 
inspectors that the material on the emergency diesel generator roof was unsecured and light 
enough to be blown off during high winds, with the potential to cause damage to safety-related 
power supplies.  Finding 05000445;05000446/2009002-01 is therefore sustained.  No response 
to the Nuclear Regulatory Commission is required. 
 
In accordance with 10 CFR 2.390 of the NRC's "Rules of Practice," a copy of this letter and its 
enclosure will be available electronically for public inspection in the NRC Public Document 
Room or from the Publicly Available Records component of NRC’s document system (ADAMS).  
ADAMS is accessible from the NRC website at http://www.nrc.gov/reading-rm.html (the Public 
Electronic Reading Room). 
 
We appreciate the opportunity to discuss this matter with you.  If you have any further 
questions, please contact Wayne Walker at (817) 860-8148 or Clyde Osterholtz at 
(817) 860-8269. 
 
      Sincerely, 
 
      /RA/ AVegel for 
 
      Dwight Chamberlain, Director 
      Division of Reactor Projects 
 
 
Dockets:   50-445; 50-446 
Licenses:  NPF-87; NPF-89 
 
Attachment:  Letter from Luminant Generation Company to U.S. NRC dated May 26, 2009  
MLO914702300.pdf 
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cc w/attachment: 
Mike Blevins, Chief Operating Officer 
Luminant Generation Company LLC 
Comanche Peak Steam Electric Station 
P. O. Box 1002 
Glen Rose, TX  76043 
 
Mr. Fred W. Madden, Director 
Regulatory Affairs  
Luminant Generation Company LLC 
P. O. Box 1002 
Glen Rose, TX  76043 

Timothy P. Matthews, Esq. 
Morgan Lewis 
1111 Pennsylvania Avenue, NW 
Washington, D.C.  20004 

County Judge 
P. O. Box 851 
Glen Rose, TX  76043 

Mr. Richard A. Ratliff, Chief 
Bureau of Radiation Control  
Texas Department of Health 
P. O. Box 149347, Mail Code 2835 
Austin, TX  78714-9347 

Environmental and Natural  
   Resources Policy Director 
Office of the Governor 
P. O. Box 12428 
Austin, TX  78711-3189 

Mr. Brian Almon 
Public Utility Commission 
William B. Travis Building 
P. O. Box 13326 
Austin, TX  78711-3326 

Ms. Susan M. Jablonski 
Office of Permitting, Remediation  
  and Registration 
Texas Commission on  
  Environmental Quality 
MC-122 
P. O. Box 13087 
Austin, TX  78711-3087 

Anthony Jones 
Chief Boiler Inspector 
Texas Department of Licensing  
   And Regulation 
Boiler Division 
E.O. Thompson State Office Building 
P. O. Box 12157 
Austin, TX  78711 

Chief, Technological Hazards  
   Branch 
FEMA Region VI 
800 North Loop 288 
Federal Regional Center 
Denton, TX  76209 
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Electronic distribution by RIV: 
Regional Administrator (Elmo.Collins@nrc.gov) 
Deputy Regional Administrator (Chuck.Casto@nrc.gov) 
DRP Director (Dwight.Chamberlain@nrc.gov) 
DRP Deputy Director (Anton.Vegel@nrc.gov) 
DRS Director (Roy.Caniano@nrc.gov) 
DRS Deputy Director (Troy.Pruett@nrc.gov) 
Senior Resident Inspector (John.Kramer@nrc.gov) 
Resident Inspector (Brian.Tindell@nrc.gov) 
Branch Chief, DRP/A (Wayne.Walker@nrc.gov) 
Senior Project Engineer, DRP/A (Clyde.Osterholtz@nrc.gov) 
CP Site Secretary (Sue.Sanner@nrc.gov) 
Public Affairs Officer (Victor.Dricks@nrc.gov) 
Team Leader, DRP/TSS (Chuck.Paulk@nrc.gov) 
RITS Coordinator (Marisa.Herrera@nrc.gov) 
Regional Counsel (Karla.Fuller@nrc.gov) 
Congressional Affairs Officer (Jenny.Weil@nrc.gov) 
OEMail Resource 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
File located: R:_Reactors\_CPSES\CP Finding Appeal Denial 06092009.doc      ML 091910224 
SUNSI Rev Compl.  Yes  No ADAMS Yes  No Reviewer Initials PJE 
Publicly Avail  Yes  No Sensitive  Yes  No Sens. Type Initials PJE 

DRP/PB/A BC:PB/A DD:DRP D:DRP  

CCOsterholtz WCWalker AVegel DDChamberlain  
/RA/ /RA/ CCOsterholtz for /RA/ /RA/ AVegel for  

07/7/2009 07/7/2009 07/9/2009 07/9/2009  

OFFICIAL RECORD COPY  T=Telephone           E=E-mail        F=Fax 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 150
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 150
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages false
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


