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To All,

Attached is Draft RAI 3339 related to SRP Section 8.2 for Levy County Nuclear Plant, Units 1 and 2. If no
response is heard by close of business July 22, 2009, the final RAI will be issued.

Tanya Simms

Project Manager

New Reactor Licensing

U.S. Nuclear Regulatory Commission
11555 Rockville Pike

Rockville, Maryland 20852-2738
301-415-1387

tanya.simms@nrc.gov
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Request for Additional Information No. 3339 Revision 0
Levy County, Units 1 and 2
Progress Energy Florida, Inc.
Docket No. 52-029 and 52-030
SRP Section: 08.02 - Offsite Power System
Application Section: 8.2

QUESTION fromr Electrical Engineering Branch (EEB)

08.02-***

Table 1.8-1 of the AP1000 design certification provides an interface item that states "the
protective devices controlling the switchyard breakers are set with consideration given to
preserving the plant grid communication following a turbine trip." This is to ensure that
RCP bus voltage stays above the voltage required to maintain the flow assumed in the
DCD Tier 2, Chapter 15 analyses for a minimum of 3 seconds following a turbine trip.
Provide a reference to where this issue is discussed in the Levy application, or provide a
proposed revision to the application to address the issue.
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