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PMLevyCOLPEm Resource

From: Comar, Manny
Sent: Monday, June 15, 2009 11:39 AM
To: Kitchen, Robert; Waters, David; Wilkins, Tillie
Cc: Comar, Manny; LevyCOL Resource
Subject: draft RAI 2987, regarding SRP 14.03.02 - Structural and Systems Engineering - ITAAC for 

the Levy County Units 1 and 2 combined license application
Attachments: RAI 2987.doc

To All, 
 
           Attached is the draft of RAI No:2987, regarding SRP Section 14.03.02 14.03.02 - Structural and 
Systems Engineering - Inspections, Tests, Analyses,                           and Acceptance Criteria for the Levy 
County Units 1 and 2 combined license application.   
 
            If you need a conference call to discuss the question(s) of the draft RAIs please contact me at 301-415-
3863.  Unless you request additional              clarification we will normally issue the RAI as final within 3 to 5 
days, from today. 
 
Thanks 
 
Manny Comar 
Senior Project Manager 
NRO/DNRL/NWE1 
Nuclear Regulatory Commission 
301‐415‐3863 
mailto:manny.comar@nrc.gov 
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Request for Additional Information No. 2987  
 
  
 

Levy County, Units 1 and 2  
Progress Energy Florida, Inc. 

Docket No. 52-029 and 52-030 
SRP Section: 14.03.02 - Structural and Systems Engineering - Inspections, Tests, Analyses, and 

Acceptance Criteria 
Application Section: 14.3.2, 3.7.2 

 
QUESTIONS from Structural Engineering Branch 1 (AP1000/EPR Projects) (SEB1) 
 
14.03.02-*** 

The NRC staff has reviewed the drilled shaft foundation concepts for non-safety related 
structures described in FSAR Section 2.5.4.5.2, “Excavation Events,” of Section 2.5.4, 
“Stability of Subsurface Materials and Foundations,” referenced in Section 3.8.5.1, 
“Description of the Foundation.”  In accordance with SRP 14.3.2, “Structural and 
Systems Engineering – Inspections, Tests, Analysis, and Acceptance Criteria,” which 
states that for non-seismic Category 1 SSCs, ITAAC should be provided to verify that 
their failure will not impair the ability of near-by safety-related SSCs to perform their 
safety-related functions; the NRC staff requests that the applicant provide ITAAC to 
verify that the drilled shaft foundation design methodology for non-safety related 
structures is adequate. 
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