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ENCLOSURE 3 

Agenda for NRC Audit of Electrical Calculations 
 

Performed for U.S. EPR Design Certification (4/2/09) 
 
 
1. E-tap programs  
 (E-tap version controls Nuclear Version 5.5.6N, source of input data, and communication 
 to COL applicants) data used from vendor, industry, E-tap Library, etc.  
 
2. How it will be utilized by COLA   
 
3. Ways to control the updated versions and QC for each COLA 
 
4. Overview of Calculations from AREVA-Explanation of details  
 
 Demonstration of sample calculations  
 
 AC/DC 
 Load flow/voltage regulation and under/overvoltage protection studies 
 Short circuit studies 
 Equipment sizing 
 Equipment protection and coordination studies 
 Insulation coordination (Surge and Lightning Protection) 
 Power Quality limits 
 Grounding 
 Battery sizing calculation 
 Emergency diesel generator loading and transient voltage profile calculation 
 
5. Clarification discussion of RAIs and its resolutions 

 08.01-3 COL item, Decision was put off till Audit (BTP 8-6/ TS) 
 08.02-2 3.5 Hz/sec should be included in 8.2-4 of Table 1.8-2- Confirmatory item 
 08.02-6 Test 221 needs corrections (agree or disagree) 
 08.03.01-4 AF procedure -clarify with COL person 
 08.03.01-7 Not by COL holder, it should be revised to COL applicants 
 08.03.01-8 Audit 
 08.03.01-9 Audit 
     08.03.01-10 Audit 
 08.03.01-11 14.3.6-3 Clarification Tier 1 2.5.1 and 2 item 5.13 in both items 
 08.03.01-17 (shoud it be in Table 1.8-2 as it involves site specific information) revise of 
   drawing of x-formers (removed surge arrestors) and will be tested Tier 1  
   Table 2.5.8-1 
  08.03.01-22 Seeing a set of curves to ensure  
 08.03.02-4 Who will be performing this study (COL or AREVA)? 
 08.04-4 Include C.1.3 and C.2 in Table 1.8-2-Confirmatory item 
 08.04-5 AC power group A vs. B and each COL applicant should perform the  
   coping analysis 
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