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BellBendCOLPEm Resource

From: Temple, Jeffrey
Sent: Friday, May 29, 2009 11:15 AM
To: Imboden, Stacey; Mazaika, Michael
Cc: Rishel, Jeremy P; Canova, Michael; Harvey, Brad; BellBendCOL Resource
Subject: RE: Susquehanna/Bell Bend Met Tower

Thanks Stacey and Mike.  I am satisfied that the issue of the proposed met tower at BBNPP (as it relates to 
dose projection capability and the Emergency Action Levels contained in the Eplan) are being addressed by 
you folks with inspections, site visits, RAIs, etc.  I appreciate the info.  Jeff Temple 
 
From: Stacey Imboden  
Sent: Friday, May 29, 2009 10:54 AM 
To: Michael Mazaika; Jeffrey Temple 
Cc: Rishel, Jeremy P; Michael Canova; Brad Harvey; BellBendCOL Resource 
Subject: RE: Susquehanna/Bell Bend Met Tower 
 
I have the first draft of the environmental RAIs from PNNL, they are doing some reformatting right now.  The 
RAIs are attached if that is helpful for you.  I will be sending these out to the NRC reviewers shortly. 
 
Also attached is the draft trip report.  This is also being edited.  NRC's site audit summary will be built off of 
this. 
 
Stacey 
 
 
From: Michael Mazaika  
Sent: Friday, May 29, 2009 10:23 AM 
To: Jeffrey Temple 
Cc: Rishel, Jeremy P; Michael Canova; Stacey Imboden; Brad Harvey; BellBendCOL Resource 
Subject: RE: Susquehanna/Bell Bend Met Tower 
 
Hello Jeff: 
 
Unfortunately, I was unable to participate in the recent environmental site audit at Bell Bend as indicated in my 
earlier e-mail.  However, Jeremy Rischel, from PNNL, was there and based on our conversations prior to the 
audit was going to look at issues (including structural wake effects) related to the siting of the meteorological 
towers.  A separate safety-related audit of the Bell Bend / SSES meteorological monitoring programs is 
anticipated in late June or early July. 
 
I have not yet seen the trip report or had a chance to talk with Jeremy about the audit.  Jeremy can be reached 
at 509-375-6974.  I would anticipate, however, that RAIs will be forthcoming from the environmental side as 
well as from my review of FSAR Section 2.3 and audit.  Perhaps we should meet briefly sometime next week 
so I can better understand what your needs are and to consider whether you need to participate in the next 
audit. 
 
Thanks, 
 
Mike 
 
 
From: Jeffrey Temple  
Sent: Friday, May 29, 2009 8:04 AM 
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To: Michael Mazaika 
Subject: RE: Susquehanna/Bell Bend Met Tower 
 
Hi Mike 
 
Question about BBNPP - did you participate in the recent environmental site audit at BB, and what did you 
determine about their met tower?  do they have one?  or are they taking credit for the SSES met tower?  Do I 
need to ask any RAIs about the tower and its conformance with RG 1.23 for siting and for instrumentation?   
 
thanks 
 
jeff temple 
415-0156 
 
From: Michael Mazaika  
Sent: Wednesday, April 08, 2009 10:09 AM 
To: Brad Harvey; Jeffrey Temple 
Cc: Charles Cox; Michael Canova; Stacey Imboden; Dan Barss; BellBendCOL Resource; Thomas Galletta; Kevin Quinlan; 
Leta Brown 
Subject: RE: Susquehanna/Bell Bend Met Tower 
 
Brad: 
 
Agreed.  Thanks; I never looked at the Vogtle ESP SER as to how the RAI response (which I was involved with 
when at Bechtel) was incorporated into the agency's safety evaluation.  Steve Hanna and I also discussed this 
approach briefly during the recent Callaway environmental audit in the context of their existing and proposed 
cooling towers.  Let me know if you'd like to see the 1985 and 1981 EPA guidance; I have it in my files at 
home. 
 
Thanks, 
 
Mike 
 
From: Brad Harvey  
Sent: Monday, April 06, 2009 4:31 PM 
To: Michael Mazaika; Jeffrey Temple 
Cc: Charles Cox; Michael Canova; Stacey Imboden; Dan Barss; BellBendCOL Resource 
Subject: RE: Susquehanna/Bell Bend Met Tower 
 
Mike et al: 
 
If a natural draft cooling tower is at least five times its width from the meteorological tower, the staff has 
previously concluded that the cooling tower will not adversely affect the met tower measurements.  See the 
write-up from the Vogtle ESP SER below. 
 
Brad 
415-4118 
 

 
The 10-building-height distance of separation is typically applied to square or rectangular structures, whereas rounded 
and sloping structures such as hyperbolic natural draft cooling towers can be expected to produce a smaller wake zone. 
According to the applicant, the preliminary design for the natural draft cooling towers calls for them to be about 600 feet 
high, with a base diameter of 550 feet and a top diameter of 330 feet. In RAI 2.3.3-2, the staff asked the applicant to 
include the proposed natural draft cooling tower height and width as part of SSAR Table 1-1, which lists postulated design 
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parameters, since this information is used to determine the potential wake effects from these towers. The applicant 
complied with  this request. 
 
Section 123 of the Clean Air Act as amended in 1990 defines good engineering practice stack height as the height 
necessary to ensure that emissions from a stack do not result in excessive concentrations of any air pollutant in the 
immediate vicinity of a source as a result of atmospheric downwash, eddies, and wakes which may be created by the 
source itself, by nearby structures, or by nearby terrain obstacles. The EPA defines “nearby structures” in its regulations 
(40 CFR 51.100(jj)(1)) as that distance up to five times the lesser of the height or the width dimension of a structure; that 
is, the downwind distance in which a structure is presumed to have a significant influence as a result of downwash, 
eddies, and wakes extends downwind approximately five times either the height or width (whichever is less) of the 
structure. The EPA regulatory guidance document for determining good engineering practice stack heights (EPA-450-
4/80/023R, June 1985) also states that this area of influence becomes significantly smaller as the height to width ratio of a 
structure increases. Based on the EPA guidance for this type of structure, which will have a maximum width of 550 feet, 
the outermost boundary of influence exerted by the proposed cooling towers is estimated to be no more than 2750 feet. 
Since this distance is shorter than the 3025-foot separation between the proposed cooling towers and the primary 
meteorological tower, the staff concludes that the proposed natural draft cooling towers will not adversely affect 
measurements made at the primary meteorological tower. The staff calculated a larger area that may be affected by 
cooling tower wake  because the updated 1985 EPA guidance used by the staff recommends using the maximum width of 
the structure, whereas the 1981 EPA guidance used by the applicant recommended using the width at the top of the 
structure for calculating potential wake influences. 
 
From: Michael Mazaika  
Sent: Thursday, April 02, 2009 11:47 AM 
To: Jeffrey Temple 
Cc: Brad Harvey; Charles Cox; Michael Canova; Stacey Imboden; Dan Barss; BellBendCOL Resource 
Subject: RE: Susquehanna/Bell Bend Met Tower 
 
Jeff: 
 
COL FSAR Section 2.3.3 addresses both the pre-application / pre-operational phase meteorological monitoring 
program (which provided the data used for the dispersion analyses elsewhere in Section 2.3) as well as the 
operational phase monitoring program.  The former appears to correspond to measurements made at the 
SSES meteorological tower; the latter to measurements that are (or will be) made at a separate tower for the 
BBNPP facility.  I presume that for the BBNPP emergency plan (EP), your focus will be on the BBNPP 
meteorological tower.  Please confirm. 
 
Section 2.3.3 acknowledges that both towers do not conform to one or more aspects of relevant regulatory 
guidance (i.e, the current revision (Rev. 1) of Reg. Guide 1.23 issued in March 2007, or its predecessor 
proposed revisions or the parent Safety Guide 23).  With respect to the SSES tower, the discussions indicate 
that: 
 
• the tower location does not conform to the guidance on distance of separation from potential obstructions 

to airflow (Second Proposed Revision 1 to Reg Guide 1.23; 
• the existing sensors (I presume on the SSES tower) do not meet the measurement resolution criteria given 

in Rev. 1 of Reg Guide 1.23 (don't believe that that lack of conformance is applicable, which I need to 
confirm); and 

• the inspection intervals applicable to the tower structure, guy wires, and anchors do not meet the criteria 
given in Rev. 1 of Reg Guide 1.23 (again, I don't believe that that lack of conformance is applicable). 

 
The discussion of the BBNPP tower likewise indicates that the guidance on distance of separation from 
potential obstructions to airflow is not met, but, in this case, with respect to Rev. 1 of Reg Guide 1.23.  The 
discussion of the operational phase monitoring program in Section 2.3.3 is silent with respect to the 
measurement resolution of the instrumentation or inspection intervals for the tower and its supports. 
 
More importantly, however, Section 2.3.3 is written as if the BBNPP tower has been commissioned and is 
already operating, but other information suggests that might not be the case.  These and other related issues 
will be addressed during the upcoming environmental site audit (April 28-May 1) and subsequent RAI 
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questions including the applicant's reference to a study (no citation given) that presumably demonstrates that 
the cooling towers at SSES Units 1 and 2 have no significant effect on the wind measurements at the SSES 
meteorological tower.  By extension (because of the SSES cooling towers additional distance from the BBNPP 
meteorological tower) the applicant has also concluded that there should be little or no affect on wind 
measurments at the BBNPP meteorological tower due to the exisitng SSES and proposed BBNPP cooling 
towers.  Submission of that report  will be requested during the audit and for docketing via RAI. 
 
My sense of it is, based on the info that I've looked at so far, that representativeness of the meteorological data 
from the BBNPP tower during the operations phase will not be an issue due to either the indicated or perceived 
deviations from Reg Guide 1.23 or its predecessors.  Nevertheless, I will keep you posted as issues develop or 
are resolved. 
 
Please give me a call if you have any questions. 
 
Thanks, 
 
Mike Mazaika. 
 
Physical Scientist (Meteorologist) 
U.S. Nuclear Regulatory Commission 
NRO/DSER/RSAC 
11545 Rockville Pike, Mail Stop T‐7E18 
Rockville, MD  20852‐2738 
(301) 415‐6282 
 
 
From: Brad Harvey  
Sent: Tuesday, March 31, 2009 9:11 AM 
To: Jeffrey Temple 
Cc: Dan Barss; Michael Mazaika 
Subject: RE: Susquehanna/Bell Bend Met Tower 
 
Jeff: 
  
I believe Mike Mazaika is the lead staff meteorological reviewer for Bell Bend.  He is the best individual to answer your 
questions.  I have cc'd Mike on this email. 
  
Brad 
  

From: Jeffrey Temple 
Sent: Tuesday, March 31, 2009 8:16 AM 
To: Brad Harvey 
Cc: Dan Barss 
Subject: Susquehanna/Bell Bend Met Tower 

Hi Brad 
  
In reviewing the proposed Bell Bend Nuclear Power Plant (BBNPP) Emergency Plan, submitted as a part of 
their COLA, the applicant states that the current  met tower at SSES, where the BBNPP will be sited, does not 
meet RG 1.23 standards.  Are you familiar with the met program at SSES, and do they in fact have a met tower 
and system that is satisfactory to us?  Do they have an exemption that you are aware of for their met tower? 
  
thanks….any light you can shed on this statement in the BBNPP emergency plan would be appreciated. 
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Jeff Temple 
415-0156 
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