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PMVogtleCOLPEm Resource

From: Anderson, Brian
Sent: Wednesday, November 19, 2008 1:51 PM
To: agaughtm@southernco.com; wasparkm@southernco.com; VogtleCOL Resource
Cc: Anderson, Brian; Araguas, Christian
Subject: DRAFT - RAI 1486 - SRP section 17.5 - Vogtle Units 3 and 4 Combined License Application
Attachments: VOG Draft RAI 1486 - 17.5.doc

Importance: High

Attached is a draft RAI related to SRP section 17.5 for the Vogtle Units 3 and 4 Combined License 
Application.  Please let me know if you would like to schedule a conference call to discuss this RAI. 
 
Thank you, 
Brian 
 
Brian Anderson 
301‐415‐9967 
Project Manager, AP1000 Projects Branch 1 
Office of New Reactors 
U.S. Nuclear Regulatory Commission 
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Request for Additional Information No. 1486 Revision 0 
Vogtle Units 3 and 4 

Southern Nuclear Operating Co. 
Docket No. 52-0025 and 52-0026 

SRP Section: 17.5 - Quality Assurance Program Description - Design Certification, Early Site Permit 
and New License Applicants 

Application Section: Enclosures 
 
QUESTIONS for Quality and Vendor Branch 1 (AP1000/EPR Projects) (CQVP) 
 
17.5-*** 

17.5-1 Post-Docketing Activities Within the Scope of the QAPD (FSAR Section 17.1) 
 
FSAR Section 17.1 addresses design, procurement, and construction activities to be 
conducted subsequent to submittal of the application.  In order for the NRC staff to plan 
its  inspections of these activities, please clarify the expected scope, locations, and 
schedules for activities subject to the provisions of the QAPD that are to be conducted 
by the applicant and its contractors from the date of the docketing until the expected 
date of issuance for a COL. 

 
 
17.5-*** 

17.5-2 NEI 06-14 Commitments (Revision 5) 
 
  
NEI 06-14A, Revision 5 is currently being reviewed by the NRC staff.  By letter dated 
September 17, 2008, the staff  requested additional information concerning the draft NEI 
report.  The applicant should describe plans for revising the submitted QAPD to 
incorporate changes to the NEI document, particularly with regard to QAPD Part II, 
Section 7.2, which addresses commercial calibration services and the applicability of 
Regulatory Issue Summary 2002-22 to commercial grade items.   

 
 
17.5-*** 

17.5-3 Safety-Related Design Basis Activities (QAPD Part II, Section 2.3) 
 
NEI 06-14A, Section 2.3, states that the COL application will be annotated to identify 
site-specific design basis activities.  This section was omitted from the QAPD.  The 
applicant should identify the site-specific design basis activities, consistent with the 
guidance in NEI 06-14A, or justify its omission. 

 
 
17.5-*** 

17.5-4 Scope of the Quality Assurance Program (FSAR Section 17.5 and QAPD Part I)  
 
FSAR Section 17.5 of the application states that the quality assurance program in place 
during the design, construction, and operations phases is described in the QAPD, which 
is maintained as a separate document.  However, the QAPD (Part I), submitted as an 
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enclosure with the application, states that it establishes the quality assurance policy for 
Nuclear Development activities; the QA manual also states that it applies to activities 
until turnover to Operations.  The NRC staff is reviewing the application for the purpose 
of issuing a combined construction and operating license under the 10 CFR Part 52 
regulations.  Please explain how these statements are consistent with the COL 
application. 

 
 
17.5-*** 

17.5-5 Organization – QA During the Construction and Operations Phases 
 
NEI 96-14A, Rev. 5 is currently being reviewed by the NRC staff.  By letter of September 
17, 2008, the staff  requested additional information concerning this revision. The letter 
requests, in part, additional detail for Part II, Section 1, Organization, of the NEI 
document for positions implementing QA program requirements.  This information 
should cover the quality assurance organizations for construction, and operation, and 
the transition between these phases.  The applicant should describe plans for revising 
the submitted QAPD to incorporate changes consistent with the requested changes to 
the NEI document. 
 
 

 
 
17.5-*** 

17.5-6 Safety Related SSCs (QAPD Part II, Section 2) 
 
  
QAPD Part II, Section 2, states that the QAPD applies to those quality-related activities 
that involve the functions of safety-related activities of structures, systems, and 
components (SSCs) as described in the COL FSAR.  Appendix B to 10 CFR Part 50 
requires, in part, that Part 52 applicants include in the FSAR a description of the quality 
assurance [program] applied to the design, and to be applied to the fabrication, 
construction, and testing of the SSCs of the facility and to the managerial and 
administrative controls to be used to assure safe operations.  Please revise the 
language in this section to conform to this requirement.  Also, Section 2 of the 
QAPD indicates that safety-related SSCs are described in the FSAR.  Please identify the 
corresponding FSAR section(s) or clarify the purpose of this text and/or modify it 
accordingly. 
    

 
 
17.5-*** 

17.5-7 Inspections by Line Personnel (QAPD Part III, Section 1.10) 
 
NEI 06-14A Part III describes QA program controls for SSCs that are significant 
contributors to plant safety, but are not “safety-related,” as defined by §50.2.   QAPD 
Part III, Section 1.10 states that inspections may be performed by personnel in the line 
organization through the SNC independent verification process/simultaneous verification 
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process, or similar process that utilizes knowledgeable personnel to perform the 
verification function.  Please provide additional description for 'SNC simultaneous and 
similar processes' and also qualifications for personnel performing these inspections. 

 
 
17.5-*** 

17.5-8 Regulatory Guide 1.28 
 
RG 1.28, Rev. 3, "Quality Assurance Program Requirements (Design and Construction)" 
describes a method acceptable to the NRC staff for complying with the provisions of 
Appendix B to 10 CFR Part 50 with regard to establishing and implementing the requisite 
program for the design and construction phase of nuclear power plants.  Please 
describe how your current QAPD satisfies the regulatory position established in RG 
1.28, Section C. 
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